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ABSTRACT
An important facet of designing cleanrooms is the prediction of the volume o f' 
air necessary to achieve the required airborne cleanliness in the room. Current 
experience shows that these predicted volumes are often too high and the air 
conditioning plant is consequently oversized. The design has traditionally been a 
matter of experience tempered with a little knowledge of fluid dynamics.
The main objective of this investigation was therefore to develop a * 
mathematical model for assessing the volume of air required in 
conventionally-ventilated cleanrooms. The assumption of perfect mixing was used 
in the derivation of this model. However this assumption had to be verified and 
a substantial part of the research program was devoted to that problem.
The findings showed that the assumption of perfect mixing is reasonable for 
normal types of air terminal devices which entrain room air, but less reliable for 
air terminal devices in which the air is supplied unidirectionally as a jet. The 
effect of increasing the ventilation rate appeared to increase the amount of air 
mixing in the room until a critical value was reached. After this any increase in 
the ventilation rate reduced the amount of air mixing in the room.
To compute the airborne contaminant concentration in the room, data on the 
dispersal of airborne contaminants by male and female personnel, process 
equipment and typical outdoor airborne contaminant concentration was gathered. 
The results obtained for contaminant dispersion from people showed a great 
variability in the rate of dispersion.
The airborne contaminant concentration will be reduced due to deposition of 
the airborne particles on room surfaces. Therefore possible surface deposition 
mechanisms were investigated and a computational model was developed and 
verified experimentally so that the most important mechanisms could be included in 
the airborne contaminant concentration model. Agreement between theory and 
experiment was good considering the experimental difficulties.
The airborne contaminant concentration model derived initially was only valid 
for one discrete particle size. To comply with the current cleanroom standards, 
and so that the results can be compared with counts given by particle counters, 
the airborne particulate concentration at sizes greater than and equal to a
particular particle size are required (usually 0.1 /mi, 0.3/mi, 0.5/im). By including 
particle size distributions it was possible to formulate a model for calculating the 
airborne contaminant concentration for the range of particle sizes normally 
encountered in cleanrooms. The model developed was then coded into a 
user-friendly software package to run on an IBM personal computer.
The validity of the model was examined by comparing the predicted airborne 
contaminant concentration with that found in industrial cleanrooms. Overall it was 
concluded that despite the dynamic and large fluctuations in the contaminant
dispersion rates the expected airborne contaminant concentration can be computed 
with a good degree of precision.
A sensitivity analysis of the model to changes in input param eters showed that 
the release rate of contaminants and the volume of air supply are the key 
param eters, with ventilation effectiveness secondarily influencing the airborne
contaminant concentration in the room. For perfect mixing the airborne
contaminant concentration was found to be linearly proportional to the release rate
but only approximately inversely proportional to the volumetric rate of air supply.
It has also been demonstrated that for a given supplied air volume and 
dispersion rate, the volume of the room has no bearing on the steady-state
airborne contaminant concentration in the room. It is the volumetric flow rate of 
supplied air which controls and dilutes the airborne contamination within the room. 
This demonstrates the inaccuracy of various standards in specifying various grades 
of microbially controlled environments in terms of air change rates. It should be 
noted that the volume of the room will affect the rate of build-up as well as the
decay rates of airborne contamination in the room.
The model derived also showed no reduction in airborne bacterial 
concentration from the installation of more efficient filters (99.997%) as 
recommended by some of the standards compared to less efficient filters (99.995% 
or 99.95%).
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1. INTRODUCTION
1.1 Historical Background
Contamination control technology has developed in industry since the 1950's to 
provide a protected environment for research, development and manufacturing 
operations and has now achieved widespread application.
The type of cleanroom found in the early 1950's was basically a room 
constructed to prevent excessive air infiltration from adjacent contaminated areas 
and utilizing materials that could be readily cleaned and resisted abrasion and the 
shedding of contamination. Ventilation rates into these rooms were usually limited 
to less than twenty air changes per hour, the air being filtered and conditioned for 
personnel comfort but providing very slow removal of contamination from the 
room. In an attempt to compensate for this slow removal rate, strict personnel 
management procedures and manual cleaning were used to control contamination. 
However, applying the presently used cleanroom classification method (US Federal 
Standard 209D, 1988), Class 100,000 (the statistically allowable number of 
particles ^ 0.5^m per f t 3 of sampled air is 100,000) was about the best level that 
could be achieved in these early cleanrooms. This was considered to be a very 
clean room which met most of the requirements of that time. Class 10,000 was 
achieved by reducing the level of operations and the number of personnel in the 
cleanroom for short periods of time but it could not be maintained on a 
continuous basis.
As miniaturization and sensitive solid-state devices evolved during the 1950's 
much cleaner rooms were needed. However, the design of early cleanrooms had 
two fundamental limitations which prevented significant improvements in airborne 
cleanliness. The major limitation was the use of conventional air-handling systems 
that could not handle the much needed increase of air volumes without causing 
severe air-turbulence problems. The other limitation was the cleanroom 's inability 
to control air movement needed to create isolation zones for critical work, due to 
inherent air turbulence, mixing and entrainment of surrounding contam inated air 
caused by that design.
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In 1960, the High Efficiency Particulate Air (HEPA) filter (efficiency ^99.97%
against 0.3 fxm particles and larger) was commercially introduced. It had the ability
to handle greater volumes of air than previous high efficiency filters and because
drop
of its relatively high pressure’/  (176-196 Pa or 18-20 mm water gauge) it achieved 
an even distribution of air across its supply face; because of this a radically 
different design of unidirectional cleanroom ventilation was possible. This can be 
attributed to two independent lines of thought: Whitfield (1962) working at Sandia 
Corporation laboratories in USA and Professor Charnley (1964) in UK.
Sandia's responsibility was to study and apply contamination control methods 
to the USA atomic weapons programme and Professor Charnley was concerned 
with preventing surgical sepsis after total hip replacement operations. Whitfield 
was the first to recognize that if an entire wall or a ceiling of a room was fitted 
with HEP A filters and the wall or floor opposite was perforated to allow the air 
to exit undisturbed, the resulting straight-line air-m ovem ent flow through the room 
could virtually purge all the airborne contamination. Professor Charnley used 
diffuser bags instead of HEPA filters but achieved the same type of unidirectional 
flow. The increased filtered air volume of this design radically reduced the level 
of airborne contamination in the cleanroom and provided excellent isolation of one 
operation from another. Class 100 conditions were maintained with moderate 
personnel and cleanroom operations control. Some modern versions of this type of 
cleanroom are being operated at Class 10 and Class 1 levels. These levels are 
possible with improved close-woven non-linting cleanroom clothing fabrics, high 
efficiency particulate air filters and closely controlled cleanroom layout and 
operations.
By the early 1970's, the principle of the "unidirectional flow" system had 
been carried from the laboratory and was freely available in various manufacturing 
industries. Cleanroom technology has now developed into the much broader 
discipline of contamination control. Today its applications cover a wide spectrum 
in the different industries and specialities such as:
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1.2 Cleanroom Design
Cleanrooms are divided into two major types, these being based on the type 
of air distribution designed for the facility.
The first type of cleanroom, which was also the first to be used, was designed 
with turbulent-flow air conditions existing within the room. This is commonly 
referred to as a conventional cleanroom; it is still used and will continue to be 
used in the future. The air cleanliness in a conventionally-ventilated cleanroom is 
affected by the method of introduction of clean air as this transports airborne 
contaminants^ set free by the process and the personnel, to the outlet. As 
airborne cleanliness is achieved by the mixing of clean supplied air with the 
circulating contaminated room air, one can call this a dilution system. Air flow of 
this type has the advantage that the room is ventilated with a relatively small air 
volume which gives it a good velocity, temperature and humidity distribution. On 
the other hand, this type of air distribution scatters airborne contamination over 
the entire room and contamination can make several passes over a work station 
before leaving the environment. Because of personnel comfort, one usually limits 
the ventilation rate to about 40 air changes per hour. The air cleanliness of such 
a room is limited to Class 10,000 to 100,000 (Federal Standard 209D). Upgrading 
these rooms can be achieved by adding unidirectional flow cabinets or portable 
unidirectional flow modules that provide Class 100 conditions or better where 
required.
The second type of cleanroom utilizes unidirectional air (in one direction)
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from the area where the filtered air enters the room to a point past the work 
area. The clean supplied air displaces contaminated room air to the exhaust 
without mixing (or with very limited mixing). This has the advantage of minimizing 
the formation of eddy currents and preventing stagnant areas that can entrap 
contamination. Unidirectional flow cleanrooms have two m ajor divisions -  vertical 
and horizontal flow.
Vertical unidirectional cleanrooms consist of high efficiency filters covering as 
close to 100% of the ceiling above the critical area as possible. The air supply 
velocity is about 0.30 ± 0.05 m/s. Such an air speed is sufficient to overcome
convection currents, produced by a heat source in the flow as well as the
turbulence produced by an obstruction in the flow. In this type of cleanroom, air
is normally delivered to the filters through ducts or through a plenum above the 
filter grid by fans that draw return air from a cavity beneath the floor. The 
under-floor space is used to run exhaust ducts and has the advantage of being 
used to distribute power, water and gas to any point in the cleanroom, thus 
keeping dust-collecting equipment safely out of the cleanroom space. One of the 
advantages of a vertical unidirectional-flow system is the freedom permitted in
laying-out production lines. The product should be as safe, during transfer, as it 
is on the work surface itself.
In the horizontal unidirectional flow room, the high efficiency filter banks 
cover an entire wall and the opposite wall becomes the air return. Although the 
horizontal unidirectional flow starts with ultra-clean air in front of the filter bank, 
it picks up contamination as it passes close to contam inant-producing activities. 
To achieve the same level of airborne contamination as vertical unidirectional flow 
system, air velocities are somewhat higher for horizontal flow (0.45 ± 0.1 m/s), 
than for vertical unidirectional flow (0.30 ± 0.05 m/s). Because of the reduced 
number of filters in comparison with the amount of floor area and the exclusion 
of the raised floor, horizontal flow systems are much less costly than vertical flow 
systems.
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1.3 Environmental Standards
The dominant method of measuring the effectiveness of a cleanroom is to 
measure the concentration of particles in the air. These measurements have 
usually been made with light-scattering optical or nuclei-condensation particle 
counters. Normally, a measurement is made of the total concentration of particles 
larger than some specific size; often the size is that of the lower detection limit of 
the instrument. Based on the particle concentrations measured in the air, a 
cleanroom is designated as falling into one of several air cleanliness classifications. 
The US Federal Standard 209D (1988) and BS 5295 (1989) specify six and ten 
classes of environmental cleanliness, respectively, according to various levels of 
particulate content in the room. The class number of both standards is taken 
from the upper limits of the concentration of particles in a given volume of air 
( l f t3 in Federal Standard 209D and l m 3 in BS 5295) of a size equal to or 
greater than 0.5 finl. The standards allow measurements of the particle 
concentration at certain other sizes. The concentrations of particles allowed for 
each class, at each particle size, are not meant to imply a particle size distribution 
in any specific environment.
These standards give little advice on how the required airborne cleanliness 
should be achieved. A most important aspect of designing a cleanroom is the 
ability to predict the probable airborne contaminant concentration, and this 
requirement is lacking in these standards. Cleanroom design is not, at present, 
based on scientific principles, but solely dependent on the designer's experience in 
air volumes, air movement and filter efficiency to arrive at the required level of 
cleanliness. Cleanrooms are frequently badly overdesigned and unnecessarily costly. 
Furthermore, these standards do not give any suggestion of the bacteriological 
requirements in cleanrooms and therefore they are mainly aimed at engineering 
(e.g. micro-electronics, aerospace, optical) rather than medical and pharmaceutical 
fields. A number of standards for microbiological control in cleanrooms do exist. 
Three of these are extensively used. These are:
1. Standards for Clean Rooms and Work Stations for the Microbially Controlled
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Environment (National Aeronautics and Space Administration, NASA, 1967).
2. Guide to Good Pharmaceutical Manufacturing Practice (HMSO, 1983).
3. The Rules Governing Medicinal Products in the European Community (EEC,
1989).
The above documents suggest airborne microbial levels for various air 
cleanliness grades. They recommend steps which should be taken, as necessary 
and appropriate, by those interested in controlling microbial contamination (e.g.
manufacturers of medicinal products), with the object of ensuring that their 
products are of the quality intended.
The NASA (1967) standard is now considered as obsolete. The maximum 
permitted number of viable organisms.* given in both HMSO (1983) and EEC (1989) 
standards for any designated class* is based on the condition when the room is 
unmanned although the microbiological level of a cleanroom would be mainly 
required under operational conditions.
Although requirements for various grades of environmental cleanliness are laid 
down, these standards do not give any information as to how to obtain the 
intended level of airborne microbial cleanliness. In fact, the Guide to Good 
Pharmaceutical Manufacturing Practice (HMSO, 1983) is inaccurate in specifying 
various grades of microbially controlled environments in terms of air change rates. 
Airborne contaminant concentration is dependent on the total volumetric flow rate 
of supplied air into the room and not on the rate of air change; any specification 
should therefore be in this form. Furthermore, the Guide to Good Pharmaceutical 
Manufacturing Practice (HMSO, 1983) places undue emphasis upon the final filter 
efficiency. The document recommends that two different grades of airborne 
microbial cleanliness (1/B and 2) can be achieved by employing corresponding final 
filter efficiencies (99.995% and 99.95% as determined by BS3928, 1969) with a 
minimum ventilation rate of 20 air changes per hour. However, m icro-organisms 
are normally associated with particles averaging 12-14 fim  (Noble et a l ., 1963), so 
nothing is to be gained by using more efficient filters (99.995%) as opposed to 
less efficient filters (99.95%).
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From the preceeding remarks it is thus more desirable to use an analytical 
and systematic method that will ensure the cleanroom is completed to the required 
classification within a small limit of acceptable error.
1.4 Review of the Theoretical Airborne Contaminant Concentration Models
The most widely used simple formulae for assessing the steady-state airborne 
contaminant concentration dates back to the work of Bourdillon et al (1948). 
They stated that^ once time has passed from the initial condition of the room, 
equilibrium will be reached and the nominal airborne bacterial concentration 
(assuming perfect mixing and constant source of particles) can be calculated as:
However, their main interest was to control infections in hospsitals and their main 
concern was bacteria-carrying particles which had an equivalent size of 12/un. 
They therefore suggested that the steady-state airborne bacterial concentration was 
reduced because bacteria were deposited on the floor due to gravitational 
sedimentation. This was taken into account and equation (1.1) was modified to:
The work of Austin (1970) suggested that the particle concentration of the supply 
air must also be known to estimate the airborne particulate concentration in the 
room. Thus he modified equation (1.1) to include final filter efficiency and 
derived the transient airborne particulate concentration as:
C -  S /  Q (Eq. 1 .1 )
w here C = a i r b o r n e  c o n ta m in a n t c o n c e n t r a t io n
S = c o n ta m in a n t d i s p e r s io n  r a t e
Q = v o lu m e tr ic  f lo w  r a t e  o f  s u p p l i e d  a i r
C -  s /  (Q + A*Vs ) (Eq. 1 .2 )
w here A = s u r f a c e  a r e a  o f  th e  f l o o r
Vs = te rm in a l  s e t t l i n g  v e l o c i t y
(E q. 1 .3 )
w here Ct  = p a r t i c u l a t e  c o n c e n t r a t io n  a t  tim e  ' t  *
N = num ber o f  a i r  changes p e r  ho u r
V = volum e o f  th e  room
Fs = f i n a l  f i l t e r  e f f i c i e n c y
S = t o t a l  p a r t i c l e s  d i s p e r s e d  p e r  m in u te
As the airborne particulate concentration of outdoor air is not included in 
Equation (1.3), the model derived by Austin (1970) has assumed a 100% 
recirculated air discharging into the room. Thus this model would only be suitable 
for rooms with unidirectional flow cabinet discharging 100% recirculated air into 
the room and not to the rooms with supplied air discharged from air terminal
devices. However this is unrealistic since almost all cleanrooms are supplied with 
a small percentage of outdoor air to pressurize the room and also for fresh air 
requirements for occupants.
Using energy or mass balances mathematical expressions have been derived to 
predict the airborne particulate concentration (Woods and Crawford, 1978; Wadden 
and Scheff, 1983). These can be reflected in the work of Morrison (1973). He 
applied mass flow analysis to a conventionally-ventilated cleanroom (Figure 1.1)
and derived a differential equation of the form:
V- dC
“ d t -  -  Qo-C0 ( l -Fni)  + Qr C ( l - F r ) + C-V -  Qr C -  RD V -  Qe + r C
(Eq. 1 .4 )
whe r  e Q0 = v o lu m e tr ic  f lo w  r a t e  o f  o u td o o r  a i r
Qr  = v o lu m e tr ic  f lo w  r a t e  o f  r e c i r c u l a t e d  a i r
Qe_l_jg = v o lu m e tr ic  flo w  r a t e  th ro u g h  e x h a u s t  p lu s  le a k a g e
CQ = o u td o o r  a i r b o r n e  p a r t i c u l a t e  c o n c e n t r a t io n  
Fm = f i l t e r  e f f i c i e n c y  o f  m ake-up a i r  
Fr  = f i l t e r  e f f i c i e n c y  o f  r e c i r c u l a t e d  a i r  
G = r a t e  o f  p a r t i c l e  g e n e r a t io n  p e r  u n i t  volum e 
o f  room
Rp = r a t e  o f  p a r t i c l e  d e p o s i t io n  p e r  u n i t  volum e 
o f  room
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Fig. 1.1 Morrison’s model of contaminant mass balance
C =  Airborne particle concentration (particles/volume)
Q =  Air supply flow rate (air volume/time)
G =  Rate of particle generation per unit volume of room(particles/(time.volume))
Rd=  Rate of particle deposition per unit volume of the room(particle/(time.volume))
F^= Filter efficiency of make-up air 
=  Filter efficiency of recirculated air
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He then solved the differential equation (1.4) by assuming that both G and Rq  
are constant and the general solution of the differential equation was found to be: 
q  = iq  C0( l - e x p ( - K 2* t ) )  + G/K2( l - e x p ( - K 2- t ) )  + C j •e x p (-K 2• t ) 
i . e .
K, = m (l-F m)/Y  
m = Q0/Q
Y = m + r - F r  + Rd -V/Q 
r  = Qr /Q
r D = Rd c
K2 = Y-Q/V
Rd “  Va d Ae/V  
w here Vad  = a v e ra g e  d e p o s i t i o n  v e l o c i t y
Ae = ex p o sed  s u r f a c e  a r e a
Cj = i n i t i a l  in d o o r  a i r b o r n e  c o n c e n t r a t io n  a t  
tim e  z e ro
m = r a t i o  o f  o u td o o r  a i r  volum e to  s u p p l ie d  a i r  
volum e
r  = r a t i o  o f  r e c i r c u l a t e d  a i r  volum e to  s u p p l i e d
a i r  volum e ~
He then described that the solution is the sum of the transient and steady-state 
terms. For the steady-state condition the general solution reduces to:
C -  K , C „  + (E q . 1 .5 )
There is a limitation, however, to these models in that the m ake-up air is 
not mixed with recirculated air (Figure 1.1) before it discharges into the room. 
Therefore the model derived has no generality in application.
The work of Kawamata (1982) suggests that to predict more precisely the 
airborne particulate concentration in a conventionally-ventilated cleanroom, it is 
necessary to consider the transition-state. He therefore derived a mathematical 
expression by considering the following assumptions:
(1) perfect mixing of incoming supplied air with contaminated room air
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(2) particles do not deposit
(3) the rate of particle dispersion from sources in the room and from outdoors 
are constant
(4) there is no air infiltration into the room
The mathematical expression was derived using Figure 1.2 as:
c t  -
C0e x p { - N t [  l - r ( l - F s ) ]}  + >±60S/ V) 0 :.e * p { - N t [ l - r ( l - F g ) ]}
N [ l - r ( l - F s ) ]
For steady-state condition, this reduces to:
C -  Cn- W ( l - r ) ( l - F . )  + (6 0 S /V )  t g)
N[ l - r ( l - F s ) ]
The work of Liqun and Yongnian (1982) suggests that the airborne particulate 
concentrations in different parts of a conventionally-ventilated cleanroom are not 
equal and performance indices (correction factors as they refer to them) are 
needed to calculate the actual airborne particulate concentration. They introduce 
two performance indices (PI), one for the lower particulate concentration and the 
other for the upper limit of particulate concentration. They suggest that the P i's 
for each sampling point must be multiplied by the average airborne contaminant 
concentration to find the lower and upper limits of particle concentration in the 
room.
A more detailed mathematical model was proposed by Stowers (1984 and 
1985) to predict the steady-state airborne particulate concentration in a vertical 
unidirectional cleanroom. Two models were developed for a vertical unidirectional 
flow cleanroom, one based on perfect mixing and the other on imperfect mixing. 
He reported that the two assumptions (perfect and imperfect mixing) represent 
extreme conditions and reality resides somewhere between these two extreme cases. 
Furthermore, he extended the two models by applying them at several discrete 
particle sizes by utilizing distribution curves to calculate specific and integrated size 
distribution curves for the particular situation.
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Fig. 1.2 Kawamata’s model of contaminant mass balance
S =  Particle dispersion rate (particles/time)
C =  Airborne particle concentration (particles/volume) 
Q =  Volumetric flow rate (volume/time)
Fs =  Final filter efficiency
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Ensor et al (1987) proposed a mathematical model for calculating the 
concentration of particles leaving the HEPA filters (not in the whole cleanroom) in 
a vertical unidirectional cleanroom. They derived a model by using a simple 
balance of contaminant flow, assuming steady-state conditions and no leakage in 
the room. However the main objective of their investigation was to assess the 
a t-rest conditions in vertically unidirectional flow cleanrooms and they stated that 
contaminants from sources within the room itself is another im portant area of 
consideration meriting future research.
Up to date all the theoretical models developed to predict the airborne 
contaminant concentration are only applicable for one discrete particle size. 
However this is unrealistic as an accumulative size distribution is required to meet 
the current cleanroom standards and the counts given by particle counters have not 
been considered. The models developed by Stowers (1985) to take into account 
several particle sizes was guided by empirical analysis. No theoretical model by 
which the values of the distribution could be readily deduced was suggested. His 
models were not tackled fundamentally and did not have generality in application. 
They were solved graphically for one particular case of a vertical unidirectional 
cleanroom.
The model proposed by Ensor et al (1987) was derived to investigate both the 
importance of filter penetration and outdoor airborne particulate concentration on 
the concentration of submicron particles leaving the HEPA filter during the 
"at-rest" condition in a vertical unidirectional cleanroom. No models were 
proposed to predict the overall airborne concentration in the room. They did 
however report that the filter penetration curve and the atmospheric size 
distribution can be approximated by a log-normal function.
The limitation of all the models discussed above is that they either ignored 
the removal of particles by deposition in the room or, when taken into account, 
they only considered deposition due to gravitational sedimentation for a spherical 
discrete particle size. In reality, particles are not spherical but irregular in shape. 
No consideration for this in calculating the terminal settling velocity has been
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given. In calculating the terminal settling velocity to obtain deposition rates on 
the floor, they assumed an aerosol of one discrete size present in the cleanroom. 
However, a great range of particle sizes is normally encountered in cleanrooms 
and for accurate modelling the removal rates of all particle sizes must be taken 
into account.
The other limitation to these models is that only inanimate particles have 
been considered and bacteria excluded (except Bourdillon et a l, 1948). Another 
drawback of these models is that they do not introduce terms for particulate 
generation from machines and processes carried out in the room as well as
volumes of clean air entering the room from unidirectional flow work benches. As
will be shown later, the foregoing parameters are important for assessing the
airborne contaminant concentration in a cleanroom.
As the airborne cleanliness classifications given by the current standards are
based on the maximum number of particles of size 0.1 /un, 0.3/mi or 0.5/mi and
larger, it is therefore necessary to establish a method of predicting the integrated 
size distribution and not the concentration at a discrete size as given by all the 
previous models discussed.
1.5 Room Air Distribution Performance
1.5.1 Introduction
To derive a mathematical model which predicts the airborne contaminant
concentration in a cleanroom, information concerning the air movement and mixing 
of supplied air with the room air is required. As these rooms have various air 
terminal devices (diffusers, grilles, jet) discharging high ventilation rates (usually 20 
to 30 AC/hr), it is necessary to understand the parameters and mechanism 
responsible for air mixing as well as the relative merits of each ventilation system; 
in mixing under these conditions.
This study begins with a review of research on air movement and enquires
into the effectiveness of various ventilation systems in dilution. The review makes
specific references to the parameters having greatest influence on mixing the
supplied air with the room air. It also considers different ways in which the 
investigation may be approached in order to achieve a better understanding of the 
roots of the problem.
1.5.2 Air movement
The air movement in a conventionally-ventilated cleanroom is usually very 
complex involving primary supplied air, secondary room air, convection currents 
and obstructions. These can create regions of entrainm ent, turbulent mixing and 
stagnant air within the room. A detailed measurement of air movement is 
difficult. A hand-held smoke puffer, smoke bombs, helium filled soap bubbles and 
thermal-based smoke generators have all proven to be satisfactory in visualising the 
air movement patterns.
When an air supply jet discharges into a conventionally-ventilated room, the 
boundary of the jet begins to spread due to the process of entrainment of room 
air by the supply air. This process induces mixing and hence air movement 
within the room. Koestel et al (1952), Farquharson (1952), Tuve (1953), Frean 
and Billington (1955), Parkinston and Billington (1957) were among the early 
investigators to describe the behaviour of an air supply je t discharged into a large 
room at the same temperature (free isothermal jet). This occurs in four stages 
which are as follows:
(1) The first stage, where the velocity of the jet remains constant along the
centre line for up to and about four equivalent diameters from the plane of 
the outlet.
(2) The second stage (transition zone) which is about 5-8  equivalent diameters
from the plane of outlet, the centre-line velocity (Vx), is inversely 
proportional to (x)£, where x is the distance from the plane of outlet.
(3) The third stage, where turbulent flow has been fully established and the
inertial forces dominate the viscous forces. This is the main zone of 
engineering interest which extends for the next 25 to 100 equivalent diameters 
of jet length, depending on the initial velocity and the outlet shape. In this 
stage, the centre-line velocity (Vx) is proportional to 1/x.
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(4) The final stage at the end of the turbulent zone, where the centre line
velocity (Vx) decays rapidly to a value below 0.25 m/s and hence the jet
becomes indistinguishable from its surroundings.
The performance characteristics of primary air supply discharged from an air 
terminal device have been described in terms of throw, drop and spread of the 
supplied air. These characteristics have been shown by Van Gunst et al (1967), 
Nevins (1976), the HEVAC Association (1981), Whittle (1986), Jackm an (1986) to 
be affected by:
(i) Type of air terminal devices
(ii) Velocity of supplied air
(iii) Differential tem perature between the supply air and the room air
(iv) Location of obstructions
The different types of air terminal devices can vary widely in the manner in 
which they diffuse or disperse the supply air into the room and induce or entrain 
room air into the primary supplied air. To achieve satisfactory air movement in 
an air conditioned space, the HEVAC Association (1981) and Whittle (1986) have 
investigated the performance of various air terminal devices.
W all-mounted grilles discharged air in a three-dimensional stream which 
flowed normal in a direction perpendicular, or near perpendicular, to the face of 
the grille. The discharged air usually had an included angle of about 20*. A 
little distance from the grille the air velocity reduced in direct proportion to the 
distance from the grille.
The air from linear grilles, slot and linear diffusers discharged in a wide 
stream which was taken as two-dimensional. The supplied air mainly expanded 
across the thinner section, again at an included angle of about 20*. The primary 
air velocity reduction was in proportion to the square root of the distance from 
the device.
The air supplied into a room from circular or rectangular diffuser discharged 
in a thin stream. This allowed the supplied air velocity to reduce rapidly as the 
surrounding room air was entrained into the supplied air. The supplied air
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velocity reduced in direct proportion to the distance from the diffuser.
The terminal air devices which have a high induction rate result in a rapid 
temperature equalisation and short throw. Ceiling diffusers with a radial pattern 
fall into this category, having a shorter throw and obtaining a more rapid 
temperature equalisation than, for example, a slot or linear diffuser.
The performance characteristics of an air supply jet are directly affected by 
the density differences between a jet and its surroundings due to the temperature 
difference between the supply air and the room air. This can cause a projected 
je t to deflect from its initial trajectory, either upwards if the supplied air is 
warmer than the room air and downwards if cooler. This would result in either 
an increase or decrease of the throw of the jet, depending on the direction of 
discharge of the jet and also on the temperature difference between the jet and 
the room air.
As part of an investigation to develop design information Jackm an (1973) 
described air movement in rooms with circular and linear ceiling m ounted diffusers. 
His test programme included three types of circular ceiling diffusers:
(1) Plate diffuser
(2) Plaque diffuser
(3) M ulti-cone diffuser and a linear two-slot diffuser equal in length to the width 
of the test room which was mounted flush with the ceiling in three alternative 
strategies:
(i) Diffuser centrally isolated, horizontal discharge in opposite directions.
(ii) Diffuser located 150 mm from external wall, single slot with horizontal 
discharge across ceiling.
(iii) Diffuser located 150 mm from external wall, two slots with horizontal 
discharge across ceiling.
He found that the patterns of air movement were similar for all the different 
types and arrangement of diffusers. With isothermal conditions and a uniformly 
distributed heat load, the air movement was basically symmetrical. However, 
assymmetrical patterns were generated when the window was either heated or
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cooled.
The performance characteristics of the supplied air can also be influenced 
when the discharged air stream passes along and is close to a surface. This is 
because induction in the region close to the surface will be largely prevented (this 
is commonly referred to as the Coanda effect). Consequently, less of the supplied 
air original momentum is expended in accelerating entrained air and the throw of 
the supplied air is correspondingly increased.
The behaviour of an air stream upon encountering an obstruction has not 
been well investigated. In all design information for predicting the performance of 
jets ! it is assumed that the jet is flowing over a smooth surface. However, 
in practice, obstructions due to ceiling beams or light fittings may cause the je t to 
deflect from the ceiling and down into the occupied zone of the room. Holmes 
and Sachariewicz (1973) proposed a simple m ethod to predict the effect of ceiling 
beams and light fittings on ventilating jets.
The velocity decay of the jet is also influenced by the obstructions within the 
space (e.g. people, furniture) which can deflect the air flow patterns. Jackm an 
(1973) showed that the influence of furniture in a ventilated room can cause a 
reduction in the mean room air speed. The reduction becomes very noticeable by 
increasing the volume of supplied air and the space occupied by the furniture.
Whyte and Shaw (1974) reported the results of experiments carried out to 
investigate the effect of obstructions in a unidirectional flow operating room. They 
demonstrated that large turbulent eddies behind an object can be created by 
obstructions (such as operating lamps or persons) in the airflow. Therefore it can 
be concluded that in order to minimize the turbulence within a unidirectional 
cleanroom, it is important to consider the arrangement and shape of equipment as 
well as people within the working zone.
In attempting to explore the mixing process within a ventilated room, the 
HEVAC Association (1981) demonstrated that the exhaust grilles affect the air 
distribution only within their immediate vicinity and that the location of them  had 
only slight influence on the air distribution patterns. As the supply air spreads
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and streams as soon as it discharges into the room, due to its momentum being 
expended by entrainment and mixing of surrounding air, the extract fan can not 
short circuit the supplied air without mixing appreciable mixing taking place. Even 
when the supply air inlet is located very close or directly opposite to an exhaust 
terminal only a small quantity of supply air would be short circuited. Air 
approaches an exhaust from so many directions so that significant velocities only 
occur very close to the exhaust.
As seen from this review very little investigation has been carried out to study 
the air flow behaviour in a conventionally-ventilated cleanroom. The type of air 
supply discharged into a conventionally-ventilated cleanroom can differ from the 
types (diffused air supply) already discussed. The air discharged into these rooms 
is normally directed flow, with high ventilation rates. This can affect the air
supply characteristic (spread, drop and throw) and hence vary the amount of room 
air entrained by the supplied air. Also short circuiting is commonly assumed to
be a major problem, especially when a jet air supply is used. As part of this
research it is therefore necessary to investigate all these problems.
1.5.3 Ventilation effectiveness
In exploring airflow behaviour and the performance of various ventilating
systems in diluting and removing contamination within a room many investigators 
have carried out experiments (Lidwell and Williams, 1960; Lidwell et a l, 1967; 
Drivas et a l, 1972; Foord and Lidwell, 1973, 1975; Viegersma, 1980; I'Anson et 
al, 1982; Prior et a l, 1983; Irwin et al, 1984; Niemela et al, 1984; Lagus and 
Persily, 1985). Depending on the information desired, there have been three 
methods of studying the efficiency of ventilation (Sandberg, 1981). These are as
follows:
(1) The decay method: This is the simplest and most widely used in ventilation
studies. The room is filled with a contaminant (e.g. tracer gas or particles)
and with the aid of fans, the air is mixed to an even initial airborne
contaminant concentration. The fans are then turned off and the decay of
the contaminant is continuously recorded at different points of interest within
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the room.
(2) The source method: A constant flow of contaminant is admitted to the 
supply air duct (or liberated within the room) and the growth and 
steady-state airborne concentration of the contaminant is recorded at different 
points of interest within the room.
(3) The pulse method: A small quantity of contaminant is admitted to the supply 
air duct and the growth and decay of the concentration is continuously 
recorded at different points of interest within the room.
Lidwell and Lovelock (1946) were among the early investigators to carry out 
detailed study on air movement in operating rooms. They used nitrous oxide 
(N20 )  as a tracer gas to simulate the movement of airborne bacterial 
contamination. The gas was liberated in measured amounts and continuous samples 
were taken from different sampling positions within the room. They concluded 
that when the room air was well mixed (i.e. primary supply air mixed well with 
the room air), the tracer gas concentration decayed according to the expression:
—M. t
Ct  = Cr e (E q. 1 .7 )
w here Ct  = c o n ta m in a n t c o n c e n t r a t i o n  a t  t ime  t 
Cj = i n i t i a l  c o n c e n t r a t i o n  a t  t im e  z e r o  
N = t h e o r e t i c a l  v e n t i l a t i o n  r a t e  
They defined the theoretical ventilation rate (N) as:
N -  2  (Eq.  1 . 8 )
w here Q = v o l u m e t r i c  f lo w  r a t e  o f  s u p p l i e d  a i r  
V = volum e o f  th e  room 
The authors reasoned that if the mixing process within the room is not 
perfect, then the rates of decay in the localized areas of the room will be 
different. However they noted that it is usually possible to fit an exponential 
curve for different points in the room described as:
Ct = Cr e Ne f f ,<: 
w here Ne f f  = e f f e c t i v e  v e n t i l a t i o n  r a t e
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The effective ventilation rate was determined from the slope of the decay
curve during the exponential decrease of the gas concentration. They found that
the effective ventilation rate (Neff) could be either smaller or greater than the
theoretical ventilation rate (N).
Lidwell and Williams (1960) liberated nitrous oxide ( N zO) at three different 
heights (5 ft, 3 ft and 1.5 ft above floor) in operating theatres to assess the
performance of various ventilating systems. Their observations were confined to 
contamination reaching the centre of the operating table since the main purpose of 
their investigation was an attem pt to ascertain which ventilating system or systems 
were most able to protect the wound from extraneous airborne contamination.
Two types of ventilation system were included in their test programme:
(1) Piston-type downward displacement ventilation as advocated by Blowers et al 
(1960).
(2) Turbulent mixing ventilation systems.
In order to evaluate the effectiveness of various ventilating systems in reducing 
airborne contamination of the wound to a minimum, they introduced a 
dimensionless quality referred to as "Performance Index" (PI). The index indicated 
the advantage or disadvantage that a particular ventilating system had in
comparison to a hypothetical system with perfect mixing. The index was
calculated as the ratio of the quantity of tracer gas recovered at the sampling 
point to that quantity that would have been recovered, with the same volume of
ventilating air, assuming perfect mixing of supplied air with the room air. P i's
greater than 1 indicate a higher airborne concentration than would be expected 
with perfect mixing and P i's  less than 1 indicate lower concentration than 
expected. Their findings can be summarized into two parts:
(1) With turbulent ventilation systems, adequate mixing was obtained at all heights 
where the contamination was liberated and volumes of ventilating air supply, 
except when the contamination was released 3 feet (0.9 m) above floor level 
and when the air velocity over the operating table was below 25 ft/m in (0.13 
m/s).
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(2) The small P i's obtained (0.08, 0.5, 0.7) when the contamination was liberated 
at a low level (1.5 ft or 0.46 m) for a downward displacement system 
suggests that the system is capable of extremely effective removal of 
contamination from the theatre.
Blowers et al (1960) have reported the results of an extensive series of 
measurements carried out in operating theatres. The purpose of their investigation 
was to determine the effectiveness of various ventilation systems in diluting and 
removing airborne bacterial contamination. The influence of the following 
parameters studied in their test programme were:
(1) Ventilation rates
(2) Type, number and position of air terminal devices
(3) Temperature
(4) Human activity
(5) Number and location of exhaust grilles
(6) Humidity
The conclusions gained from their investigation are as follows:
(1) The efficiency of a ventilation system using a diffuser terminal improves as 
the volume of the supplied air increases until the supplied air volume reaches 
a critical value. After this any increase in the volume of the supplied air 
decreases the efficiency of the ventilation system.
(2) The differential temperture between the supplied air and the room air had 
significant effects on the ventilation efficiency.
(3) The activity of two people walking continuously in a room under test 
conditions had a negligible effect on ventilation efficiency.
(4) Number, location and arrangement of exhaust grilles had very little influence 
on ventilation effectiveness.
(5) The ventilation efficiency was not affected by changing the relative humidities 
ranging from 32% to 80%.
Kethley et al (1962) reported the results of experimental investigations 
conducted in a simulated operating room (16 x 12 x 10 ft high or 4.9 x 3.7 x
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3.1 m high). The three types of air terminal devices included in their test
programme were:
(1) End-wall grille (air directed either straight out or down 45°)
(2) Single central ceiling diffuser (air directed either in a flat, horizontal pattern, 
or down in a narrow vertical pattern)
(3) Perforated ceiling panels (two rows of five panels spaced 3 ft apart, or three
rows of five panels, spaced 1 ft apart; each panel measured 1 by 2 ft)
The volumes of air supplied into the room for the first two air terminal devices
(No. s 1 and 2) were 300 f t3/min (0.14 m 3/s), 600 f t 3/min (0.28 m 3/s), 900 
f t3/min (0.42 m 3/s) and for the last one (No. 3) were 450 f t3/min (0.21 m 3/s), 
600 f t3/min (0.28 m 3/s) and 750 f t 3/min (0.35 m 3/s). For all the tests, there
were at least two exhaust grilles, positioned uniformly near the floor.
Ventilation effectiveness for each ventilation scheme was evaluated by means 
of a performance index (PI) at the vicinity of the operation site and overall for 
the room. A single circular diffuser adjusted for horizontal discharge tested for all 
different volumes of air resulted in overall room PI of 1.0. The same diffuser 
adjusted for vertical discharges for the same volume of air discharged into the 
room produced a PI of 0.9. For the end wall grilles the overall PI varied from 
0.6 to 1.2 and for the perforated ceiling panels from 0.4 to 0.5. They concluded 
that: perfect mixing occurs in a room with circular diffusers; reasonable mixing 
with end wall grilles; and, not much mixing with perforated ceiling panels. 
However, it was noted that overall room P i's  were biased due to the use of
simple arithmetical averaging which gave significance to single point results far 
removed from the median. Thus unrealistic conclusions were reported for overall 
room mixing. It is thought that a more balanced mixing description would be 
gained by the method discussed later in this work.
Lidwell et al (1967) investigated the bacteriological contamination of the air in 
an operating room fitted with three alternative supply systems. These were:
(1) Downward displacement 'Piston'
(2) Moderate velocity turbulence
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(3) Low velocity turbulence
The importance of their findings included:
(1) When the tracer gas was liberated at a low level (1.5 ft or 0.46 m) above 
the floor, nearly half as much gas (Performance Index 0.4) was transferred 
just above the operating table for both downward displacement and moderate 
velocity systems.
(2) When the tracer gas was liberated at 3 ft (0.91 m) above the floor, all of 
the three ventilating systems indicated perfect mixing over the table 
(Performance Index 1.0 to 1.1).
(3) The high Performance Index (3.6) for the downward displacement system
found over the operating table when the tracer gas was liberated at a high 
level (5.5 ft or 1.68 m) above the floor and the reduced value (0.6) at the
5.5 ft (1.68 m) level when the tracer was liberated at table level (3 ft or
0.91 m) was associated with some layering and restriction of mixing at levels 
higher than 3 ft (0.91 m) above the floor.
(4) The volume of the air discharged into the room was the only sole
determining factor to influence the level of airborne contamination in the 
room.
(5) No significant differences were detected between three ventilating systems in 
controlling the level of airborne contamination. However, it should be noted 
that effective air-piston downward-displacement was not achieved due to the
convection air currents generated by the temperature differential within the 
walls, and between the walls themselves and the room air.
(6) The patterns of air movement within the room was easily influenced by
thermal convection currents due to differences in wall tem perature.
A number of studies (Constance, 1970; Drivas et a l, 1972) have utilized the 
concept of mixing factors to evaluate the efficiency of ventilation systems in 
diluting and removing airborne contamination within buildings. They state that 
perfect mixing is not always attained and a mixing factor must be applied to assess 
the airborne contaminant concentration within the room. Therefore they
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demonstrated that the exponential decay equation (1.7) should reduce to:
- k • N - t
Ct -  Cr e (Eq.  1 .9 )
w here k = m ix in g  f a c t o r
The idea is similar to that used by Lidwell and Lovelock (1946) in their use 
of effective ventilation rate (Neff) as:
Ne f f  = k-N
Constance (1970) discussed that if the mixing factor (k) is 1, then the 
airborne contamination within the room dilutes and removes by a system of perfect 
mixing action. Furthermore he described that in practice this type of system is 
unattainable and depends on:
(1) Contaminant property (which he calls toxicity)
(2) Uniformity of airborne contaminant distribution in the room space
(3) Location of air supply systems and exhausts
(4) Room geometry and population
He suggested that a mixing factor ranging from 1/3 to 1/10 should be 
employed in equation (1.9) to evaluate the actual airborne contaminant 
concentration.
The mixing factors used by Constance (1970) was defined by Drivas et al 
(1972) as:
where r  = t h e o r e t i c a l  r e s i d e n c e  t ime
t  = e f f e c t i v e  r e s i d e n c e  t im e  e f f
The t h e o r e t i c a l  w e l l - m i x e d  r e s i d e n c e  t im e  ( t ) was c a l c u l a t e d  a s :
V
The effective (or experimental) residence time (teff) was estimated by the negative 
reciprocal of the slope of decay line. Furthermore, they reported the results of 
mixing factors obtained using sulphur hexafluoride (SF6) as a tracer to observe the 
decay rate of the contaminants. The mixing factor was found to be 0.9 with fans
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and ranged from 0.3 to 0.7 without fans. They concluded that, the fans produced 
perfect air mixing in the room.
Various definitions for describing ventilation efficiency were discussed by 
Sandberg (1981). Using tracer gas (NzO) techniques he examined three alternative 
definitions of ventilation efficiency based on:
(1) The slope of decay curve during the exponential decrease of the tracer gas.
(2) The ratio between airborne contaminant concentration.
(3) The area under the decay curves.
His experimental programme was carried out in a room of size 3.6 x 4.2 x 
2.7 m high, having an air supply system located centrally in the ceiling and the
exhaust air terminal 0.2 m beneath the ceiling. However he stated that this
system is classified as a short circuiting system, due to the location of the air
supply and exhaust terminals. The rates of air supply studied corresponded to 1, 
2 and 4 nominal air changes per hour and the supplied air temperature was varied 
to provide 0.2, 4 and 8K above the occupied zone (the zone up to 1.8 m above 
the floor) mean temperature.
Their findings can be summarized as follows:
(1) Good air mixing was established with all the three ventilation rates for
isothermal conditions.
(2) Generally, as the ventilation rate was increased, the ventilation efficiency
improved and thus provided better mixing (except at a high differential
tem perature 8K between the supplied air and the room air).
(3) Due to the random fluctuations and the measuring errors during the transient
phase of the experiment the slope of the decay curve should not be used to 
estimate the efficiency of ventilation. However as the area under the curve 
evens out such fluctuations in the data it can be used to give a better 
prediction of the ventilation efficiency.
As part of an investigation to evaluate the relative merits of different 
ventilation arrangements, Potter (1988) reported the results of the ventilation 
effectiveness of three different mechanical ventilation systems tested under various
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rates of air supply (1, 2 and 7 AC/hr). These were:
(1) Natural inlet and mechanical extract
(2) W all-m ounted high-level supply grille with low-level extract
(3) Floor-m ounted supply grilles (twist) with high-level extract
Important findings of his study included:
(1) The presence of a simulated occupant in a room can have a marked 
effect on the air movement due to thermal and respiratory emission.
(2) All ventilation arrangements tested produced a good mixing of supplied 
air with the room air. The maximum difference in ventilation 
effectiveness index between the three ventilation arrangement for a given 
air change rate was approximately 28%, with floor-m ounted supply 
grilles producing almost perfect air mixing (ventilation effectiveness index 
of 0.97 for 1 AC/hr).
(3) The effect of reducing the ventilation rate improved the ventilation 
effectiveness and thus provided better mixing of supplied air with the 
room air.
From the review of the research literature reported here it is concluded that 
parameters having the greatest influence on air mixing are:
(1) Air supply flow rate into the room
(2) Type of air terminal devices
(3) Differential temperature between the supplied air and the room air
(4) Location of obstructions and occupants
(5) Geometry of the room
However, the review highlights the lack of information regarding the 
effectiveness of typical air terminal devices used with high ventilation rates found 
in conventionally-ventilated cleanrooms. As discussed previously, high ventilation 
rates and directed flow can affect the air distribution performance in the room. It
is therefore necessary to extend the investigation of these variables and carry out
experiments to assess any deviation from theoretical phenomena of perfect mixing.
1.6 Dispersal of Contamination W ithin a Room
1.6.1 Introduction
The air supplied into a cleanroom is filtered through high efficiency filters
and therefore contains few particles. Also the extract air volume is less than the 
supplied air volume to maintain a higher pressure (positive) than the adjacent 
areas so that particle-laden outside air will not leak into the room. Airborne
particles in a cleanroom can therefore only arise from people and process
machines within the room. To calculate the airborne contaminant concentration in
cleanrooms, data on the dispersal of airborne contaminants by people and process 
machines are therefore required.
1.6.2 Contaminant dispersion by people
Jansen et al (1974) have demonstrated that people shed one outermost layer of 
skin and a complete layer is replaced, on average, in less than twenty-four hours. 
Macintosh et al (1978) showed that a complete layer of skin corresponds to about 
2 x 109 cells and the mean projected dimensions of these are about 33 x 44 /mi. 
These divide into skin fragments with the median about 20 /un with 7-10%  less 
than 10 /un. Many of these cells can carry bacteria. Whyte et al (1976) have 
demonstrated that people continuously disperse large quantities of particles and 
bacteria-carrying particles. These particles become airborne and will deposit into 
surgical wounds or containers of aseptically produced pharmaceutical products.
Duguid and Wallace (1948) were among the early investigators to study the 
effectiveness of fabrics in preventing airborne bacterial dispersion from the skin of 
the operating team during surgery. They demonstrated the ineffectiveness of 
ordinary cotton surgical gowns, and showed that by replacing these with a more 
impermeable fabric, the dispersal rate would reduce to 10% or even less. The 
problem with the surgical gowns commonly used in the operating room, is that 
they are made of relatively loosely-woven cotton fabrics. Lidwell and Macintosh 
(1978) and Whyte and Bailey (1985) have shown that the pore diameter of cotton 
fabrics is usually greater than 80 /un. Ordinary cotton fabrics do little in filtering 
the dispersal of airborne bacteria-carrying particles. Bethune et al (1965) and
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Doig (1972) have demonstrated that indoor personal clothing is just as effective in 
preventing airborne bacteria dispersion as ordinary cotton fabrics. Whyte et al 
(1976) have found that surgical cotton gowns only prevent one third of the 
bacteria dispersed from people. May and Pomeroy (1973) and Hill et al (1974) 
have shown that bacteria-carrying particles are mainly dispersed from the lower 
part of the body (under the waist). Therefore it can be concluded that the 
ineffectiveness of the gowns is not only caused by the bacteria-carrying particles 
passing through the weave but also issuing from under the gown. Blowers and 
McCluskey (1965) have demonstrated the use of tighter woven fabric made into 
trousers such as Ventile (pore diameter 20/un) to reduce the airborne bacterial 
dispersion. Clearly a tightly woven fabric would reduce airborne bacterial 
dispersion, but at the same time it will have a lower air permeability and hence 
less air exchange. As a result people wearing this type of fabric feel very hot 
and uncomfortable.
Charnley (1969), using Ventile cloth designed a total-body exhaust system to 
minimize the bacterial dispersion and at the same time keep the wearer cool and 
refreshed. Whyte et al (1976, 1978, 1983) and Lidwell et al (1983) have
demonstrated that with the total body exhaust system^ bacteria can issue from under
the gown so its full effectiveness can only be achieved in a unidirectional 
Ultra-Clean Air (UCA) System. An extensive study carried out by Lidwell et al 
(1982, 1983) showed that Ultra-Clean Air (UCA) Systems used with conventionally 
designed operating room clothing, can approximately halve the rate of joint sepsis, 
as compared with conventionally-ventilated operating rooms. Furtherm ore, they
showed that if total-body exhaust gowns are used in UCA Systems, the rate of 
joint sepsis would reduce to one quarter. Unfortunately, many surgeons find the 
total-body exhaust system uncomfortable, claustrophobic, and the exhaust hose 
restricting. However there are various synthetic clothing materials used in
pharmaceutical and micro-electronic cleanrooms which are very effective in 
preventing airborne bacterial dispersion and yet reasonably comfortable to wear. A 
disadvantage of these fabrics is their high-surface electrical resistance which can
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develop significant electrostatic charges. Therefore because of anti-static 
regulations to prevent explosions they cannot be used in the operating room.
Whyte et al (1978, 1983) have shown that a disposable non-woven fabric 
known as Fabric 450 can overcome the above difficulties. This cloth is as 
efficient as the closely-woven Ventile material in preventing airborne bacterial 
dispersion. Their tests showed that the air permeability of Ventile cloth is only
0.39 ml/cm 2/sec compared with 15.1 ml/cm 2/sec for cotton cloth and 32.7 
m l/cm 2/sec for the disposable Fabric 450. Their study concluded that due to 
higher air exchange being an important factor in comfort, disposable Fabric 450 is 
more convenient and more comfortable than the total-body exhaust systems and 
may be as comfortable as cotton clothing.
Lidwell and Macintosh (1978) reported the results of experiments carried out 
to assess the effectiveness of fabrics in preventing airborne dispersion. The fabrics 
tested were made up into trousers which were worn by volunteers during exercise
in a dispersal chamber. The results of their findings fall into four groups:
(1) Utopia plus, Balloon cotton and the Feather proofed cotton all with high pore 
size showed around 50% penetration.
(2) The closely-woven cotton i.e. Pima and Ventile, together with the Fabric 450 
non-woven fabric showed around 10% penetration.
(3) Tyvek, an impermeable synthetic material showed a penetration of about 3% .
(4) The two woven, wholely synthetic fabrics, Nylon taffeta (extremely open 
weave) and ceramic terylene (closely woven fabric) showed a penetration as 
low as 1%. The nylon material was thought to be effective because it had a
high surface electrical resistance and developed significant electrostatic charge
which would attract the bacterial particles and prevent dispersion.
Fujii et al (1982) have obtained information of the size distribution of 
particles dispersed from a volunteer wearing various garments (underwear, new 
cotton, washed cotton, four kinds of non-woven clothes, polyester 'A ' and 
polyester 'B ') and performing various activities (walking, standing/sitting, physical 
exercises). They stated that the greatest particle dispersion rate was achieved
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when the person was wearing cotton fabrics. They showed that wearing polyester 
'B ' was 10 times more effective in reducing airborne contamination than washed 
cotton. They also showed that the dispersion rate was directly related to the level 
of activity. The lowest dispersion was achieved when the person was walking and 
the highest when performing physical exercises.
Fujii and Minamino (1982) have reported the results of particles released by 
people in a cleanroom wearing two different types of garment design, viz. coverall 
and gown. The gown was worn over the trousers. The size and distribution 
curves plotted for dispersion rates of particles from each type of garment had a 
very consistent shape, although the total dispersion rate varied. The dispersion 
rate for the coverall-type garment was on average 1.75 x 105 per minute for 
particles ^ 0.3 fim. The dispersion rate for a gown design varied from 1.31 x 
105 per minute for particles ^ 0.3/im for 100% polyester fabric to 1.02 x 1 0 7 
per minute for particles ^ 0.3 fixn for a cellulose-fibres fabric.
Whyte et al (1983) have shown that some non-woven fabrics can be about 10 
times more effective in preventing airborne bacterial dispersion than ordinary 
cotton. Furthermore they demonstrated that the efficiency of a garment in 
preventing airborne bacterial dispersion is not only determined by the filtering 
efficiency of the fabric but also the amount of bacterial particles pumped out 
through the neck, trousers, etc. Therefore they concluded that the greatest 
efficiency can be obtained from garments which fully envelop and enclose the 
wearer.
Whyte and Bailey (1985) have reported the results of investigations carried out 
to assess the effectiveness of fabrics in preventing microbial dispersion in terms of 
pore size, air permeability and particle removal. From  eight fabrics studied 
(Ventile, Celon, Ceramic polyester, Nomex, Herringbone polyester, Gortex, Tyvek 
and Selguard) they found that Ceramic polyester, when made into a conventionally 
designed garment (i.e. coverall tucked into knee-length boots and a separate hood 
tucked into the neck of the coverall), gave the lowest microbial dispersion. They 
reasoned that although the equivalent pore diameter (about 22 /im) and particulate
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removal efficiency (50% of the 0.5 pm  and 95% of the 5.0 p m )  of this fabric is
not particularly good, the fabric was effective because the median of the skin
fragments dispersed from people is about 20 p m . They also found that Ceramic 
polyester was about ten times more effective in preventing microbial dispersion 
than Celon (equivalent pore diameter of 102 p m )  and Nomex (equivalent pore 
diameter of 103 p m ). They also demonstrated that a Gortex fabric haying a pore 
size of about 0.2 p m  with a low air permeability of 0.06 ml/cm 2/sec suffered from 
the problem of "pumping". The effectiveness of the fabric can only be realised if 
it is made into a suit with effective seals at the neck, trousers and waist. This 
type of fabric performed 1000 times better than ordinary cotton clothing. They 
therefore concluded that the overall design of the fabric is a very important 
criteria for contamination control.
The contaminant (particles and bacteria-carrying particles) dispersion rates of 
people, particularly on the basis of a male/female comparison has not been widely
investigated. Thus to gain realistic data for utilization in the airborne contaminant
concentration model, it is essential to gather data on a large sample of male and 
female volunteers.
1.6.3 Particulate generation from process machines
Low airborne particulate levels have become a necessity in micro-electronics 
wafer fabrication cleanrooms to help prevent yield loss. This has resulted in the 
introduction of automation and robots. Therefore, there is a need to measure the 
effectiveness of machines and robots in dispersing particles.
Ro and Unno (1986) have demonstrated experimentally the particles generated 
by two robots; assembly SSR-H and wafer-mover robot ALPHA II. They found 
that the SSR-H robot generated 3.1 x 105 particles (> 0.11 p m )  per minute. 
The lubricating oil used for the drive motor was responsible for originating the 
particles. The ALPHA II robot generated 350 (> 0.13 p m )  particles per minute. 
Therefore it can be concluded that robots disperse far fewer particles than that of 
humans wearing good cleanroom clothing (1 x 1 0 8 particles ^ 0 .5 p m  per minute) 
and robots should be used in silicon wafer handling areas. However, it is
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important to note that the use of robots will not eliminate the formation of eddy
currents that can entrap contamination within unidirectional cleanrooms as vortices
can still develop around the robot arms and cause particle deposition.
Rogers and Bailey (1987) reported the results of particulate generation rates 
from 2 small DC brush-type gearmotors. The results are not given in terms of 
the particle size, but it is assumed that it is for 0.1 /mi particles. The first
gearmotor started generating 22,000 particles/minute and decreased over time to a
total of 7400 particles/minute. The second gearmotor started generating a total of 
200 particles/minute and increased to 120,000 particles/minute over a period of five 
hours.
This review clearly shows that there is little published information on particle 
emission from machines. It is therefore necessary to gather data from the other 
machines used in cleanrooms.
1.7 Review of the Surface-Deposition Studies
1.7.1 Introduction
The airborne contaminant concentration in a cleanroom may be reduced by 
deposition of particles on to surfaces. Deposition of aerosol particles has been 
studied in great detail in parallel flow (i.e. in pipes, human lungs, wind tunnel) 
and in cross flow about collectors (filter fibres, cylinders, ribbons, spheres, plates) 
as shown in Tables 1.1 and 1.2, but no work has been devoted to the in-depth 
study of surface deposition within chambers and rooms. However, as part of this 
research it was necessary to assess the significance of each deposition mechanism 
involved. Towards this end the information on deposition in chambers and rooms 
is reviewed and the following facts revealed.
In general, the deposition on surfaces in a room or chamber depends on the 
airborne particle concentration, particle size and density, room or chamber size and 
shape, air mixing characteristics and mixing intensity. To assess the surface 
deposition rates, these inter-dependences must be evaluated.
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Particles may be deposited on surfaces by the following mechanisms:
(1) gravitational sedimentation
(2) inertial impaction
(3) molecular (Brownian) diffusion
(4) turbulent (eddy) diffusion
(5) electrostatics
(6) thermophoresis
A brief resume of each of these mechanisms is as follows:
(1) gravitational sedimentation: airborne particles falling under the influence of 
gravitational forces rapidly reach their terminal settling velocity due to drag 
forces. Larger particles fall more rapidly than the smaller ones and this 
deposition is effective for particles with an equivalent diameter greater than 
about 1 (.an . Deposition also increases with the density of the particles.
(2) inertial impaction: large particles carried along on an air stream and which 
have too great an inertial force are not able to follow the air stream when it 
turns round an obstruction. Provided the air stream velocity is high enough, 
the particles will have sufficient momentum to continue along their original 
path and coast through the boundary layer to the surface. Small particles 
may fail to reach the surface due to fluid drag and insufficient momentum. 
The inertial force increases with increasing particle diameter, density and air 
velocity.
(3) molecular (Brownian) diffusion: air molecules bombarding very small airborne 
particles possess sufficient energy to cause random displacement of the particle 
and as a result particles deposit onto the surface they may come into contact 
with. This type of deposition is only dominant for relatively small airborne 
particles (i.e. those less than about 0.5 /an), because the Brownian diffusion 
coefficient decreases rapidly with increasing particle size. The deposition does 
not depend on the density of the particles.
(4) turbulent (eddy) diffusion: when a turbulent air stream carrying suspended 
particles flows along a surface, particles are unable to follow the eddy motion
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because of the fluctuating velocity component normal to the surface which is 
caused by the incursion of turbulent eddies are projected towards the surface 
through the boundary layer and hence are deposited.
(5) electrostatics: when two surfaces are rubbed together and/or separated from 
each other electrostatic forces may occur. Most airborne particles are to 
some extent electrically charged as a resu lt. of collision of ions created by 
natural radioactivity and cosmic rays. These particles may be transported to 
an electrostatic field provided by a charged surface. Charged particles will be 
repulsed by a similarly charged surface but attracted by an oppositely charged 
surface and encouraged to deposit.
(6) thermophoresis: if a tem perature gradient is established between a surface and
that of the surrounding air and when the latter is at a higher tem perature, 
deposition of airborne particles occurs due to thermophoresis. This is because 
the gaseous molecules furthest away from the surface possess a higher energy 
than those near the surface and this energy imparts, in turn, a higher average 
velocity of gas molecules on the "warm" side of the particles such that
transport of particles in the air stream is towards the "cold" surface.
1.7.2 Gravitational sedimentation
The process of gravitational sedimentation of a cloud of monodispersed 
particles has been investigated in great detail (Burgers, 1942; Slack, 1963; Adachi 
et al, 1978). The motion of small, spherical particles in a fluid is governed by 
particle inertia, gravity, buoyancy and drag forces from the relative motion of
particle and fluid (Fuchs, 1964; Davies, 1966; Clift et al, 1978; Maxey and Riley,
1983).
Stokes (1850) having solved the equation of motion for a rigid spherical 
particle falling through a continous viscous stagnant fluid at relatively constant 
velocity and neglecting inertial effects arising from the fluid being displaced by the 
particle, obtained the expression:
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where F^ = d r a g  f o r c e
Mg = dynam ic gas  v i s c o s i t y  
r p  = p a r t i c l e  r a d i u s  
Vs = t e r m i n a l  s e t t l i n g  v e l o c i t y  
The -ve sign indicates the opposite direction of terminal settling velocity to the 
drag force. The above equation is based on two assumptions. The first is that 
the inertial forces are negligible compared to viscous forces i.e.
Re =  ( r p * ^ p  /  Mg) ^  
where Re = Reyno lds  number
Vp = p a r t i c l e  v e l o c i t y  
The second is that a no-slip boundary condition exits at the surface of the 
spherical particle. Stokes law was modified to include slip correction factor by 
Cunningham (1910) as:
Fd — -  6 x /^g 'Tp 'Vg  /  C(Kn )
i . e .  C(Kn ) = 1 + A' Kn
Kn = ^ /  r p
where C(Kn ) = Cunningham s l i p  c o r r e c t i o n  f a c t o r
Kn = Knudsen number
X = mean f r e e  p a t h  o f  t h e  g a s  m o l e c u l e s  
A' = c o n s t a n t
The empirical factor C(Kn) proposed by Cunningham, was later evaluated by Davies 
(1945) as:
C(Kn ) = 1 + Kn [ 1 .257  + 0 . 4 e x p ( - l . l / K n ) j  
Millikan's data were re-evaluated by Rabee (1976) using a nonlinear least squares 
function fitting which lead to a better approximation:
C(Kn ) = 1 + Kn [ 1.155 + 0 . 4 7 1 e x p ( - 0 . 596/Kn ) ]
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Provided the particles are sufficiently small, the fluid force on a particle is simply 
a modified Stokes drag force which balances the gravitational forces as:
4 3
3 * r p(Pp  " P g)g  = 6 x /ig - r p -Vs /  C(Kn )
where pp = p a r t i c l e  d e n s i t y
pg = gas  d e n s i t y
g = a c c e l e r a t i o n  due t o  g r a v i t y  
Since pp > >  pg then the terminal settling velocity on a horizontal surface is:
g 'C (K n ) •pp * dp
Vs -------------------------------
18 /ig
where dp = p a r t i c l e  d i a m e t e r
Fuchs (1964) characterized the terminal settling velocity as:
VS -  g - T
where t  = ae rodynam ic  r e l a x a t i o n  t ime
The deposition velocity due to gravitational sedimentation is proportional to the
cross sectional area of the particle, and the ratio of it s density to the gas
viscosity. For surfaces having an angle of inclination (0) to the vertical, the
gravitational deposition velocity would change proportionaly to cos (0).
To assess the airborne cleanliness in both a conventionally and unidirectionally
et al,
ventilated cleanrooms, most investigators (Kethley 1962; Hamberg, 1982; Stowers,
is
1984, 1985) have assumed that gravitational sedimentation is the only deposition 
mechanism to be considered.
Hamberg (1982), using fall-ou t rate data collected in cleanrooms, derived an 
empirical relationship to predict the number of particles settling due to gravity as:
n -  2 . 8 5 1 ( 1 0 3) ( C ) 0 • 773
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w here
n = f a l l  o u t r a t e  (n o . o f  p a r t i c l e s  > 5 fim s e t t  l e d / f t  2/2 4  h r s )
C = a i r b o r n e  c o n c e n t r a t io n  (n o . o f  p a r t i c l e s  > 5 / a n / f t 3 o f  a i r )
1.-7.3 Inertial impaction
It has been demonstrated (Cooper, 1986; Liu and Ahn, 1986) that impaction 
is an important deposition mechanism under some circumstances (e.g. from a high 
velocity shaped jet), but is probably not an effective deposition mechanism to be 
considered in a cleanroom. Impaction is governed by the Stokes parameter (^) as:
>  = U -r /  0.
w here 0. = s m a l le s t  d im e n s io n  o f  th e  o b s ta c l e  in  th e
p la n e  norm al to  th e  mean flow  
U = a v e ra g e  v e l o c i t y  o f  th e  a i r  s tre a m  
t  = aerodynam ic  r e l a x a t i o n  tim e  
The study of particle impaction from variously shaped high velocity jets onto 
plates has attracted many investigators, because of its application in sampling 
instruments (eg. Cascade impactors). The first important investigation was by 
Albrecht (1931). Using potential flow equations of motion of the particles, he 
derived an expression for the flow field in a two-dimensional jet of ideal fluid 
impinging on a body collector. Because of the complexity of the equations, the 
trajectories were calculated by a step-by-step method. This general approach has 
been standard in all such calculations.
Later, Davies and Aylward (1951) developed a model for the flow field in a 
two-dimensional jet impinging on a flat plate. They used a simple approximation 
model for the flow field in the region immediately upstream of the surface and 
numerically calculated the trajectories of the particle. They then proposed a 
method for calculating the theoretical collection efficiency on the plate by 
introducing dimensionless parameters. This was defined as the ratio of the 
numbers of particles striking the surface, to the number of particles which would 
strike the surface if the particle trajectories were all in straight lines parallel to 
the direction of the undisturbed fluid flow. They plotted the efficiency of
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collection against Stokes number for various air stream velocity and particle sizes. 
The theoretical data obtained showed that the efficiency increases rapidly as the
distance between orifice and plate is reduced.
Ranz and Wong (1952) carried out experiments to obtain data which they
compared with the mathematical model they derived. Their experiments entailed 
generating particles in the range of 0.34 to 1.38 >im. They studied both circular 
and rectangular jets at velocities ranging from 1 0  to 180 m/s; particles were very
small compared with the collector dimension, so that the interception effect was
negligible.
In general, the above workers have found that the theory derived 
overestimates the experimental deposition rates. This is to be expected due to the 
considerable simplification in the theoretical derivation and the accuracy of the 
model being dependent on the production of homogenous particles and accurate 
sizing of these particles. Deviation between theory and experiment can be further 
explained by the shattering of particles on impact with the plate and the failure of 
impacted particles to adhere.
1.7.4 Brownian (molecular) diffusion
It is well known from studies of aerosol collection by fibre media that
Brownian diffusion can play a significant role in collecting particles under certain
conditions. This mechanism is a major factor in the removal of small particles 
(usually <  0.5 /un) by high efficiency particulate air (HEPA) filters.
When the particle is very small compared to the mean free path of the gas
molecules, the drag force (F^) can be written as:
F d  _  x  l*p* 5 r (N g - M g - V g ) V p
3
where r D = p a r t i c l e  r a d iu s
6r  = rebound  c o r r e c t i o n  f a c t o r
Ng = number o f  gas m o le c u le s  p e r  u n i t  volum e o f  gas  
Mg = mass o f  gas m o le c u le s  
Vg = mean v e l o c i t y  o f  gas
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Vp = p a r t i c l e  v e l o c i t y  
Because the small particles are moving randomly by the bombardment of gas 
molecules, the average motion has to be treated statistically. This method is 
known as "random walk". Einstein (1905) described the statistical motion in 
terms of the mean square displacement of a small particle in a time t 
as:
( x ) 2 = (2  R* T - 1 ) / ( 3  x /*g -An -d p )
w here
( x ) 2 = mean s q u a re  d isp la c e m e n t 
R = g as  c o n s ta n t  
t  = t i me
An = A v o g a rd o 's  number 
/ig = dynam ic gas v i s c o s i t y  
T = a b s o lu te  te m p e ra tu re  
dp = p a r t i c l e  d ia m e te r  
He th e n  showed t h a t :
(x ) 2 = 2 D - 1
w here D = B row nian  d i f f u s i o n  c o e f f i c i e n t
F u rth e rm o re  he e x p la in e d  th a t  th e  B row nian d i f f u s i o n  c o e f f i c i e n t  (D) 
can  be w r i t t e n  a s :
D = K•T •Bm (E q. 1 .1 0 )
w here K = B o ltz m a n 's  c o n s ta n t  = 1 .3 8  x 10 - 1 8  (dyne cm/K o r  e rg /K )
Bm = dynam ic m o b i l i ty  
As in the case of terminal settling velocity, it is neccessary to apply 
Cunningham slip correction factor when dealing with small particles. This modifies 
the dynamic mobility (Bm ) to:
Bm = C(Kn ) /  (3 x ^ g -d p ) (E q. 1 .1 1 )
w here C(Kn ) = Cunningham  s l i p  c o r r e c t i o n  f a c t o r
The linear relationship between the flux and the concentration gradient for
diffusion of particles in a stationary fluid is known as Fick's first law of diffusion.
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In one-dimensional (x-direction) concentration gradient it reduces to:
J x  =  .  D .
3x
w here J x = p a r t i c l e  f lu x  in  x - d i r e c t i o n
, 0C /  3x = c o n c e n t r a t io n  g r a d ie n t  in  x - d i r e c t i o n  
When the fluid has the same properties in all directions, similar equations can be 
written in any direction as:
J y  .  .  v . j £ .
J z  -  -  D'
3y
8C
8z
By considering an elemental volume of fluid in space and calculating the net 
rate of transport through the element, Fick derived the second law of diffusion in 
3 dimensional concentration gradient as:
3C - Dat "3x  ^ + ly* + -g^r ] “ D'^ c C£q- 112>
w here 8C /  8 t = r a t e  o f  change o f  c o n c e n t r a t io n
Particle deposition due to Brownian diffusion on simple geometric body 
collectors can be predicted once a boundary layer calculation has been made. 
Hidy (1984) proposed a model for the diffusion velocity ( V ^ )  for a flat plate at 
some distance away from the leading edge in the direction of the mean flow 
(assumed laminar flow) as:
v bd = 0 - 3 4  D(Vf -p g /  pg -x ) /  (p g/  pg -D) ^
w here Vf = mean flo w  v e l o c i t y
x = d i s t a n c e  from  th e  le a d in g  edge 
pg = gas d e n s i ty  
Mathematical expressions have been derived (Stowers, 1984) for deposition due
to Brownian diffusion between parallel plates by introducing a dimensionless
number (y') as:
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7 ' = (D -L )/ (Vf •H2)
w here L = le n g th  o f  c h an n e l in  th e  d i r e c t i o n  o f  f lo w
H = h e ig h t  o f  ch an n e l 
It has been shown that Brownian diffusion is effective for 7 ' greater than 0.02. 
However, a useful conclusion from this study can be gained by using the analogy 
between the deposition in parallel plates and the unidirectional flow cleanrooms, 
assuming that the plates are the walls of a unidirectional cleanroom and air is 
flowing through it with an average velocity Vf. To predict the deposition rate of 
particles accumulated on the tube walls, an empirical relationship relating ratio of 
input (C) to output concentration (C0) has been derived as follows:
C /C 0 = 0 .9 1 5  e x p ( - l .8 8 t ) + 0 .0 5 9  e x p ( - 2 2 . 3 t ) + 0 .026 e x p ( - 1 5 1 .8 t )
To predict the deposition rates on surfaces, investigators have used the heat 
and mass transfer analogy. This is basically an extension of Reynolds analogy 
between momentum and heat transfer and depends on the similarity between 
transport mechanism for momentum, heat and m atter. Liu and Ahn (1986) 
calculated the rate of particle diffusion (Brownian) and sedimentation on the 
semiconductor wafer surface in a unidirectional cleanroom using the correlation 
similarity between the mechanisms of particulate mass transfer and that "of 
convective heat transfer.
1.7.5 Turbulent (eddy) diffusion
Theories of turbulent deposition in pipe flow have progressed much further
than those for surface deposition in a turbulent-flow room or chamber.
A general approach to calculate the deposition velocity due to turbulent (eddy) 
diffusion has been to combine the turbulent (eddy) diffusion with Brownian 
diffusion giving the total diffusion model as:
J = -  (D + De )0C /  0x (E q. 1 .1 3 )
w here De = tu r b u le n t  eddy d i f f u s i v i t y
The difficulty in evaluating equation (1.13) is in the determination of the turbulent
diffusivity of particles. The basic assumption that the diffusivities of the particles
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and of the fluid are identical has been extensively used. Once particle diffusivities 
are equated to fluid diffusivity, expressions for the latter must be found before the 
equation (1.13) can be integrated.
A model for assessing the effective particle diffusitivity in the boundary layer 
of a turbulent fluid has been evaluated as:
Dep = De + v 2-r
w here De p = e f f e c t i v e  p a r t i c l e  d i f f u s i v i t y
v = ro o t-m e a n -s q u a re  (rms)  f l u c t u a t i n g  v e l o c i t y  o f  t h e  
f l u i d  i n  a  d i r e c t i o n  norm al to  th e  w a l l  
r  = ae ro d y n am ic  r e l a x a t i o n  t im e
1.7.6 Electrostatics
Most airborne particles come into charge equilibrium with ions created by 
natural radioactivity and cosmic rays (Liu and Pui, 1987). Particles generated by 
atomization, powder dispersion or removal from a solid surface are usually charged. 
On the other hand, particles formed by vapour condensation are either neutral or 
carry only a low level charge.
Several investigators have studied the relationship between the charge carried 
and the size of the particle. Arendt and Kallman (1926) found that the charge
carried by small fog particles in regions of high ion density can be approximately
proportional to the particle radius. Kunkel (1950) carried out experiments which 
determined that the charge on dust particles is proportional to less than the square 
of the particle radius. Daniel and Brackett (1951) reported the proportionality 
between the average charge and the square of the particle radius.
It has been demonstrated (Willeke, 1980) that there are two forces responsible 
for depositing charged particles onto surfaces: one due to the image charge on the 
surface and one due to the mutual repulsion between like charges.
The velocity of a particle (Vc) due to an image charge towards a conducting
surface is given by:
where q = c h a rg e  c a r r i e d  by t h e  p a r t i c l e
e 0  = p e r m i t t i v i t y  o f  f r e e  sp a ce  
x s = d i s t a n c e  o f  t h e  p a r t i c l e  f rom t h e  s u r f a c e  
Bm = dynam ic m o b i l i t y  o f  t h e  p a r t i c l e  
The time for the particle to reach the surface is given by:
_  16 * <„-Xs
3 V q 2
The other charge deposition mechanism is due to mutual repulsion of the like
charges causing a unipolar aerosol cloud to expand into the walls of the container.
Wilson (1947), Fuchs (1964) and Faith et al (1967) have obtained an expression
for the mutual repulsion deposition efficiency (Pmr) in a cylinder as:
4 x C - R j - r '
i  imr 3
1 + 4 x C* Rt • 7  '
where t ' = d i m e n s i o n l e s s  r e s i d e n c e  t im e
Rt  => tu b e  r a d iu s  
C = num ber c o n c e n t r a t i o n  o f  p a r t i c l e s
The dimensionless residence time ( r ')  was derived by Yu (1977) for slug flow in a 
circular tube of length (L) as:
4 x e 0 . R f v f
1.7.7 Thermophoresis
The phenomena and theory of thermophoresis have been discussed by Epstein 
(1924). Later Waldmann and Schmitt (1966) modified the theory for the 
free-molecular regime. For particles much smaller than the mean free path of 
the gas molecules (X), the motion of particles in a temperature gradient is easy to 
understand and the thermophoretic velocity (Vt) has been derived from the kinetic 
theory of gases by Waldmann and Schmitt (1966) as:
Vt -----------4 (1  + x a / 8 ) T - i  ( f ° r  dp« X )  (Eq.  1 .14 )
w here v = k i n e m a t i c  v i s c o s i t y  o f  f l u i d
a  = accommodat ion c o e f f i c i e n t  ( u s u a l l y  a b o u t 0 . 9 )
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T = a b s o l u t e  t e m p e r a t u r e
dp = p a r t i c l e  d i a m e t e r
dT = t e m p e r a t u r e  g r a d i e n t  
The negative sign indicates that the motion is in the direction of decreasing 
temperature. As can be seen from equation (1.14), the thermophoretic velocity 
for d p < < \  is not dependent on particle size.
It has been reported (Friedlander, 1977) that it is more difficult to explain
the motion of particles larger than the mean free path of gas molecules. The 
explanation given by Kennerad (1938) is based on the tangential slip velocity that 
develops at the surface of a particle in a temperature gradient. This creep
velocity is directed towards the high temperature side, propelling the particle in the 
direction of lower temperature. Epstein (1924) derived an equation for the 
thermophoretic velocity (Vt) by solving the equation of fluid motion with a slip 
boundary condition as:
V —  ^ KSV‘ -  2 Kg + Kp I r ( f o r  dp» X )  (Eq .  1 .1 5 )
w here Kg = gas  t h e r m a l  c o n d u c t i v i t y
Kp == p a r t i c l e  t h e r m a l  c o n d u c t i v i t y
O' = d i m e n s i o n l e s s  c o e f f i c i e n t
P = gas  p r e s s u r e
The slip velocity (Vsjjp) has been defined as:
v  -  dT
s l i p  P ^ ' d x
The value of a  used in the theory is usually 0.2. The thermophoretic velocity 
again does not depend on particle size. When the ratio of particle-to-gas thermal 
conductivities is not too high (less than about 1 0 , as for oil droplets), the equation 
(1.15) is in good agreement with experimental data. However, for particles of
higher thermal conductivity, such as sodium chloride with a kp/kg -  1 0 0 , the 
equation (1.15) underestimates the thermophoretic velocity (Vt).
1.7.8 Deposition in a vessel
In attempting to gain a better understanding of the different surface deposition
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mechanisms described previously and to estimate their significance in a room, it is 
advisable to turn to mathematical models developed for stirred tank reactors. A 
conventionally-ventilated cleanroom can be considered analogous to a stirred tank
reactor with steady-state continuous flow, feed and product stream.
Wall loss rates are generally expressed by the wall loss coefficient /3, defined
as:
8 C /  9 t  -  -  0-C 
where C(d,t) = particle size distribution function in the vessel 
This equation is valid provided the aerosol in the vessel is well mixed. However 
there will be a small boundary layer near the walls whose volume will not be 
mixed. Its total volume is negligible compared to that of the vessel and should 
have little effect on the above equation.
Investigators (Fuchs, 1964; Stein et a l , 1972) have suggested the loss rate 
coefficient ((3) as:
+ (Eq.  1 . 1 6 )
w here Vs = t e r m i n a l  s e t t l i n g  v e l o c i t y
H = h e i g h t  o f  t h e  v e s s e l  
Sa = v e s s e l  s u r f a c e  a r e a  
D = B row nian d i f f u s i o n  c o e f f i c i e n t  
V = v e s s e l  volume
6  = d i f f u s i o n  b o u n d a ry  l a y e r  t h i c k n e s s
As demonstrated by Crump and Seinfeld (1981) the difficulty in evaluating the
wall loss rate coefficient (/3) is the determination of diffusion boundary layer 
thickness ( 5 ); this is an abstraction and can not be measured. The diffusion 
boundary layer thickness (5) depends generally on particle size, vessel shapes and 
intensity of mixing.
Experiments have been carried out by many investigators to investigate the 
validity of the equation (1.16). Van de vate (1972) using polystyrene latex sphere 
with diameters ranging from 0.09 to 1.3 /an obtained satisfactory results by using 
5  = 0.85 mm in equation (1.16). However in his calculation he assumed the
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density of polystyrene latex particles to be 950 kg/ m3, instead of the 1050 
kg/ m 3  used in  most aerosol publications.
Harrison (1979) also carried out experiments with polystyrene latex spherical 
particles and proposed an empirical relationship as:
5 = 3 . 7  d -1 . 7 (Eq. 1 .17 )
where dp = particle diameter
However the accuracy of equation (1.17) is doubtful, as with increasing 
particle diameter, one would expect the wall loss rate due to Brownian diffusion to 
decrease. The reason for this is not clear but one possibility is that deposition 
due to electrostatic charge could have affected his experimental results.
Crump and Seinfeld (1981) removed the inconsistency of hypothetical diffusion 
boundary layer thickness ( 6 ) and proposed a theoretical model for the wall loss 
coefficient (0) in a vessel of arbitrary shape. Their model included deposition due 
to sedimentation, Brownian diffusion and turbulent diffusion and for a spherical 
vessel yielded to:
6(Ke D) 1 / 2
D,
X  R,
X  Vt
2 ( K . D } / : 4 R . /  3
w here Ke = eddy d i f f u s i o n  c o e f f i c i e n t
Rs = r a d i u s  o f  s p h e r i c a l  v e s s e l  
D1 i s  t h e  Debye f u n c t  ion  g i v e n  by:
1  fx t
T " ~  
J 0 e  -  1
dt
Crump and Seinfeld's (1981) theoretical model reduced to the formulae of Corner 
and Pendlebury (1951) for a cubical vessel as:
1 / 2a
0
00 Vs  T
-------------  + Vc - c o t h
. 4(Ke *D) 1 / 2  .
s
X
where L = l e n g t h  o f  t h e  c u b i c a l  v e s s e l
49
and Takahashi and Kasahara (1968) for a cylinderical vessel as:
8(Ke •D ) 1/ 2 Vs
(3 - -----------  + --------c o t h
x Dt  H 4(Ke •D) 1 / 2
where Dt = d i a m e t e r  o f  t h e  c y l i n d e r i c a l  s t i r r e d  t a n k
The theory of Corner and Pendlebury (1951) was compared with the 
experiment carried out by Langstroth and Gillespie (1947) to observe the change in 
concentration with particle size of an ammonium chloride smoke in a chamber of 
approximately 1 m 3  cube, for various intensities of mixing. The theoretical model 
agreed well with the experimental results obtained.
Okuyma et al (1977, 1984) also found good agreement between the theoretical 
deposition model proposed by Takahashi and Kasahara (1968) for wall deposition 
experiments in a cylinderical stirred, acrylic tank of surface area 1234.3 cm 2 and 
volume 2606 c m 3.
Crump et al (1983) compared their theory derived (Crump and Seinfeld, 1981) 
with experiments in a spherical continous-stirred tank reactors of approximately 118 
litre capacity. The observed wall loss deposition rates were in good agreement 
with their theoretical model.
However, the theory of Crump and Seinfeld (1981) did not explain the 
deposition of charged particles investigated by McMurray and Rader (1985) in a 
Teflon smog chamber. In particular, measured wall deposition rates for particles 
in the range 0.1 to 1.0 /mi exceeded prediction of the Crump and Seinfeld (1981) 
theory. They reported that one possible reason for this discrepancy was that 
electrostatic deposition were not included in the Crump-Seinfeld theory. They 
further demonstrated that Teflon tends to acquire electrostatic charge which may 
lead to a local electric field near the surface. Such fields will influence the 
deposition of charged particles. However, it has been reported (John, 1980) that 
if the wall material is a dielectric rather than a conductor, the image charge (-q) 
is replaced by:
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w here
[ ( e r  -  l ) / ( e r + l ) ] ( - q )  
r e l a t i v e  p e r m i t i v i t y ( d i e l e c t r i c  c o n s t a n t )
When image forces are dominant using electrostatic theory (Jackson, 1962), 
McMurray and Rader (1985) derived a vector equation to predict the electrostatic
by balancing electrostatic and aerodynamic drag forces on the particle such that:
e = e l e c t r o n  c h a rg e  = 1 .602  x 1 0 " 19 Coulombs
e 0 = p e r m i t i v i t y  o f  f r e e  sp a c e  = 8 .8 5 4  x 10“ 12 F a rad /m
/ig = dynam ic g as  v i s c o s i t y
er  = d i e l e c t r i c  c o n s t a n t  f o r  T e f l o n  = 2 .01
r s = s p h e r i c a l  c o o r d i n a t e
r  = u n i t  v e c t o r  i n  t h e  r  d i r e c t i o n
As demonstrated the airborne contaminant concentration may be reduced by 
deposition of the airborne particles. Thus to develop a mathematical model which 
can predict the airborne contaminant concentration, it was necessary to investigate 
theoretically and experimentally all the possible surface deposition mechanisms 
involved.
drift velocity of charged particles in Teflon film bags. Their equation was derived
w here
\^ e = e l e c t r o s t a t i c  d r i f t  v e l o c i t y  v e c t o r  
C(Kn ) “  Cunningham s l i p  c o r r e c t i o n  f a c t o r
n number and  s i g n  o f  e l e m e n t a r y  c h a rg e s  on a 
p a r t i c l e  (n  > 0 f o r  p o s i t i v e l y  c h a rg e d  p a r t i c l e s  
and n < 0 f o r  n e g a t i v e l y  c h a rg e d  p a r t i c l e s )
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2. EXPERIMENTAL PROGRAMME 
The objective of this project was to develop a practical model which could 
predict the cumulative airborne contaminant concentration within conventionally 
ventilated cleanrooms. Towards this end several experiments were carried out. 
These were concerned with:
(1) Cleanroom air distribution performance.
(2) Dispersal of airborne particles and bacteria by people.
(3) Particle emissions from machines in cleanrooms.
(4) Outdoor airborne particulate and bacterial concentration.
(5) Surface-deposition of airborne particles in a chamber.
(6) Verification of the airborne concentration model by monitoring of airborne 
particles and bacteria in industrial cleanrooms.
2.1 Cleanroom Air Distribution Performance
2.1.1 Introduction
The primary objective of this investigation was to assess the validity of the 
assumption of perfect mixing used in the mathematical models derived (Chapter 
Three). The secondary object was to gather information on the air movement in 
conventionally-ventilated cleanrooms and establish the relative merits of various air 
terminal devices.
Parameters which were established, from a review of the literature, as having 
the greatest influence on air mixing, assuming constant geometry of the room and 
the obstructions within it, were:
(i) Type of air terminal device.
(ii) Air supply flow rate into the room.
(iii) Differential temperature between the supplied air and the room air.
(iv) Location of the contaminant source.
These parameters were therefore investigated as factors contributing to the degree 
of mixing of supplied air with room air.
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2.1.2 M aterials and methods
Experiments were carried out in a conventionally-ventilated cleanroom 7m x 
4.61m x 2.76m (height) in size, this being the diagnostic filling area at Organon 
Pharmaceutical Manufacturing Laboratory Ltd. at Newhouse near Glasgow. Three 
air supply terminals discharging air directly from HEPA filters were located along 
one side of the ceiling (Figure 2.1). The exhaust air was extracted at low level 
through three grilles on the opposite wall (Figure 2.2). A stainless steel table was 
placed in the cleanroom to simulate the presence of an obstruction caused by a 
filling machine (Figures 2.1 & 2.2).
The four types of air terminal devices studied were:
(1) M u ltis lo t D i f fu s e r s .  These were concentric square diffusers (35cm x 35cm) 
with three slots uniformly distributed along four sides. The air supply discharged 
in thin streams in multiple layers in four directions.
(2) A d ju sta b le  V ane G rilles. These were rectangular (50cm x 48cm) with 25 
adjustable blades, one behind the other, which could be adjusted to discharge the 
supply air in an upward or downward direction. The blades were adjusted at an 
angle of 70* to the horizontal, so that the air supply would be directed towards 
the working table.
(3) D um p. These were a non diffuser type the air being discharged directly 
from the HEPA filter (40cm x 40cm) into the room, as shown in Figure 2.3. No 
additional frames were added.
(4) Je t. These were the same as the d u m p  a ir  term in a l device  but with 
additional frames built round the HEPA filter to minimize the air entrainment into 
the air just under the filter (Figure 2.3). It was expected that they would 
perform identically to the air terminal devices normally found in cleanrooms.
The ventilation rate was varied to correspond to a nominal 20, 15 and 3 air 
changes per hour. The air supply flow rates were measured using an Abbirko 
rotating-vane anemometer and a Balometer (an air-quantity measuring box of exit 
area 462 c m 2). For each ventilation scheme the volume of supply and exhaust air 
were adjusted to the prescribed value and the differential pressure between the
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Fig. 2.1 Plan of the diagnostic filling area at Organon. 
Legend:
A t =  Air terminal device 
E =  Exhaust grille 
whb= Wash hand basin 
DGW =  Double glazing window
54
K/xAtJ
At
=  E
L
Fig 2.2 Sectional view (XX) of the diagnostic filling area at Organon
DGW
Z]
55
DUMP Terminal Device
HEPA flitter
■ J
entrainment of 
secondary room air
/ / /  \ \ \ \
Primary supplied air * —* entrainment of 
^secondary room air
JET Terminal Device
HEPA flitter
' = ! / / /  \ \ \ \  Itframe
entrainment of X  
secondary room air 
reduced X
Primary supplied air entrainment of 
secondary room air 
reduced
Fig. 2.3 Comparison of DUMP and JET air supply
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room and its surroundings checked using inclined manometers to ensure that the 
room was positively pressurised with respect to its adjacent areas. The room was 
allowed to equilibrate under the specific ventilation rate and differential 
temperature conditions. The room, when supplied with 20 and 15 nominal air 
changes per hour, was in positive pressure with the three exhausts extracting air. 
When the ventilation rate was reduced to 3 air changes per hour, it was found 
that the room was no longer in positive pressure, the air supplied to the room 
being less than the volume extracted. The two exhaust ( E 1 and E 3) louvres were 
closed to obtain the minimum air intake and a positive pressure in the room was
re-established.
The supply air temperature was varied to obtain differential temperatures 
between it and the room air temperatures of OK, +2K (supply air colder) and -2K 
(supply air hotter). The temperature differential was limited to -2K  (supply air 
hotter); because the high heat gains in cleanrooms makes the requirement for a 
hot air supply unlikely.
Temperature measurements were made using a Comark instrument with 
copper-constantan thermocouples. One sensor was placed just below the face of 
the HEPA filter to measure the air supply temperature and another in the exhaust 
to measure an overall average ambient temperature. The supplied air temperature 
was adjusted by thermostat setting in the air conditioning plant. However 
maintainance of a steady-state temperature differential was not possible with the 
automatic controls and it was necessary to adjust the air conditioning plant 
manually, as required, when a deviation was found. Because the thermal load has 
a strong influence on the air movement in the room, continuous monitoring of 
thermal condition and manual adjustment throughout the experiment was 
maintained.
A di-octyl phthalate (DOP) cold particle generator was used to generate 
particles. The dispersion rate was adjusted, so that the particles were not emitted 
with high velocity. This ensured that the smoke generated did not have 
appreciable momentum relative to room air as to affect the air movement and
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mixing process in the room. The points in the room where the particles were 
dispersed are discussed below.
To allow for experimental variation, each individual test was carried out three 
times at random intervals. All tests were conducted with one person in the room,
lights on and the working table in position.
To maximize the insight that could be gained from the experiments, the 
sampling (particle concentration and velocity) locations were chosen to include 
representative regions of the room air. Hence, samples were taken from points in
the region of entrainment, region of turbulent mixing, region of stagnant or still
air and from the exhaust air to provide an overall picture of the air movement 
in the room.
The experimental work was carried out in five parts.
2.1.2.1 contaminant penetration into the air supply
Tests were carried out to investigate the amount of air entrained from the
room into the clean zone of the air supplied by terminal devices. This was done
by continuously releasing smoke at four points around the middle air terminal
device (At2) and measuring the concentration of smoke that penetrated into the
clean zone of supplied air.
The investigation started with d u m p  air supply. It was observed that the 
inner edge of the HEPA filter drew in the smoke from the room and caused a 
flow of smoke inwards and upwards towards the negative pressure area under the 
filter (Figure 2.3). The smoke then entrained and rapidly mixed with the supplied 
air. The situation was rectified by introducing rectangular metal frames round the 
HEPA filter so the air discharged unidirectionally and minimized the air 
entrainment (Figure 2.3). The area under two types of air supply (d u m p  and  je t) 
was studied. Particle counts were taken at the air supply face to give a 
background reading. Relative to this background value, particle counts were taken 
at sampling points under the air terminal device, and the zones of equal 
particulate concentration (Isopleths) determined. These were defined as varying 
percentages of particle penetration into the zones.
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2.1.2.2 a ir movement
Tests were carried out to make a detailed assessment of the room air 
movement. Two perpendicular sampling grids along major and minor axes of the 
room were assembled. The air movement at each sample point on the grids was 
characterized by direction and speed. A hand-held smoke-puffer along with a hot 
wire anemometer (Airflow Development Ltd -  Model TA400) were used to 
visualize the mean direction and measure the mean air stream velocity at each 
sampling point. It was necessary to measure air stream velocity over 30 seconds 
to obtain a reliable mean value, since the air movement was turbulent, having a 
large amplitude and a low-frequency dominant fluctuation.
The hot wire anemometer was calibrated at Glasgow University using a low 
speed wind tunnel and a joss stick. Smoke was generated by burning a joss stick 
placed at one end (close to the fan) of the wind tunnel. The smoke was 
observed and the time taken to travel two metres to the remote end of the tunnel 
was recorded. The velocity calculated was then compared to the readings on the 
hot wire anemometer placed at the remote end of the tunnel. The whole 
procedure was repeated for different fan speeds. The hot wire anemom eter was 
shown to be greater than 95% accurate over the range 0.17 to 0.59 m/s.
Air movement patterns along major and minor vertical sections of the room 
for all the air terminal devices (m u ltis lo t, ad justab le  vane, d u m p  and je t) , 
ventilation rates (20, 15 and 3 AC/hr) and differential temperatures (OK, +2K 
supply air colder and -2K  supply air hotter) were obtained. In the first 14 
experiments a large number of points were measured in the room. It was 
considered that such detail was not necessary and fewer points were measured after 
experiment 14.
2.1.2.3 ventilation effectiveness as assessed by decay rates
Smoke was released into the room in a 10 seconds burst. The smoke was 
generated by the DOP generator pressurized at 4.6 kN/m2 (kPa) by a pump. 
The smoke was mixed for about 2 minutes by a small fan to an even airborne 
concentration and the decay of the smoke particles was then continuously recorded
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at three different sampling points. The sampling point locations, which were lm  
from the floor, were:
Position No. 1 Directly below the central air terminal device At2 .
Position No. 2 Middle of the room on top of the working table.
Position No. 3 Near the middle exhaust E 2.
A sampling probe from the Royco airborne particle counter (sampling rate of
0.1 f t 3/min) was placed at each sampling point in turn. Every minute, the
automatic particle-counter simultaneously recorded concentrations of airborne 
particles greater than or equal to 0.5/un and 5.0/un.
Each test was continued until the airborne concentration decayed by about 
99% of its initial value.
To assess the effectiveness of various ventilation schemes a dimensionless 
quality, referred to as performance index (PI), was used. This expressed the
ability of the supplied air to dilute the contaminants generated in the room. The 
performance index (PI) at each sampling location, for each ventilation scheme, was 
calculated from:
PI = N /  Ne f f
where N = t h e o r e t i c a l  v e n t i l a t i o n  r a t e  ( a i r  c h a n g e s /h o u r )
Ne f f  = e f f e c t i v e  v e n t i l a t i o n  r a t e  ( a i r  c h a n g e s /h o u r)
The theoretical (nominal) ventilation rate (N), based on perfect mixing, was
evaluated from the equation:
N -  Q /  V (Eq. 2 . 1 )
w here Q = t o t a l  v o l u m e t r i c  f low  r a t e  i n t o  t h e  room (m3/ h r )
V = room volume (m3)
The effective ventilation rates (Neff) at the three sample locations were estimated 
graphically by plotting the natural logarithm of the smoke concentration (C)
remaining at a given time, against the time (t), fitting the best straight line
through the linear portion of the curve and evaluating the decay slope from the 
relation:
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Ne f f  -  O /  t ) In (C i /C t )
where
Cj = m easu red  c o n c e n t r a t i o n  a t  t im e  z e r o  ( p a r t i c l e s / f t 3)
Ct  = m easu red  c o n c e n t r a t i o n  a t  t im e  ' t '  ( p a r t i c l e s / f t 3)
t  = t im e  t a k e n  from ' C j 1 t o  'C ^ '  ( h r )
2.1.2.4 ventilation effectiveness as assessed by lateral a ir distribution
To represent contamination released in the peripheral area of the room,
smoke was released continuously through a plastic tube placed on the centre of the
end air terminal device (A^3). To establish the effectiveness of ventilation in
mixing the air across the length of the room a sampling probe of the Royco
airborne particle counter was placed in the three exhausts ( E t , E 2, E 3) to
measure the particle concentration. Each ventilation scheme was compared by
calculating the PI for each exhaust from:
PI -  c m /  C
where Cm = m easu red  s t e a d y - s t a t e  c o n c e n t r a t i o n  ( p a r t i c l e s / f t 3)
C = t h e o r e t i c a l  s t e a d y - s t a t e  c o n c e n t r a t i o n ,  a s sum ing  
p e r f e c t  m ix ing  ( p a r t i c l e s / f t 3)
The theoretical airborne particulate concentration (C), neglecting the surface losses 
caused by deposition and assuming perfect mixing, can be evaluated from:
C -  S /  Q
where S = r e l e a s e  r a t e  o f  p a r t i c l e s  ( p a r t i c l e s / m i n )
Q = t o t a l  f lo w  r a t e  o f  s u p p l i e d  a i r  (m3/m in )
The r e l e a s e  r a t e  ( S) ,  n e g l e c t i n g  le a k a g e  from t h e  room, was e s t i m a t e d  
from:
s  =  ( c - q ) Ei  + ( c - q ) E2 +  ( c - q ) E3
( c -q ) e , + (c -Q)E2 + ( c *Q)e 3
The subscripts i , 2 and 3 denote the corresponding exhaust numbers ( E , ,  E 2
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and E 3) with its air volume outlet and particulate concentration.
To measure the quantity of air flowing out through exhausts, an Abbirko 
rotating-vane anemometer was used to measure the average velocity at the exhaust 
grille and this was multiplied by the net area of the grille. The total amount of 
air was the sum of the volumes flowing out of all the three exhausts. To 
determine the average velocity, the grille face was divided into five equal spaces, 
along the centre line of the length of the grille. The velocity was measured at 
the approximate centre of each of these and the average velocity calculated. The 
inside dimensions (length and width) of the grille were measured to obtain the 
area of the air exhaust. A correction of 15% of the face area was allowed for the 
space occupied by the vanes in the grille. The quantity of air was then 
determined.
2.1.2.5 ventilation effectiveness as assessed by constant source dispersion
DOP smoke was continuously released to simulate contamination dispersed by
an operator's working activities. The release positions were alternated from 
between the area below the central air terminal device and the table (Rp, )  to 
between the central exhaust and the table (R p2). When release was from R p v  
air samples were taken from all three exhausts ( E v  E 2, E 3), the working table 
(position No 2) and near the central exhaust (position No 3). W hen it was from 
R p 2 air samples were taken from all three exhausts ( E 1t E 2, E 3), the working 
table (position No 2) and beneath the central air terminal device (position No 1).
Tests were carried out for all combinations of air terminal devices (m u ltis lo t,
ad justab le  vane, d u m p  and je t) , differential temperatures (OK, +2K supply air
colder, -2K  supply air hotter) and nominal ventilation rates (20, 15 and 3 AC/hr).
The effectiveness of various air supply in diluting contaminants generated in 
the room was compared by means of the performance index defined as:
C -  Q
PI = --------------------------------------------(C-Q)El + (C-Q)E2+(C-Q)E3
To study the importance of parameters affecting the mixing of supply air with 
room air it was necessary to use a statistical method as there is no true classical
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relationship among the studied variables. This statistical method, namely multiple 
regression analysis, has to rely on empirical evidence to develop relationships 
among all the studied variables. The analysis quantified how the mixing of 
supplied air with the room air, as expressed as a PI, is related to a set of 
explanatory variables. A statistical software package (Minitab) was used to 
construct empirical relationships from the test results as follows:
PI -  A + K, - N + K2 AT + K3 •At + K4 •Rp 
w here A = c o n s t a n t
N = v e n t i l a t i o n  r a t e  ( a i r  c h a n g e s / h r )
AT = d i f f e r e n t i a l  t e m p e r a t u r e  (K)
At = a i r  t e r m i n a l  d e v i c e  
Rp = r e l e a s e  p o s i t i o n  o f  smoke 
The quantities K t , K 2, K 3 and K 4 are called partial regression coefficients and 
each measures the variation in the mixing (performance index) due directly to the 
variation in the respective variables.
The statistical significance of each variable was assessed by using t-ra tio  
analysis where the results were converted into the probability significance level.
2.2 Dispersal of Airborne Particles and Bacteria by People
2.2.1 Introduction
This part of the programme was designed to obtain data on dispersal of 
airborne contamination by people which could be utilized in the mathematical 
models derived (Chapter Three). To determine the amount of airborne 
contaminant dispersion, people were studied in a dispersal chamber.
2.2.2 Description of dispersal chamber
The dispersal chamber used is shown in Figure 2.4. It was 0.68 m x 0.52 m 
x 2 m high (volume of 25 f t 3 or 0.71 m 3), being metal framed with perspex 
fixed all round it. On one side of the chamber was a door. Air was drawn 
from the exterior by a variable speed centrifugal fan (A) on top of the chamber, 
and discharged unidirectionally into the chamber through a HEPA filter (B) at a
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Fig. 2.4 Diagram of dispersal chamber. 
(A )centrifugal f an;(B )HEPA filter;
(C) particle sampling port;(D ) bacteria 
sampling port;(E )exhaust ports.
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normal flow rate of 720 1/min (25.4 f t3/min). Air was extracted at a rate of 0.1 
f t3/min (2.83 x 10“ 3 m 3/min) by a sampling probe of the Royco airborne 
particle counter through sampling port (C). Air was also extracted by a bacterial 
sampler (Cassella slit sampler) at a rate of 700 1/min (24.7 f t 3/min) through 
sampling port (D). The air supply was sufficient to replace the total sampled air 
volume of 700 1/min (24.7 f t 3/min) and to maintain a slight positive pressure 
inside the chamber, even when the subject was excercising (this was checked by an 
Abbirko rotating-vane anemometer at exhaust ports E).
2.2.3 Experim ental methods
Observations were made on 55 subjects (25 male, 30 female). These were 
volunteers from personnel working at Organon Pharmaceutical Manufacturing 
Laboratory Ltd. and the Mechanical Engineering Research Annexe, Glasgow 
University. Each subject was tested whilst wearing two types of clothing:
(1) Personal indoor clothing. This consisted of trousers (both male and female) 
and shirts or blouse with or without jerseys and with clean plastic overshoes 
over their shoes.
(2) A ceramic polyester coverall worn on top of personal indoor clothing as was 
the usual working practice at Organon Laboratories. This was a hot 
calandered polyester produced in the UK by Carrington Performance Fabrics 
Ltd. The coverall was tucked into knee-length boots and a separate hood, 
covering a mouth mask, was tucked into the neck of the coverall leaving only 
the eyes bare.
The test procedure was as follows:
(1) The chamber was flushed with clean air at 720 1/min until the airborne 
particle count was practically zero.
(2) The subject wearing the required clothing entered the chamber.
(3) The air supply was increased to its maximum with the subject at rest until the
airborne particle count shown on the Royco was reduced to practically zero 
and became steady.
(4) The air supply was then reduced to normal (720 1/min).
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(5) The subject started marching to the beat of a metronome (1 beat/sec), for 2
minutes in the case of personal indoor clothing and 6 minutes in the case of 
ceramic polyester coverall.
(6) After the first minute of the excercise, the bacterial sampler was switched on
for the durations specified below:
(i) 30 secs for male wearing personal indoor clothing
(ii) 1 min for female wearing personal indoor clothing
(iii) 5 mins for all wearing polyester ceramic coverall
(7) Bacterial air samples were taken by the slit sampler onto bacterial plates 
containing Tryptone soya agar (Oxoid Ltd). This contained 37.5% Tryptone, 
12.5% soya peptone, 12.5% sodium chloride and 12.5% agar w/w. The 
plates were then incubated for 24 hrs at 37 *C before counting the bacterial 
colonies which had grown. To minimize errors, plates were tested for 
sterility before use.
(8) The automatic Royco airborne particle counter was set to record simultaneously
concentrations of particles greater than or equal to 0.5 p m  and 5.0 /im, at 
one minute intervals during the period of exercise.
(9) The subject left the chamber and the air supplied was increased to a 
maximum to flush the chamber; the chamber, the step into the chamber and 
the floor of the experimental room was disinfected with 70% Isopropanol in 
water.
The airborne contaminant (bacteria and particles) dispersion rates from each 
subject was calculated as follows:
s = c m a x Q  <Eq- 2 -2)
w here S = a i r b o r n e  c o n ta m in a n t  d i s p e r s i o n  r a t e  ( b a c t e r i a  
o r  p a r t i c l e s / m i n )
Cmax = a i r b o r n e  c o n ta m in a n t  c o n c e n t r a t i o n  ( b a c t e r i a  
o r  p a r t i c l e s / m 3)
Q = v o l u m e t r i c  f lo w  r a t e  o f  a i r  s u p p l i e d  i n t o  t h e  
cham ber (m3/m in )
As the total volume of air supplied into the chamber was 0.72 m 3/min then the
equation (2.2) simplifies to:
S -  0 . 7 2  Cmax
2.3 Particle Emissions from Machines in Cleanrooms
2.3.1 Introduction
At the present time, there is little published information on particle emission from 
machines. To gather realistic data for utilization in the airborne contaminant 
concentration model (Chapter 3) experiments were carried out to measure the 
particle emission from a Bausch & Stroebel as well as a Bosch-Strunck vial-filling 
machine.
2.3.2 M aterials and methods
2.3.2.1 Bausch & Stroebel vial-filling machine
The experiment was conducted in the conventionally-ventilated cleanroom at 
Organon Laboratories which has been described previously (size 7m x 4.61m x 
2.76m height). The three air terminal units had adjustable vane grilles (size 50cm 
x 48cm with 25 individual blades). These were located along one side of the
ceiling. Exhaust air was normally extracted at low level through three grilles on
the opposite wall (Figures 2.1 and 2.2). However, two of these exhausts were
blocked so that the particles generated in the room would pass through only one 
exhaust. A sampling probe of a Rion light-scattering airborne particle counter was 
placed in the exhaust to measure the number of particles and their size 
distribution.
Two tests were performed. In the first test, an operator wearing cleanroom 
clothes (ceramic polyester coverall, mask, full hood, gloves and knee length boots) 
entered the room, switched on the vial-filling machine, attended to the machine as 
it filled ampules at 1200/hr. In the second test, the operator simulated her
normal working activities but with the machine switched off.
Every minute, the automatic particle counter simultaneously measured and 
recorded concentrations of airborne particles greater and equal to five different
diameters (0.3/un, 0.5/un, 1/un, 2/un and 5/un). The flow rate of the air sample 
withdrawn from the exhaust by the particle counter was 1 ft 3/min. The
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experiments were continued for 16 minutes in the first experiment and 13 minutes 
in the second.
The air supply flow rates were measured using an Abbirko rotating-vane 
anemometer and the Balometer (air-quantity measuring box of exit area 462 c m 2).
It was found experimentally that the airborne particle concentration obtained 
for both tests were a percentage of the theoretical steady-state concentration which 
had not been reached. However the dispersion rate in the room was calculated 
from the decay equation:
- N *  t  _ m  . t
Ct  = |  (1 -  e N l ) + Cr e N (Eq. 2 . 3 )
where
Ct  = c o n c e n t r a t i o n  a t  t im e  * t ' ( p a r t i c l e s / m 3)
Cj = i n i t i a l  c o n c e n t r a t i o n  a t  t im e  t=0  ( p a r t i c l e s / m 3)
S = d i s p e r s i o n  r a t e  ( p a r t i c l e s / m i n )
N = a i r  change r a t e  (AC/hr)
Q = v o l u m e t r i c  f low r a t e  i n t o  t h e  room (m3/m in )
t  = t im e  ( h r s )
The air supply velocities from the three adjustable vane grilles using the 
Balometer (exit area 462 cm 2) were 3.15, 3.03 and 3.04 m/s. This resulted in a 
volumetric flow rate of 1534 m 3/hr giving nominal ventilation rate of 17.22 air 
changes per hour.
The average particles generated with the operator working and machine 
running was calculated as well as the average particles generated with the operator 
only working in the room. The results were subtracted to give the particles 
generated from the machine.
2.3.2.2 Bosch-Strunck vial-filling machine
The experiment was carried out at a pharmaceutical manufacturing company 
(Sandoz) in France. These were kindly carried out by Mr Gonzales. Open 
ampules were washed in a washing machine, sterilized in a tunnel and entered into 
a plastic film isolation system. There they were filled with either 1 ml or 2 ml
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of fluid by a Bosch-Strunck AVR E 06 filling machine allowing 80,000 ampules to 
be filled a day. Particle concentration measurements were carried out 20 cm 
above the filling point for two different particle diameters (> 0.5/im and ^ 
5.0/an).
The steady-state particle generation rate was calculated from the following:
S = ^m ax'Q
where
S = s t e a d y - s t a t e  p a r t i c l e  g e n e r a t i o n - r a t e  ( p a r t i c l e s / m i n )
Cmax = s t e a d y - s t a t e  a i r b o r n e - p a r t i c u l a t e  c o n c e n t r a t i o n
( p a r t  i c l e s / f t 3)
Q = t o t a l  v o lu m e tr ic  flow  r a t e  o f  s u p p l i e d  a i r  ( f t 3 /m in )
As the total volumetric flow rate of supplied air into the isolation system was 294
f t3/min (0.14 m 3 /s), the equation reduces to:
S -  294 Cmax
The steady-state average particulate concentration with the machine running was 
calculated as well as the average background particulate concentration. The results 
were subtracted to give the particulate generation rate from the machine.
2.4 Outdoor Airborne Particulate and Bacterial Concentration
2.4.1 Introduction
Experiments to measure the airborne bacteria and particles present in the
outdoor atmosphere were carried out in different climatic conditions (wind, sun and
rain) at different locations (urban and rural) to gain realistic data for incorporation 
in the mathematical models.
2.4.2 M aterials and methods
The Royco airborne particle counter was used to measure the concentration of 
particles (^ 0.5/im and ^ 5.0/tm) in the outdoor air. Twenty readings were taken 
for each condition and averaged.
Bacterial air samples were taken by a Casella slit sampler, drawing air at 700 
1/min, onto Tryptone Soya agar (Oxoid Ltd) plates. The duration of air samples
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was 5 mins and three samples were taken for each condition.
2.5 Surface-Deposition of Airborne Particles in a Chamber
2.5.1 Introduction
To gain a better understanding of the different surface-deposition mechanisms 
and to estimate their significance, experiments were designed and carried out as 
detailed below. The ultimate objective was to exclude mechanisms of negligible 
significance from inclusion in any proposed mathematical models suitable for 
adaption as a software package.
2.5.2 Description of cham ber
The chamber used to study particle deposition was a 1.53 x 0.84 x 0.94 m 
glove box, comprising of mild steel frame with perspex glazing. One side was 
removable to allow access. The experimental apparatus is shown in Plates 2.1 and 
2 .2 .
2.5.3 Agitation of air and calculation of fan power transmitted to a ir in  chamber 
A double-bladed stirrer was used to produce agitation and mixing of air in
the chamber. Two stirrers were used, having blade dimensions of 170 x 64 mm 
and 50 x 62 mm, respectively, both types having a blade pitch angle of 5*. The 
stirrer was supported on a vertical axle passing down through the centre top of 
the chamber and driven by an air motor system external to the chamber. The 
speed of rotation was determined with the aid of a Tachometer revolution counter 
and the amount of energy dissipated into the chamber by each of the stirrers was 
determined by using a pulley brake system.
Calibration of the stirrers was achieved by measuring the speed of rotation at 
set air pressures (motive force) with varying imposed weights (braking power) and 
converting the data obtained to torque power by use of equation (2.4). This was 
done (i) when the shaft only was revolving and (ii) the revolving shaft with each 
type of stirrer.
TP = 10 - 6  g-fi (oj/60 )(WS -  Wd -  Wj) (E q. 2 .4 )
P
w here TP = to rq u e  pow er ( w a t t s )
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exhaust
membrane f i l t e r
P l a t e  2 . 1  Experimental  apparatus  f or  s tudyi ng  p a r t i c l e  d e p o s i t i o n .  
Front e l e v a t i o n  o f  the g l ove  box.
71
fan  pressure  gauge
exhaus t
pump f or  f e e d i ng  
l i qu i d  to the atomi zer
Rotameter connected  
to t h e - a t o mi z e r  & pump
a i r  motor d r i v i n g  
the fan
barometric  pres sure  
tube connected to the  
atomi
Rotameter  
connected  
to a pump
& f i l t e r s
pressure  gauge f or  
the compressed a i r  
r o t a t i n g  the s p i nni ng  
top atomi zer
vacuum pump f or  removing 
s a t e l l i t e  d r o p l e t s
Pl a t e  2 . 2  Experimental  apparatus  f or  s tudy i ng  p a r t i c l e  d e p o s i t i o n .  
Side e l e v a t i o n  o f  the g l ove  box.
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Ws = s p r in g  w e ig h t (gms)
= dead  w e ig h t o f  th e  pan  ( u s u a l ly  50 gms)
Wj = im posed w e ig h t on th e  pan  (gms)
g = a c c e l e r a t i o n  due to  g r a v i t y  (9 .8 1  m /s 2)
Q. = c ir c u m fe re n c e  o f  th e  p u l l e y  (144 mm)
o) = a n g u la r  v e l o c i t y  o f  r o t a t i o n  ( re v /m in )
Fan power was derived for each type of stirrer. This being the difference 
between torque power of the shaft with stirrer less the torque power of the shaft 
only. From this data, graphs of fan power versus speed, speed versus pressure 
and fan power versus pressure were drawn.
To calculate the equivalent air change rates produced in the chamber, each of 
the blades and air driven motor was placed at one end of a duct and the effective
air speed at the other end was measured by either an Abbirko rotating-vane
anemometer for speeds in excess of 0.25 m/s or a DISA low velocity 
anemometer for speeds below 0.3 m/s. The revolutions per minute of the 
blades in the duct was established which corresponded to equivalent of 2 0  and 2 0 0  
air changes per hour in the chamber; the former being the air change rate often
found in conventionally-ventilated cleanrooms and the latter approaching that used
in unidirectional cleanrooms.
2;.5.4 Particle production
Droplets were produced by an air-driven spinning-top, originally designed by 
W alton and Prewett (1949) and later modified by May (1966). This spinning-top 
atomizer was built in the Engineering Workshop of Glasgow University to the
design shown in Figure 2.5. The major part of the instrument is a cone-like top
that is rotated by jets of compressed air. The pressure of the jet was measured 
by a barometric pressure tube and ranged between 20 and 60 cm Hg. 
Operational stability was provided by an oil-damped flexible-metal bellows as a 
stator-m ounting and a minimum of sprung weight. In order for the system to 
have a correct viscous damping fluid of 500-1000 cp, as suggested by May (1966), 
a 15% w/w solution of polystyrene moulding chips in dibutylphthalate was used.
A fine continuous jet of a solution containing 80% ethanol (Aq), spores of
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Fig.  2.5 Diagram of  spray fo r  homogeneous p a r t i c l e s  
Legend: (A) tube (B) cap p iece  (C) hypodermic needle
(D) spinning top (E) l i g h t  a l lo y  dome 
(F) s t a t o r  (G) compressed a i r  supply housing 
(H) bronze bellows (J )  o u te r  c y l in d e r i c a l  wall 
(K) base r ing  (L) e x te rn a l  compressed a i r  pipe
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Bacil lus subt i l is  var. globigi i ,  commonly known as Bacil lus glob igi i  and a varied 
concentration of Potasium iodide (KI) was introduced through the tube (A) on the 
lower end of which was a hypodermic needle (C) which fed to the centre of the 
upper surface of the spinning disk and sprayed it off the edge as droplets. The 
clearance between the tip of the needle and the flat upper surface of the rotor 
was adjusted and precisely centred over the rotor for correct spraying. The 
number of particles atomized was controlled by adjusting the feed rate and spray 
time. The feed rate was also optimized to avoid flooding the disk, thus 
minimizing the effect of coagulation and over-rapid surface deposition.
Originally, for particles other than 0.8 /nn, the particles produced were 
heterogeneous in size and shape. This was due to the secondary production of 
satellite droplets approximately one fourth of the main droplet size. Removal of 
these satellite droplets was satisfactorily achieved throughout the main experiments 
by applying a suction pump to the body of the generator, thus giving homogeneity.
2.5.5 Particle sizing
2.5.5.1 wet sizing
A complete size calibration of the wet airborne droplets projected from the 
rim of the spinning disk was made. This was done by the method suggested by 
May (1966) and entailed preparing a magnesium oxide layer by moving burning 
magnesium ribbon to and fro under a glass slide. The oxide which adhered to 
the glass was smooth, soft and gave a layer of adequate thickness for droplet 
penetration. The microscopic slide was exposed to the spray, so that sample 
droplets struck the oxide layer and penetrated the surface. This left a 
well-defined circular impression which was viewed with strong transmitted light 
under the microscope. The impressions then appeared as bright white spots on a 
darker background. Traverses were made across the slide with the microscope, 
sizing each drop crossing a line on the eyepiece scale. A graticule May (1966) 
which was calibrated by a stage micrometer was used to measure the particle size.
The wet particle size of particles generated by the atomizer run at pressures 
between 4 and 72 cm Hg with spraying solution of 80% v/v aqueous ethanol was
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established. The particle size obtained by viewing the Magnesium oxide filter was 
multiplied by 0.86 as suggested by May (1966) to find the true wet drop size. 
This gave a size range of between 25 /im and 150 jxm. A detailed calibration 
curve of true wet-drop size versus pressure of air was plotted.
2.5.5.2 dry sizing
The final airborne particles were of spores. combined with Potassium iodide 
(KI). They were produced by evaporation, leaving dry solid spore/KI conglomerate 
particles. This diameter was calculated from the formula:
d = d 
P P
% I
lOOp
w here d^ = d ry  p a r t i c l e  d ia m e te r  (/mi)
f
dp = d r o p le t  d ia m e te r  (/tm)
Wj^ i = p e rc e n ta g e  c o n c e n t r a t io n  by w e ig h t o f  th e  
P o ta s s iu m  io d id e  s o l u t i o n  (%) 
p = d e n s i t y  o f  th e  P o ta ss iu m  io d id e  (3 .1 3  g /cm 3)
Different sizes of particles were sprayed by varying the pressure of the compressed
air and the concentration of the potassium iodide solution fed to the spinning disk.
The KI concentrations used were 0.1% and 7.2% (maximum possible) by weight.
An alternative and probably more exact estimate of the dry particle size was 
obtained by spraying droplets in the chamber for a longer time than normal and 
drawing air through two 47 mm diameter cellulose-nitrate membrane filters 
(Millipore Ltd) of 0.45 pm pore size. A quadrant of the filter was cut, placed on 
a microscope slide, immersion oil applied, and then covered with a plastic slide 
cover. The filter was then examined microscopically under oil magnification 
(xlOOO).
The volume of the potassium iodide was calculated as the volume of the 
sphere of the combined particle minus the volume of the spores. The volume of 
spores was taken as the volume of sphere with radius taken as 0.4 pm. The 
average combined particle density was then determined as:
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_ ( P * KI + ( P ’^ ) s p o r e s
cp 0 0 ^
w here p = d e n s i t y  (g /c m 3)
V = volum e o f  th e  s p h e re  (/*m3)
The subscript 'cp ' denotes the variable for the combined particle.
Since the particles were not spherical but were irregular in shape the concept 
of an aerodynamic particle diameter was adopted. The aerodynamic particle 
diameter (da ) of arbitrary shape and density whose terminal settling velocity would 
be equivalent to that of a sphere of unit density was calculated as:
2.5.6 Sampling of airborne particles
Two 47 mm diameter cellulose-nitrate membrane filters (Millipore Ltd) of
0.45 f im  pore size in plastic membrane holders were placed in the chamber to
determine the airborne particulate concentration. Two Rotameters of metric size 
1 0 , fitted with a solid stainless steel float (metric type s), were used to measure 
the volumetric flow rate of air drawn through the filters by a vacuum pump. The 
flow calibration for the Rotameters was calculated using the calibration data 
described in the Rotameter Manufacturing Co. Ltd. The charts and families of
curves presented by the company in leaflet (RP300) express the relationship 
between the variables involved. Using the known meter and air flow constants, 
the parameters of the characteristic curve were evaluated and from these the flow 
calibration was established. A detailed calibration curve of the volumetric flow 
rate versus scale reading for different suction pressures was plotted.
2.5.7 Experimental method
Before each run, the interior surface of the glove box was disinfected and 
cleaned with a 70% Isopropanol alcohol (Aq) solution. An antistatic solution 
(containing 75% De-ionized water, 20% Quaternary Ammonium Ethosulphate and 
5% Buthanol) was then applied to the interior surfaces of the glove box to
minimize any losses of particles drawn to the surfaces by electrostatic effects. The
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interior surface resistivity was significantly reduced by this method. When 
measured by a megohmmetei^ using the method suggested in BS 5958 (1980), a 
significant reduction of resistance was registered: 7 x 1 0 7  ohms compared to 5 x
10 1 4  ohms when no antistatic solution was used. A negative polarity air ioniser 
(Statimate E  type) was activated 30 minutes prior to each experiment in the hope
of minimizing the electrostatic effects of the particles by saturating the air with
ions. As the ioniser had a fan which mixed the air in the chamber it was 
switched off prior to collection of particles during the still condition experiments 
but was allowed to run where stirred condition was involved.
Ten of 9 cm Petri dishes containing Tryptone soya agar (Oxoid Ltd) were
attached to the inside of the chamber, four on the sides, three on the base and
three on the top of the chamber. Due to surface roughness which can be an 
important factor for turbulent (eddy) deposition mechanism, the petri dishes were 
filled to the lip with Tryptone soya agar. Initially the experiments involved 
removing and replacing the lids of agar plates, using gloved hands. It was 
suspected that hand movement caused undue disturbance of the air flow inside the 
chamber. Externally controlled rods were therefore designed to open and close 
each agar plate.
The pressure of the compressed air supply to the atomizer was adjusted to 
obtain the required particle size. Thus droplets projected from the rim of the 
spinning disk were introduced into the chamber and mechanically stirred gently for 
a short period (usually 1 minute) to obtain a uniform airborne concentration. The 
speed of the stirrer was then raised or lowered to the desired level to simulate 
equivalent ventilation rates of 0, 20 and 200 air changes per hour. The agar 
plates were then exposed for 30 minutes, during which airborne particles containing 
bacterial spores were deposited upon their surfaces. The aerial concentration of 
the spore-bearing particles was determined by drawing a sample of air through a 
membrane filter by a vacuum pump. To avoid excessive deposition on the filters, 
the air was drawn for a limited time. To observe the particle concentration 
decay, sampling was done 1 minute after the experiment started and 1  minute
before the experiment ended. Two different sampling locations were used to 
ensure that the aerosol was uniformly distributed through the chamber. The filters 
were removed from the holders and placed on the surface of agar plates which 
were then placed in an incubator. Following 24 hrs incubation, the baterial 
colonies were counted.
Because thermophoretic effects could be a contributory factor on disposition, 
the temperature of the air in the chamber and of the nutrient agar was monitored 
during the experiment.
Each test described was carried out three times at random intervals, when the 
appropriate test conditions prevailed. When the bacterial spores were deposited 
too rapidly, or a deposition rate was inconveniently slow, the test was repeated 
with a different concentration of Bacil lus globigi i  spores and potassium iodide.
2.6 Verification of the Airborne Concentration Model by Monitoring of Airborne
Particles and Bacteria in Industrial Cleanrooms
2.6.1 Introduction
To assess the validity of the airborne contaminant concentration model derived 
(Chapter Three), experiments were carried out to measure the number of particles 
and, where appropriate bacteria, in the air of cleanrooms and compare them to 
those obtained by calculation.
2.6.2 Materials and methods
The experiments were carried out in conventionally-ventilated cleanrooms at 
Optical Coatings Ltd. in Fife and at Organon Pharmaceutical Manufacturing
Laboratory Ltd at Newhouse near Glasgow.
The method used in measuring particle concentration was that described in 
Federal Standard 209D (1988). The minimum number of sampling locations should 
be equal to the floor area (ft2) divided by the square root of the airborne 
particulate cleanliness class designation and in no case should be less than 2  
sample locations. The number of sampling locations were uniformly spaced 
throughout the cleanroom. At each sampling location a Royco airborne particle
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counter was used to measure each individual sample particle concentration greater 
and equal to 0.5/un. According to the Federal Standard 209D (1988) the 
minimum volume per sample for air cleanliness class of 1 0 , 0 0 0  measuring particle 
size of 0.5/un is 0.1 f t 3 . The sampling time (1 min) was calculated by dividing 
the sample volume by the sample flow rate.
The average particle concentration (C^) at a location was defined as:
CA =  ( c i +  C 2 + ...... .................... + CN)/N S
w here Cj = sum o f  th e  in d iv id u a l  sam ple p a r t i c l e  c o u n ts
Ng = number o f  sam p les  ta k e n  a t  each  l o c a t io n
The mean o f  th e  a v e ra g e s  (MA) was c a l c u l a t e d  a s :
mA =  ( c Ai +  CA2 +  ....................  +  c A L ) / n L
w here CAj = sum o f  th e  in d iv id u a l  a v e ra g e s
Nl  = number o f  s a m p lin g  lo c a t io n s
The s ta n d a r d  d e v ia t i o n  (SD) o f  a v e ra g e s  was c a l c u l a t e d  a s :
i
sn _  [ <cAi -  ma > 2 + <cA2 -  ma )* ......... + (cAL -  ma )2 ]
L nl - l J
The S ta n d a rd  E r ro r  (SE) o f  th e  mean o f  th e  a v e ra g e s  (MA) was
d e te rm in e d  a s :
SE = SD /  (Nl ) £
The 95% u p p e r (UCL) and  low er (LCL) c o n f id e n c e  l im i t  o f  th e  mean o f  
th e  a v e ra g e s  was d e te rm in e d  a s :
UCL = MA + (95% CL F a c to r  x SE )
LCL -  Ma -  (95% CL F a c to r  x SE )
where the 95% CL factors for 3 and 4 locations are 2.9 and 2.4 respectively.
Additionally, airborne bacterial samples were carried out at Organon 
Laboratory by means of a high volume slit sampler (Casella Ltd) extracting 700 
litres of air per minute, onto Tryptone Soya agar (Oxoid Ltd) plates. Three 
sampling locations uniformly spaced throughout the room were chosen. The
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duration of air samples was 15 minutes and two samples were taken from each 
location. To minimize variation in bacterial counting that can be caused by 
insufficient incubation time, the plates were left in the incubator at 37 *C for 48 
hours. To minimize errors, plates were tested for sterility before use.
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3. COMPUTATIONAL MODELLING
3.1 Introduction
The ever-growing demands to minimize the airborne contaminant concentration 
and resultant deposition on critical surfaces in cleanrooms has led to a realization 
that there is insufficient data, analyses and theory relating to the ventilation 
performance of the room. Probably the most important facet of designing a 
cleanroom is the determination of the probable airborne contaminant concentration. 
Present cleanroom design practices are based on guesswork and rely on the 
designer's experience in air volumes, air movement, and filter efficiency to predict 
the likely airborne contaminant concentration. These design techniques are 
inadequate. These are also costly as the rooms built can often have a great deal 
of overdesign.
To comply with the current standards (US Fed. Std. 209D, 1988 or BS 5295, 
1989) measurement of the airborne contaminant concentration is required. This 
can only be done after the room is ready for commissioning and failure to reach 
the desired standard for classification can result in modification and alterations to 
the facility. As this may happen more than once before the designated class is 
reached, the procedure can be lengthy and costly. It is thus more desirable to 
have a predictive and systematic method that will ensure the cleanroom is 
completed to the required classification within a small limit of acceptable error.
At the present time, there is no analytical method to assess cumulative 
airborne contaminant concentration in a cleanroom. In this present work such a 
method has been introduced by a simulation developed from algorithms used in 
previous models. This provides an efficient method of design analysis for 
examining different cleanroom configurations quickly and easily. It has been coded 
into an user-friendly computer software package, allowing engineers to make 
pre-build changes and modifications in their design, with an immediate assessment 
of their effects. The developed program enables an assessment of the likely 
airborne contaminant concentration inside a conventionally-ventilated cleanroom with 
size distribution, contaminant deposition rates (onto surfaces and/or into containers)
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and contaminant decay rates. This can be carried out for both bacterial and 
inanimate particles.
3.2 Derivation of the Models
The models developed in the present work are for the calculation of:
(1) Steady-state airborne contaminant concentration
(2) Build up of airborne contaminant concentration
(3) Airborne contaminant losses due to surface-deposition
(4) Decay of airborne contaminant concentration
(5) Cumulative airborne contaminant size distribution
These are described in detail in the following subsections.
3.2.1 Steady-state airborne contaminant concentration
An explicit and practically-useful expression for assessing the airborne 
contaminant concentration can be derived by considering the sources and sinks of 
contaminants (particles or bacteria). The potential sources are the outdoor air and 
indoor generators such as people and machinery. The sinks are removal processes 
such as ventilation and deposition on surfaces.
The model which will be presented is based on two assumptions. The first is 
that a steady-state representation of all the variables formulating the model is 
adequate for design purposes. That is, it is assumed that all parameters can be 
represented by constant values or by values which represent time-weighted-average 
conditions. This presumes that all contamination entering and dispersing within a 
room will continue for a sufficient length of time and that all concentrations will 
approach and stabilize at constant values. The second assumption is that perfect 
mixing of incoming air and air within the room will occur. As a result the 
airborne contamination will have a uniform concentration throughout the room.
The above assumptions seem reasonable for a conventionally-ventilated 
cleanroom as the entrainment of room air by the supplied air is likely to spread 
the supplied air and dilute the contaminants generated in the room. Also higher 
than normal room air quantities would enable steady-state conditions to be reached
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quite quickly.
To illustrate the concept upon which the model is based, consider the
conventionally-ventilated cleanroom shown in Figure 3.1. The outdoor air with a
flow rate of Q 0 and a contaminant concentration of C 0 is passed through a
prefilter of efficiency Fp The prefiltered outdoor air mixes with the recirculated 
air with a flow rate of Qr and a contaminant concentration of C. This mixed air 
is considered to have a flow rate of Q with a contaminant concentration of Cs. 
This now passes through a secondary filter of efficiency F s. The filtered air enters 
the room and mixes with the contaminants dispersed from people (Sp) and
generated by machines and processes (Sm). The volume of air supplied from
unidirectional flow cabinet is and its filter efficiency F^. Two different 
volumetric flow rates Qr and Qe exit from the room.
For the room shown (Figure 3.1) there are two mixing areas to be 
considered. The first mixing area is where the recirculated air (Qr , C) mixes with 
the prefiltered outdoor air [Q 0, C 0 ( l-F p )]. Whenever two air streams are joined 
in the system, it is assumed that perfect mixing takes place within the turbulent 
flow patterns of the ducts. Applying a mass balance gives the following equation:
Q0 -C0( l  -  Fp ) + Qr • C = Q CS (E q. 3 .1 )
The second mixing area is within the room itself where the supplied air mixes
with the contaminant dispersed from people (Sp) and particulate generated from
machines and processes (Sm). For a steady-state condition, the sum rate of
contaminant entering and generated within the room must balance the sum rate 
exiting, captured and deposited within the room. Hence applying a mass balance, 
gives the following equation:
CS Q (1-F S) + Sp + Sm + C Qb ( l - F b ) -  C Qr  + C Qe + Rd C + C Q b
(Eq. 3 . 2 )
w here Rd = d e p o s i t io n  v e l o c i t y  x a v a i l a b l e  s u r f a c e  a r e a
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Now by c o n t i n u i t y  i t  i s  n o te d  t h a t :
Q = Q0 + Qr
Q = Qr  + Qe
h e n c e : Qe = Q0
By evaluating the expression CS Q from equation (3.2) and substituting in equation
(3.1) and then algebraically solving for C gives:
C =
Qo-C qO  * Fs ) d  -  F„) + SD + Sm
Q0  + Q b 'Fb + Qr*Fs + Rd
(Eq. 3 .3 )
3.2.2 Build up of airborne contaminant concentration
A differential equation resulting from all the sources and sinks of 
contaminants (Figure 3.1) as a function of time can be written as:
dC
d t = s m + s p + CS Q (1-FS) + C Qb ( l - F b ) -  C(Qr  + Qe ) -  Rd -C -  C Qb
w here V = volum e o f  th e  room
The airborne contaminant dispersion rate is a function of activity and may 
vary with time. However assuming it is a constant and rearranging, substituting 
and separating the variables, the differential equation leads to:
w here X =
dC
C -  (X/Y) d t
(^m + Sp)
+ C0 -m ( l-  Fp ) (1 -  Fs )
Y = r ( F s - l )  + 1 + 5 h .Fb +
n> “  Qo /  Q 
r  -  Qr  /  Q
m + r  = 1
I n t e g r a t i n g  b o th  s id e s  o f  th e  e q u a t io n  g iv e s
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In  (c  -  -  J - Q - t  + a
w here a = c o n s ta n t  o f  i n t e g r a t i o n  
Now we have a t  t  = 0 , C = Cj
and  a t  t  = t , C = Ct
a  -  ln  [C; -  £)
[ *  - f]ln [<=« - a - - W
e x p [ - Y - 3 . t ] ]  + Cr e x p [ - Y - 2 . t ]
3.2.3 Airborne contam inant losses due to surface-deposition
Airborne particles in a cleanroom may be deposited on surfaces by various 
deposition mechanisms described previously (section 1.7). To assess the significance 
of each deposition mechanism a computational model was developed to calculate
the deposition of aerosol particles in the chamber described in experimental 
programme (section 2.5).
In the derivation of the models it has been assumed that the airborne
particles are perfectly mixed in a turbulent core of the chamber or room and only
in small turbulent boundary layer a concentration gradiant occurs. This gradient 
may give rise to deposition by inertial impaction, turbulent (eddy) diffusion and 
Brownian (molecular) diffusion. Superimposed upon these is the process of 
gravitational settling, whereby particles fall to the floor, with a terminal settling 
velocity, Vs. The airborne concentration of submicron particles may be further 
reduced by the electrical charge carried by the particles, electrical fields existing
near the surface, and by thermophoretic effects.
Let us first consider the deposition due to gravitational sedimentation, 
Brownian (molecular) diffusion and turbulent (eddy) diffusion. In the case of stirred 
aerosol, the rate of diffusion of particles to the surface is more than the unstirred 
case due to turbulent mixing and the reduced thickness of the boundary layer
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through which particles must diffuse. The increase in the rate of diffusion in the 
boundary layer can be accounted for by including turbulent eddy diffusivity (D e) in 
the Fick's first law of diffusion applied to stationary fluid. The rate of transport 
of particles across a surface at a point (flux Jy) from the high to the low 
concentration is proportional to the local concentration gradient (dC /d y )  such that:
J y  -  -  (D  +  De ) | £
3y
(Eq.  3 . 4 )
where D = Brownian (molecular) diffusion coefficient 
y = distance measured normal to the surface 
The rate of change of concentration (9C/8t) within the boundary layer
thickness can be modelled by using Fick's second law of diffusion. This entails
considering an elemental volume of fluid (5x-5y-Sz) fixed in space. The rate of
transport across the surface into the elemental volume is:
3 J V S y  ‘
J y - 3y
5x- 8 z
8 X ’ 8z
The rate at which particles leave the elemental volume is:
3 Jy  5y
J y  + -----------------
3y 2  
The net rate of transport is:
3 J V
-  8 x - 8 y - 8 z -
Using Fick's second law of diffusion the rate of change of particle concentration in 
the elemental volume (5x-5y-5z) equals the net rate of particle transport such 
that:
8C
9 t
0J,
3y
(Eq.  3 . 5 )
Over the vertical side of the chamber or room, the particle flux to the 
surface is by eddy and Brownian diffusion. The rate of change of concentration
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(8 C /8 t) within the boundary layer thickness can be modelled by substituting 
equation (3.4) into equation (3.5), thus:
0C
at
a_
3y
—  (De + D) 
3y
( E q . 3 . 6 )
Now the turbulent eddy diffusivity (De) decreases rapidly as the surface is 
approached and is proportional to the square of the distance from the wall 
(Prandlt mixing length theory) and can be written as:
De -  Ke y 2
where Ke = eddy d i f f u s i o n  c o e f f i c i e n t
Substituting De in equation (3.6) we get:
8  C 
8 t 3y
(Ke y2 + D) 3C
9y
(Eq.  3 . 7 )
At the base of the chamber or floor of the room, the deposition rate is 
enhanced by gravitational sedimentation and this can be taken into account by 
adding the effect of gravitational sedimentation (terminal settling velocity, Vs) in 
the boundary layer thickness as:
0C
3 t
8 _
ay
(Ke y 2 + D) 0C
ay
+ vt dc_
ay
(Eq.  3 . 8 )
At the top of the chamber or ceiling of the room, the deposition rate is 
reduced due to the effect of gravitational sedimentation downwards. This can be 
taken into account by subtracting the effect of gravitational sedimentation in the 
boundary layer thickness as:
8 C
8 t
8 _
3y
(Ke y2 + D) 3C
3y J
- v. 3C
3y
(Eq.  3 . 9 )
Equation (3.7) can be solved by separating the variables and assuming a solution 
of the form:
C = f , ( y ) - g , ( t )
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(Eq.  3 . 1 0 )
Hence we o b t a i n :
* V dy
1  dgi
gi  d t  ^
(Ke - y 2 + D)
d f ,
dy
= -  (3 (Eq. 3 . 1 1 )
w here (3 = c o n s t a n t
The constant ((3) is the surface loss rate coefficient determined by the boundary
conditions at the wall given by:
C = 0 when y = 0 
C = C when y = 5  
From equation (3.10) it follows that:
(dC /  d t )  -  -  0-C
In a similar fashion, we can write dC / dt as:
(dC /  d t )  = -  0-C
By s e t t i n g  y = [ (D /  Ke ) ^ - z ]  and s u b s t i t u t i n g  i n t o  e q u a t i o n  ( 3 . 1 1 )
we g e t :
d 2f , d f ,  (3
( Z 2 + i )   + 2  z  +  f ,  = 0
d z 2 dz Ke
Now the last term  (0-f ,  / Ke) will be very small compared to the other term s, so
we may ignore it.
We have at y = 0 , f , = 0, so to fix the scale of f , we make f , = 1 at y = 5
t a n - 1 [ y(Ke /  D ) *]
t a n  1 [ 6 (Ke /  D )*]
Now ( S 2 -Ke /  D) »  1, t h e r e f o r e  i t  f o l l o w s  t h a t  [S(Ke /  D )^  ] »  1
t a n  1 [ y (^ e  /  ®)  ^ ]
f , ------------------------------------
x /  2
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The deposition velocity on vertical sides of a chamber (or walls of a room) is thus 
given by:
( ^ d ) s i d e
d f i
dy” y= 0  D‘ dy 
••• W s i d e  = 4 -  (Ke ‘D) i
t a n - 1  [ y(Ke /  D)^ ] ■
x /  2 y= 0
(Eq.  3 . 1 2 )
Using a similar technique to solve equations (3.8) and (3.9) for the deposition 
velocity over the top and base of the chamber we assume a solution of the form:
c  = f 2 ( y ) - s 2( t )
and obtain the deposition velocity over the top interior surface of a chamber (or 
ceiling of a room) as:
(v d ) t o p  "  O V y 2 + D ) d f 2 /  dy -  Vs . f 2
now f 2 (y)  = 1 a t  y = <5
and f 2 (y)  = 0  a t  y = 0
we g e t :
l n 1  +
(Vd ) t o p <D-Ke )*  2
V£
1  +
^ d )  t o p  
( ^ d ) t o p
= exp
x Vr
2 (D.Ke )
exp
x Vc
2(D* Ke ) i
- l
(Eq .  3 . 1 3 )
Similarly setting C = f 3 (y) • g 3 (t) we obtain for the deposition velocity on the base 
of a chamber (or floor of a room) as:
(v d>base  = (Ke ' y 2 + D> d f 3  /  dy + v s ’ f 3
91
u s i n g  f 3 (y)  = 1  a t  y = 8
and  f 3 (y)  = 0  a t  y = 0
we g e t :
1V,s
(^ d )b a s e ( D K e ) 4 2
solving for (Vd)base we get:
( ^ d ) b a s e (Eq.  3 .1 4 )
exp
2 (Ke • D) 4
Thus equations 3.12, 3.13 and 3.14 give deposition velocities on various 
surfaces of room (or chamber). To solve these equations several unknown 
quantities in these equations must be determined. These are:
(1) The terminal settling velocity (Vs). As discussed and shown in the literature 
review (section 1.7.2) the terminal settling velocity (Vs) on a horizontal 
surface is given by Stokes law with the slip correction factor as:
w here pp = p a r t i c l e  d e n s i t y  
dp = p a r t i c l e  d i a m e t e r  
g = a c c e l e r a t i o n  due t o  g r a v i t y  
C(Kn ) = Cunningham  s l i p  c o r r e c t i o n  f a c t o r  
Hg = dynamic gas  v i s c o s i t y
Stokes law was derived for a rigid spherical particle, moving through a
continuous viscous stagnant fluid at relatively constant velocity. In general,
particles are not spherical but irregular in shape. To compensate for this
discrepency an aerodynamic particle diameter (da ) which is the diam eter of a
sphere of unit density whose terminal settling velocity is equal to that of the
irregular particle has been defined asl
P p - dp - g ‘C(Kn )
(Eq.  3 . 1 5 )
18
d
18 Vs -p g  I 4
a
g-C(Kn )
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da = d p ( P p ) 2
(2) To evaluate the terminal settling velocity Vs (Eq. 3.15), the dynamic gas (air) 
viscosity (/igx) at any absolute tem perature (T) in the chamber (or room) can 
be calculated from: / • .
V ^ o C T  / T ^ ) ’ - 5  
w here f i g j  = dynam ic gas  ( a i r )  v i s c o s i t y  a t  a b s o l u t e  t e m p e r a t u r e  T
W il son  (1972) recommended t h a t  t h e  b e s t  v a l u e  t o  d a t e  f o r  t h e  
dynamic a i r  v i s c o s i t y  i s :
^ g 2 o = 1-819 x 10 4 g /  (cm s e c )  and  Sw = 110 .4  K
H = 1 .819  x 10" 4  (T /  2 9 3 . 1 5 j ’ 5 [ 4 0 3 .5 5  /  (T + 1 1 0 . 4 ) ]
(3) The Cunningham slip correction factor C(Kn) used in equation (3.15) has 
been defined as:
C(Kn ) = 1 + Kn [ 1 .1 55  + 0 .471  e x p ( - 0 . 5 9 6 / K n ) ] 
where Kn = K nudsen num ber
The K nudsen number (Kn ) i s  g i v e n  by:
Kn = X /  Tp
where X = mean f r e e  p a t h  o f  t h e  gas  ( a i r )  m o l e c u l e s
r p  = p a r t i c l e  r a d i u s
The mean free path of the gas molecules (X) can be determined from a 
Kinetic theory model as:
X = fig /  (<P" pg" c)
where pg = gas  ( a i r )  d e n s i t y
c = mean v e l o c i t y  o f  t h e  gas  m o le c u le s  
<p = c o n s t a n t
The value of X used in most aerosol work is 0.0662 /an for <p -  0.449, 
absolute temperature (T) of 296K and atmospheric pressure (P0) of 760 mm 
Hg. However, to correct the mean free path at any absolute tem perature (T)
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and pressure (P), the equation derived by Willeke (1976) was used, i.e.
1 + (Sw/  T 0)
X = X0(T /  T 0 ) ( P 0  /  P)
L 1 + (Sw/  T)
The subscript 'o ' refers to the value of X used for the appropriate pressure 
and tem perature.
(4) The coefficient of Brownian diffusion (D) was calculated as:
C(Kn )
D = K T
6  x f<g - r p
w here K = B o l t zm a n’ s c o n s t a n t
T = a b s o l u t e  t e m p e r a t u r e  
Finally (5) The eddy diffusion coefficient (Kg) characterizing the intensity of
mixing was evaluated from:
Ke = K" • du /  dx 
where  K" = Karman t u r b u l e n c e  c o n s t a n t
du /  dx = v e l o c i t y  g r a d i e n t  o f  t h e  mean m o t io n  w i t h i n  t h e
bo undary  l a y e r  ( a s s u m in g  a  l i n e a r  d i s t r i b u t i o n )  
The velocity gradient (du/dx) is given by Saffman and Turner (1956) as:
du /  dx = [2 ed /  (15 v ) ] *
w here ed = a v e ra g e  t u r b u l e n t  e n e r g y  d i s s i p a t i o n  r a t e  
u = k i n e m a t i c  v i s c o s i t y  o f  a i r  
The above equation is basically the Prandlt mixing length formulae, where
(ed /  06 (du /  d>0
i
and  Ke ( e d / u )
Assuming a complete turbulent dissipation into the air, the energy dissipation 
rate (ed) is:
*d "  pc /  M
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where
Pc = power c o n s u m p t io n  i n t o  t h e  a i r  ( i n  t h e  cham ber o r  room) 
M = m ass o f  m ix i n g  a i r  ( i n  t h e  cham ber o r  room)
According to the theory of isotropic turbulence proposed by Kolmogroff, the 
micro-scale of turbulence (Xt) can be calculated as:
Let us now consider the importance of deposition of particles due to inertial 
impaction. The surface deposition due to particle's inertia in a chamber (or 
room) can be calculated by modelling the particle trajectories over a flat plate and 
then solving the trajectories by a step-by-step integration of vector equations. 
The equation of motion for a particle moving in a flow field such that the force 
of gravity and electrostatic attraction can be neglected is:
The drag force (F^) opposing the relative movement of the particle through the 
fluid is given by:
To utilize equations 3.16 and 3.17 in the present study it was necessary to 
transform these into tangential (x) and normal (y) components as:
= < u 3  /  ed)
mP ' d t ^  ”  " Fd (Eq.  3 .1 6 )
w here mp = m ass o f  p a r t i c l e
Vp = p a r t i c l e  v e l o c i t y  
t  = t  i me
= d r a g  f o r c e
(Eq.  3 . 1 7 )
mp ^  x — ** ^g r P ^ P  Vf>x  /  C(Kn )
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mp .dt*3. y ~ rP ^ P  Vf ) y  /  C(Kn)
T h u s :
f  dVP 1 1
[ a t 2 ]* - - 7 (vf - V x
Where r  i s  th e  a e rodyna m ic  r e l a x a t i o n  t im e  g i v e n  by:
P p d p C ( K n )
r
!8 p g
To solve this set of equations, it is necessary to resort to an approximation 
method outlined by Fuchs (1964). The time is divided into equal intervals and 
the trajectory of the particle into corresponding segments. Then the flow field 
equations are approximated by a numerical integration. Ranz and Wong (1952) 
investigated and extended analytical solutions for impaction efficiency for various 
geometry of aerosol jet and body collectors. Their flow field for round aerosol 
jet (of diameter Dc) on flat plate of infinite extent has been reduced to:
-2x -£  < x < 0
f o r  r e g i o n
V,y y -1 < y < 1
0 f o r  r e g i o n - i  < x < 0 
y > 1 and y < -1
These flow fields give the efficiency of impaction ( 77) as:
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1K e ' S' " ’ [ 4  ] + J  4  ] + t 2  ^ )
2
s * " - [ ? J ]  * [ 4 )  + [ 2J ]
1r  , = —  t an  1 (80 -  1) + ( 4 0 - q , ) 2
i
( 1 - 4 0 ) 8 0 - g n
W i J
2
* -  [ J M * ]
The S t o k e s  number (0 ) i s  g i v e n  a s :
0 =
Vpo*^p’C(Kn )
18 ^ g •Dc
where  Vp0 = i n i t i a l  o r  u n d i s t u r b e d  v e l o c i t y  o f  a i r  s t r e a m
To calculate the minimum particle size below which impaction due to 
particle's inertia cannot occur it is necessary to calculate the critical Stokes number 
(0). Impaction due to particle's inertia cannot occur until the critical Stokes 
number is reached. By solving the above equations it is verified that the critical 
Stokes number for complete impaction is 1/4. Solving these equations for the 
worst possible case during the surface-deposition experiment (section 2.5), the 
Stokes number is less than the critical Stokes number and that complete impaction 
due to particle's inertia occurs for particles larger than 36 fim.  Therefore inertial 
impaction is not an effective deposition mechanism to be considered.
The deposition model (gravitational sedimentation, Brownian diffusion and eddy 
diffusion) derived was developed to run on a mainframe computer, and was coded 
in Fortran 77 as shown in the flow chart (Figure 3.2). The program was run to 
compute the theoretical deposition velocities for various aerodynamic particle 
diameters and equivalent ventilation rates for the experiment described (section
2.5).
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START
USER INPUT
1) AIR PRESSURE 
£) RIR TEMPERATURE
S) CHAMBER UOLUME 
4) PARTICLE DENSITY
FOR RIR CHANGE RATES OF 
0 , £0 AMD £00 AC/HP.
FOR AERODYNAMIC PARTICLE SIZE 
OF 0.001 TO £0 H1CR0HS.
CALCULATE MODIFIED STORE'S 
SETTLING UELOCITY .
CALCULATE BROUNiAH DIFFUSION! 
COEFFICIENT.
CALCULATE TURBULENT ENERGY
DISSIPATION RATE.
CALCULATE MELOCITY GRADIENT
IN THE BOUNDARY LAYER.
CALCULATE EDDY DIFFUSION
COEFFICIENT.
CALCULATE DEPOSITION UELOCIT!ES 
OH CHAMBER FLOOR, HALLS A CEILING
NEXT AIR CHANGE 
RATE______
NEXT PARTICLE CALCULATE TOTAL DEPOSITION 
UELOCI TY .SIZE
OUTPUT PLOT OF DEPOSITION UELOCITY 
UERSUS AERODYNAMIC PARTICLE SIZE.
STOP
Flow c h a r t  o f  the  s u r fa ce  d epos i t ion  model
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Now from Equations 3.12, 3.13 and 3.14 we had:
(^d)side ~ ( K e *D)^
(Vd ) to p
exp x Vc
2(Ke •D)
-  1
(Vd ) ba s e
exp x Ve
2(Ke D) *
-  l
The chance of a particle deposited on a surface is proportional to the 
airborne contaminant concentration (C) in the room, the deposition velocities (Vd) 
and the available surface areas (A) to deposit in the room. Thus the total sum 
of each deposition velocity multiplied by its appropriate surface area is defined as:
L et x =
^d ( ^ d ’A ) t o p  + (V d 'A )b a s e  + (Vd *A)s j d e s  
x Ve
4(Ke D) i
Then
< V A ) t o p  + <Vd 'A ) b a se  = V , .L . B 2x .. -2 x  1e -  1 e -  1
= Vs -L-B -
. 2x -2x .  ■ (e  -  e )
o / 2x . " 2 x ^2 -  (e  + e )
V g - L B T s i n h ( 2 x )  1[ 1 -  co sh (2x )J
= v  . T•R L  2 s i n h ( x )  c o s h (x )  1 
s [ 1 -  c o s h 2(x)  -  s i n h 2(x)J
-  V . - L - B  [ -  2  S ‘ n h <X:> ° 0 * h ( x ) ls L -  2 s i n h 2(x)  J
= Vq •L- B* c o t h ( x )
w here
L = l e n g t h  
B = b r e a d t h  
H = h e i g h t
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This leads to:
4H(B + L) (Ke -D)*
Rd = + B-L-Vs - c o t h
4(Ke -D)*.
(Eq. 3 .1 8 )
The number of particles deposited (onto surfaces or into containers) was 
obtained from:
However, the above equation is only valid for one particle size (dp). To assess the 
cumulative surface particle size distribution, the above equation has to be integrated 
with respect to the particle diameter as follows:
3.2.4 Decay of airborne contaminant concentration
Although not a functional requirement of the operating standards applying to 
any particular cleanroom, knowledge of the decay rate of airborne contaminant 
concentration can be a useful tool in assessing the ventilation performance in such 
a room. Particularly where the contamination within a room requires to be 
quickly reduced (e.g. air locks). However no work has been carried out to 
establish an accurate model including various surface deposition mechanisms. As 
part of this study it was therefore necessary to derive a mathematical model.
There are three components of decay rate.
(i) Ventilation
(ii) Deposition
N(dp ) = Vd ( d p ) C ( d p ) A e t e 
w here N(dp) = num ber o f  p a r t i c l e s  o f  s i z e  dp d e p o s i t e d
Vd(dp)  = d e p o s i t i o n  v e l o c i t y  o f  p a r t i c l e s  o f  s i z e  dp
C(dp)  = a i r b o r n e  c o n ta m in a n t  c o n c e n t r a t i o n  o f  s i z e  dp
Ae = e x p o sed  s u r f a c e  a r e a
t e = e x p o s u r e  t im e
w here N*(dp) = num ber o f  p a r t i c l e s  o f  s i z e  dp and  g r e a t e r  d e p o s i t e d
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(iii) Biological death
Within a cleanroom, with a naturally-occurring airborne bacterial-particles, the 
death rate of organisms is generally small in comparison to the removal process by 
ventilation and deposition on surfaces and therefore it can be neglected 
(Chamberlain, 1967).
When an initial airborne contaminant concentration (Cj) within a cleanroom of 
volume (V) is left to die away, the subsequent change in airborne concentration 
(SC) during time (St) is given by:
Now substituting Xtr in equation (3.20) and integrating with respect to time (t) we
C — C j * exp £ —t(X y  + X^)J
To determine X^, we need the total deposition velocities on all surfaces of 
the chamber (or room). From the foregoing analysis (Equations 3.12, 3.13 and 
3.14) we had:
SC
St (Eq.  3 . 2 0 )
i . e .  Xt r *** ^d
w here Xt r t o t a l  rem oval c o e f f i c i e n t
X rem oval r a t e  c o e f f i c i e n t  due t o  v e n t i l a t i o nv
X^ = rem oval r a t e  c o e f f i c i e n t  due t o  d e p o s i t i o n
get:
he nc e :  In  C = - t ( X v + X<j) + a
where a  = c o n s t a n t  o f  i n t e g r a t i o n
At t  = 0, C = C j , a  = l n  Cj
(V d ) s i d e  = —^ -<Ke D)*
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( ^ d ) t o p
V,
exp x Ve
(Vd ) b
2(Ke D)
V.
-  1
a s e
exp x Vc
2(Ke • D)
-  1
Now, multiplying each deposition velocity by its appropriate surface area in the 
chamber (or room) and adding all these and dividing by the volume of the 
chamber (or room) gives the total removal rate coefficient due to deposition as:
\ l  = —  (Ke *D)
£ 2(L+B)H ^  L B
L B H  L B H
' vs
exp x Vs 
.2(Ke -D)* .
-  1
L B -  v s
L B H
exp XVq
. 2(Ke -D) i  .
-  1
x _ 4(L+B) (Kp, • D) , 
X d  x ( I ~ B )   +
V.
H exp X vq -1 exp x vq
2(Ke -D)* 2(Ke D ) 4J 1
4(L+BHK? : p )^  + Va , c o th j
x(L-B) H
(  lYs )
U ( K e • D)  ^ J
-  1
Now recalling that the removal rate coefficient due to ventilation is basically the 
air change rate in the room, i.e. Xv = Q / V
i
We had  C = Cj •e x p [ - (X v+Xd ) t ]
xV,
4(Ke D) £
Therefore the decay rate of the airborne contaminant concentration can be 
evaluated from:
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C = C j •exp - t Q 4 ( L + B ) ( K „ D ) *  V i r ( L B ) + TJ2-' c o t h  H f  ----- ]  (Eq.  3 . 2 1 )L4(D-Ke ) i  J.
3:2 .5  Cumulative airborne contaminant size distribution
The steady-state airborne contaminant concentration model derived (section
3.2.1, Eq. 3.3) is only valid for one discrete particle, or bacterial-carrying particle, 
size. To comply with the current standards (Fed. Std. 209D, 1988 and BS 5295, 
1989) the airborne contaminant concentration for a greater than and equal to a 
particular particle size (usually 0.1 ^m, 0.3/un, 0 .5 /un) is required. As discussed in 
the literature review (section 1.4) so far, all the theoretical models developed to 
predict the airborne contaminant concentration are only applicable to one discrete 
particle size. This is unrealistic as there is a range of particle sizes normally 
encountered in cleanrooms and for accurate modelling the contribution of all 
particle sizes must be taken into account.
The cumulative airbone contaminant size distribution (larger than particle 
diameter dp) is defined as:
dp and g r e a t e r
C(dp)  = a i r b o r n e  c o n ta m in a n t  c o n c e n t r a t i o n  o f  s i z e  dp 
To predict the cumulative airborne contaminant concentration required in 
standards, such as Fed. Std. 209D (1988) and BS 5295 (1989), the size distribution 
of a number of individual factors have to be determined. These are as follows:
(1) Particles dispersed from people
(2) Bacteria-carrying particles dispersed from people
(3) Particles in outdoor air
(4) Bacteria-carrying particles in outdoor air
(5) Prefilter penetration
(6) Final filter penetration
C(dp ) ddp
where C *(dp) = a i r b o r n e  c o n ta m in a n t  c o n c e n t r a t i o n  o f  s i z e
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All the above distributions reported in previous literature (cited later) conform 
well to a log-normal function. The equation for a log-norm al distribution is given 
by the following equation:
1 I n 2 (d p / p )
f ( x )  = ------- 7 ----------------
(2x)  j  dp - l n  o-g
- exp
2 I n 2 cr,g
(Eq.  3 .2 2 )
where p  = g e o m e t r i c  mean p a r t i c l e  d i a m e t e r
(Tg = g e o m e t r i c  s t a n d a r d  d e v i a t i o n
The distribution parameters p. and Ug for each distribution were determined by 
plotting the cumulative size distribution against the particle size, on probability-log 
paper. The geometric mean particle diameter is the point which half of the results 
lie below and half above it and the geometric standard deviation is the slope of 
the distribution curve. In some cases, where the raw data were available, the 
distribution parameters were evaluated using the Minitab Statistical Package.
Fujii and Minamino (1982) have reported the numbers of particles released by 
people in a cleanroom. Their measurement was carried out for two types of 
garments by determining the particle counts from 0.3 to 10 p m  into 15 steps.
Polyester coverall and cotton gowns were used in their study. The size distribution
curves plotted had a very consistent shape although the total dispersion rate varied. 
The average data for the polyester coverall was used to represent particle 
dispersion rate from people wearing good cleanroom clothing. The data from the 
cotton gown was used for people wearing poor clothing such as only smocks, 
surgical gowns and laboratory coats. Table 3.1 summarizes the log-normal 
distribution parameters (geometric mean particle diameter and geometric standard 
deviation) compiled from their data and the experimental results obtained by the 
author, for female and male particulate dispersion.
The bacterial dispersion rate (%  cumulative counts) from a volunteer wearing
personal indoor clothing and underwear plus Ceramic terylene in a dispersion 
chamber has been determined by Whyte (1986). Table 3.2 summarizes the
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TABLE 3 .1  LOG-NORMAL DISTRIBUTION PARAMETERS FOR PARTICLES 
DISPERSED FROM PEOPLE
Type o f  
C l o t h i n g
D i s p e r s e r /*
(/im)
° g Mean 
( P a r t  >.3/zm/min)
Male 0 .805 2 .0 8 4 2 . 2  x 106
Good
Female 0 .805 2 .084 8 x 105
Male 1 .097 1 .770 3 . 5  x 106
Poor
Female 1 .097 1 .770 2 . 5  x 1 0 6
TABLE 3 .2  LOG-NORMAL DISTRIBUTION PARAMETERS FOR BACTERIA- 
CARRYING PARTICLES DISPERSED FROM PEOPLE
Type o f Fem ale Male
C l o t h i n g
(/im) °g
Mean
(B a c t /m in ) (fim) ° g
Mean
(B a c t / m i n )
Good 12 2 .2 5 57 12 2 .2 5 85
Poor 12 2 .2 5 363 12 2 .2 5 1600
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distribution parameters recalculated from his bacterial size distribution together with 
the results of the dispersion chamber test carried out by the author.
The concentration of particles in outdoor air has been reported by Willeke 
and Whitby (1975). From their extensive measurements over a wide range of
urban and rural locations it can be concluded that the outdoor size distributions 
curve has a very consistent shape, although the. total concentration varied from 
4000 to 200,000 particles/cm3. Table 3.3 summarizes the distribution parameters 
calculated from their data.
Outdoor bacterial size distribution has been reported by Whyte (1968) to 
conform very well to a log-normal function. Table 3.4 summarizes the distribution 
param eters calculated from his results together with the results achieved by the 
author.
The filter penetration curve has been reported by Bergman et al (1983) and 
Liu et al (1985). Table 3.5 summarizes the distribution parameters for HEPA, 
ULPA and prefilter penetration compilied from their experiments. The distribution 
parameters calculated for HEPA and ULPA filters was for a face velocity of 2.5 
cm/sec.
3.3 Development of Computer Software Package
The mathematical models presented have been coded into a user-friendly 
software package as shown in the flow chart (Figure 3.3).
The objectives in the development of the package were to:
be efficient in terms of time.
standardize formats of output, as required by the current standards.
include all possible sources of contamination.
include the principle method of deposition.
be derived fundamentally.
have generality in application.
minimize the amount of data required.
be flexible in order to allow for the future extensions.
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TABLE 3 .3  LOG-NORMAL DISTRIBUTION PARAMETERS FOR PARTICLES 
IN OUTDOOR AIR
L ocat io n ° g T o t a l
(Urn) ( P a r t / m 3)
R ura l 0 .0 5 2 . 2 4 4 x 1 0 9
U rban 0 .0 5 2 . 2 4 2 x 1 0 11
TABLE 3 .4  LOG-NORMAL DISTRIBUTION PARAMETERS FOR BACTERIA 
IN OUTDOOR AIR
L ocat io n /* °g Mean
(/mi) ( B a c t / f t  3)
R ura l 16 .0 5 . 3 0 .5 3
U rban 16 .0 5 . 3 0 .6 4
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Fig.  3.3  Flow chart of  the airDorne contamination moaei
run on an IBM or IBM-compatible personal computer.
To increase the efficiency with which data from monitoring and modelling
studies could be analysed, Random Access files and data base files were set up in 
the program.
The data required to run the program is as follow:
1. Dimensions of the room (length, width, height).
2. Total volume of air supplied to the room through air terminal devices and
unidirectional flow cabinets.
3. Number of people working in the room (male and female).
4. Percentage of recirculated air into the room.
5. Distribution parameters for the following variables:
(i) Particles dispersed from people (male and female)
(ii) Bacteria-carrying particles dispersed from people (male and female)
(iii) Particles in outdoor air
(iv) Bacteria in outdoor air
(v) Prefilter penetration
(vi) Secondary filter penetration
(vii) Particles generated from the machines 
The output results contained:
(a) cumulative airborne contaminant concentration
(b) contaminant deposition rates (onto surfaces and/or into containers)
(c) airborne contaminant decay rates
The deposition of airborne particles in the previously described chamber 
(section 2.5) was investigated theoretically and experimentally. Agreement between 
predicted and measured surface deposition rates was satisfactory. The conclusion 
drawn was that gravitational sedimentation is the predominant loss mechanism. 
However, electrostatic effects must also be considered when generating highly 
charged particles but in most cleanrooms the particles will not be as highly 
charged> so electrostatic effects can be ignored. Therefore gravitational 
sedimentation was the only effective deposition mechanism taken into account in
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the computer program. In calculating the terminal settling velocity to obtain 
deposition rates on the floor, the programme evaluates the deposition of all the 
particle sizes (particle size distribution) existing in the room.
As the airborne cleanliness classification laid down by the current standards 
are based on the maximum allowable number of particles (0.1 (im , 0 .3pm or 0.5 jun 
and larger), it was therefore necessary to calculate the cumulative airborne particle 
concentration. The distribution parameters for all the input variables discussed 
previously (section 3.2.5) were used to compute the cumulative airborne 
contaminant concentration in the room. These distributions were used to derive 
the relationship between particle diameter and the percentage of particles above a 
given size. The probability [<t>(x)] that a random variable, normally distributed 
with zero mean and unit variance will be less than x was calculated as follows:
As all the distributions conformed well to a log-normal function, x (the upper 
limit of integration in equation 3.23) was calculated as:
where dp = p a r t i c l e  d i a m e t e r
ft = g e o m e t r i c  mean p a r t i c l e  d i a m e t e r  
(Tg = g e o m e t r i c  s t a n d a r d  d e v i a t i o n
The equation used to predict the cumulative airborne contaminant
concentration was as follows:
where C(dp)  = a i r b o r n e  c o n ta m in a n t  c o n c e n t r a t i o n  o f  s i z e  dp
C*(dp)  = a i r b o r n e  c o n ta m in a n t  c o n c e n t r a t i o n  o f  s i z e  dp and  
g r e a t e r
(Eq.  3 . 2 3 )
I n  ( d p / n )
I n  <rg
111
The airborne contaminant concentration of size dp was derived before (Section
3.2.1, Eq. 3.3) as:
Qo' c o t 1 “ F s ) d  -  Fp) +
C -------------------------------------------------------------
Qo + Qb‘Fb + Q r ‘Fs + Rd
As discussed previously the maximum number of particles equal to and greater 
than a particular size (0.1 /on, 0.3/on or 0.5/on) is required by the standards. The 
equation for airborne contaminant concentration at one discrete particle size (Eq. 
3.3) is integrated to obtain the concentration which exceeds a given size. This 
integrated function corresponds to the way the standards have been defined. When 
the prediction was carried out for contaminants to be inanimate particles, the 
lower limits of integration for cumulative airborne concentration were 0.1 /mi, 
0.3/mi or 0.5/mi. However, as almost all bacteria-carrying particles are larger
than 1/im (Whyte, 1968), this was * taken as the size for its lower limit of 
integration. The upper limit for both contaminants (particles and bacteria) was 
taken as 50/on. In the case of bacteria-carrying particles the median size 
dispersed from people is about 20/mi with 7-10%  less than 10fim (Macintosh,
1978). This size range (up to 50/mi) was used since the validity of the Stokes 
law above that size becomes questionable as particles above that size appear to be 
accelerating so fast that Stokes law can no longer predict their motion. Also the 
percentage of airborne particles above that size is very small probably because few 
are generated and those that do will deposit rapidly.
To perform the numerical integration (integrated size distribution) the 
procedure adopted in the computer program was as follows:
(1) The range of particle diameters was divided into approximately equal
logarithmic intervals of width 5p.
(2) The mean diameter of each interval was used to calculate the filter's
penetration using the equation (3.22).
(3) The removal of airborne particles by gravitational sedimentation was calculated 
(R^ = Vs -A) for the mean diameter of each interval.
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(4) The probability density function $(x) in equation (3.23) was used to determine 
what percentage of the particles, by count, for each distribution in equation 
(3.3) were greater than and equal to dp and greater than and equal to dp +
- 5dp .
(5) The percentage of particles greater than and equal to dp was subtracted from 
the percentage greater than and equal to dp .+ 5dp to give the percentage of 
particles in that interval.
(6) The steady-state airborne contaminant concentration (C) was then calculated 
using equation (3.3) for the mean diameter of the interval.
(7) Results were then summed to give the cumulative airborne contaminant 
concentration (i.e. concentration exceeding a given size).
The equation used to calculate the gravitational deposition of airborne
contamination onto surfaces or into containers was as follows:
N *(dp ) -  Ae t e Vs (d p ) -C(dp) ddp
dP
The procedure adopted in the computer programme was identical up to step (6) as
given above. However further steps were required to complete the numerical
integration and these were:
(7) The modified Stokes settling velocity (Vs) was calculated for the mean
diameter of the interval.
(8) The results in step (6) was multiplied by the result in step (7) to give the 
particle flux for the interval.
(9) The whole procedure (1 to 8) was repeated till the upper limit of the particle 
size was reached.
(10) The particle flux in each interval was then added to give the total flux within 
the required size range.
(11) The result was then multiplied by the exposed surface area for a given
exposure time to give the gravitational deposition of airborne contamination
onto surfaces or into containers.
As verified by experiments, it is known that gravitational sedimentation is the
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only loss mechanism to be considered. Therefore the decay rate equation (Eq.
3.21) derived has been simplified to take into account only the effect of 
gravitational sedimentation. This reduced to:
Ct .  Cj exp [ - t  [ ^  ♦  - £ ] ]
The time taken for the airborne contaminant concentration to reach to any level 
of its initial value was calculated as:
For 99% of its initial value this reduced to:
4. RESULTS 
The results are described under six headings:
(1) Cleanroom air distribution performance.
(2) Dispersal of airborne particles and bacteria by people.
(3) Particle emissions from machines in cleanrooms.
(4) Outdoor airborne particulate and bacterial concentration.
(5) Surface-deposition of airborne particles in a chamber.
(6) Verification of the airborne concentration model by monitoring of 
airborne particles and bacteria in industrial cleanrooms.
4.1 Cleanroom Air Distribution Performance
To assess the validity of the assumption of perfect mixing used in the
mathematical models (Chapter 3) and explore the air movement in a 
conventionally-ventilated cleanroom, experiments were carried out at Organon
Pharmaceutical Manufacturing Laboratory Ltd. The influence of various param eters 
on air mixing were studied. Assuming constant geometry of the room and the 
obstructions within it, the parameters which were established from a review of the 
literature as having the greatest influence were:
(1) Type of air terminal device.
(2) Air supply flow-rate into the room.
(3) Differential temperature between the supplied air and the room air.
(4) Location of the contaminant source.
The results are described in the following six sections.
4.1.1 Contaminant penetration into the air supply
Tests were carried out to study the entrainment process of supplied air with
the room air for the dump and jet air terminal devices. These two air terminal
devices were studied because the device known as the dump should have discharged 
the supplied air like a jet. However it became evident that the dump air supply 
drew in smoke from the room air causing a flow of smoke towards a negative
pressure area under and at the periphery of the HEPA filter. This smoke was
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then rapidly entrained into the clean supplied air. This situation was rectified by 
introducing rectangular metal plates around the HEPA filter to minimize the 
entrainment and ensure that the air discharged like a jet (Figure 2.3). This 
modified air terminal device is known as a jet device.
Figures 4.1 to 4.5 demonstrate the various amount of air entrained from the 
room into the uncontaminated supply air for the two types of air terminal devices 
(dump and jet). The isopleth diagrams (Figures 4.1 to 4.5) clearly show how the 
jet, as compared to the dump air supply, reduces the amount of surrounding room 
air which penetrates into the uncontaminated supply air. The diagrams also show 
that the air supply from the dump air terminal device spreads as soon as it 
discharges into the room, the room air being rapidly induced into the air 
supply.
4.1.2 Air movement
The air movement pattern obtained in the conventionally-ventilated cleanroom 
from various air terminal devices (multislot, adjustable vane, dump and jet), 
ventilation rates (3 AC/hr, 15 AC/hr and 20 AC/hr) and differential temperatures 
between the supplied air and the room air (OK, +2K, supply air colder and -2K, 
supply air hotter) are summarized in Figures 4.6 to 4.13. To evaluate the 
effectiveness of air mixing a detailed assessment of the room air movement was 
carried out along major and minor vertical axes of the room. Measurements of 
air movement samples were taken at places chosen to include representative regions 
of the room air, i.e. region of entrainment, region of turbulent mixing and region 
of stagnant air. This exercise produced an overall picture of the air movement 
typical of that which would be established in conventionally-ventilated cleanrooms. 
As observed from values given at the air velocity arrows, actual measurements are 
given, but the diagrammatic representation of these values, which could be shown 
by the length of the arrows, is not to scale. This was not possible because of the 
great range and number of values to be indicated and, in some cases, it would 
have been impossible to visually represent the stagnant areas in the room. In the 
first 14 experiments (each experiment contained measurements along both axes) a
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large number of points were measured in the room. As the experiments continued 
it could be seen that the air pattern could be adequately represented by fewer 
readings. The experiments were therefore continued in this way.
It is clear from the diagrams (Figures 4.6 to 4.11) that for three of the air 
terminal devices (multislot, adjustable vane and dump), at the given ventilation 
rates (3 AC/hr, 15 AC/hr and 20 AC/hr) and temperature differentials, (OK, +2K, 
supply air colder and -2K , supply air hotter) there were no significant differences 
in the pattern of air movement. These air terminal devices provided very high 
induction which resulted in a rapid velocity decay. On the other hand, the jet 
device discharged the air vertically downward with more throw and less entrainment 
(Figures 4.12 and 4.13). As a result of this there was more clean air available
under the jet.
4.1.3 Ventilation effectiveness as assessed by decay rates
In exploring the effectiveness of air flow behaviour in diluting and removing 
contamination within the room, the decay of the contaminant for the various 
ventilating schemes was continuously recorded at three sampling locations (Appendix 
A). The sampling locations which were lm  from the floor were:
P o s i t i o n  No. 1. D i r e c t l y  below t h e  c e n t r a l  a i r  t e r m i n a l  d e v i c e
P o s i t i o n  No. 2 .  Midd le  o f  t h e  room on t o p  o f  t h e  w o r k in g  t a b l e
P o s i t i o n  No. 3 .  N ear th e  m idd le  e x h a u s t
The effectiveness and performance of various ventilation schemes in diluting 
and removing contamination was calculated by means of a performance index. 
The performance index was calculated as the ratio of theoretical (nominal) 
ventilation rate to the effective ventilation rate. Theoretical ventilation rates based 
on perfect mixing were calculated as the ratio of air supply flow rate into the 
room to the volume of the room. Effective ventilation rates were estimated 
graphically by the slope of each decay lines (Appendix A). Table 4.1 shows the 
calculated performance indicies at each sampling location (Position No's 1, 2 and 
3), for each ventilation scheme. The differential tem perature between the supply 
air and the ambient room air was calculated by averaging all the one minute
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interval results obtained during the experiment. The differential tem perature when 
positive indicates colder supply air and when negative indicates hotter supply air.
For perfect mixing of clean supplied air with the contaminated room air, the
performance index would be 1. When the performance index is below 1 this
indicates that the ventilation system is more effective in removing contamination. 
When the performance index is greater than 1 this indicates that the clean 
supplied air does not appear to mix effectively with the contaminated room air.
The performance indicies obtained (Table 4.1) for three of the air terminal 
devices (multislot, adjustable vane and dump) for various ventilation rates and 
differential temperatures at various sampling positions (Position No's 1, 2 and 3) 
were close to 1. These show good mixing of the clean supply air with the 
contaminated room air. For these type of air terminal devices under all air 
change conditions, the maximum deviations in performance indicies from 1 (perfect
mixing) was small being from -27%  to +25%.
Table 4.1 shows that the lowest and highest performance indicies were 
obtained from the jet air terminal device at different sampling locations. The 
lowest performance index was 0.56 for the jet at Position No. 1 (directly below 
the air terminal device). The maximum performance index of 1.52 was again 
obtained for the jet supply, although this was at Position No. 3 (near the middle 
exhaust). These rather large discrepancies between theoretical and effective local 
ventilation rates at the various sampling positions are due to the inadequate air 
mixing achieved by the jet air terminal device.
4.1.4 Ventilation effectiveness as assessed by lateral air distribution
Tables 4.2 to 4.5 summarize the results of further tests carried out to study 
the effectiveness of mixing of various ventilating schemes. The results assess how 
rapidly the smoke particles diffused and mixed throughout the room when released 
at one end of the room. To measure the lateral air distribution, air samples were 
continuously recorded from the three exhausts (E , ,  E 2 and E 3). The effectiveness 
of various ventilating schemes in mixing the air across the length of the room was 
compared by means of a performance index. The performance index for each
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ventilating scheme was calculated as the ratio of the measured airborne particulate 
concentration to the expected airborne particulate concentration at any particular 
sampling point on the assumption of perfect mixing.
The test results (Tables 4.2 to 4.5) clearly show that out of the four air
terminal devices (multislot, adjustable vane, dump and jet) tested, the multislot 
diffusers and jet produced the best and worst air mixing in the room, respectively. 
Multislot diffusers produced (Table 4.2) near perfect mixing across the length of 
the room for all ventilation rates (3 AC/hr, 15 AC/hr and 20 AC/hr).
The adjustable vane grilles produced near perfect mixing (Table 4.3) a t the 
vicinity of exhausts E 1 and E 3, but the clean supplied air tended to be more
directed towards the central exhaust E 2.
The results for dump air terminal device (Table 4.4) show near perfect 
mixing for ventilation rates of 3 and 15 air changes per hour. However when the 
ventilation rate was increased to 20 air changes per hour, more throw and less
spread of the supplied air occurred. As a result the efficiency of mixing within 
the room was reduced.
The results of tests for the jet air terminal device (Table 4.5) show that 
efficient mixing was obtained at 3 air changes per hour. However the efficiency 
of mixing reduced when ventilation rates were increased to 15 and 20 air changes 
per hour. It should be noted that when the jet terminal was tested only the
central terminal was discharging a localized piston-type air supply. The other two 
terminals had not been modified and were still acting as dump air terminal 
devices. This increased the entrainment and diffusion across the length of the 
room.
4.1.5 Ventilation effectiveness as assessed by constant source dispersion
To detect, describe and confirm any deviation from the theoretical phenomena 
of perfect mixing, further observations were made on the effectiveness of various 
ventilating systems in diluting and removing contamination within the room. The 
results of measurements for its four air terminal devices, differential tem peratures, 
ventilation rates and contaminant release locations are summarized in Tables 4.6 to
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4.13. For this set of results, two different release positions were considered. The 
release positions, which were both lm  from the floor, were alternated from 
between the central air terminal device and the table (Release Point R p , )  to 
between the central exhaust and the table (Release Point R p 2). As seen from 
Tables 4.6 to 4.13 when the release was at R p , ,  air samples were taken from all 
three exhausts ( E , ,  E 2 and E 3) at the top of the working table (Position No. 2) 
and near the middle exhaust (Position No. 3). When smoke was released at R p 2, 
air samples were taken from all three exhausts ( E 1, E 2 and E 3), at the top of 
the working table (Position No. 2) and from beneath the central air terminal
device (Position N o.l). The sampling Positions (No's. 1, 2 and 3) were all lm
from the floor.
The results of tests (Tables 4.6 to 4.11) show that three of the air terminal 
devices (multislot, adjustable vane and dump) produced good mixing of supplied air 
with the room air at ventilation rates of 3 and 15 air changes per hour for all 
the differential temperatures and both release positions. However when the
multislot diffuser was tested at 20 air changes per hour, there appeared to be
some restriction in the mixing of supplied air with room air, the throw of the
supplied air being increased and hence there was more clean air available under
the terminal. In this situation, when smoke was released at R p j ,  the airborne
particle concentration at the centre of the room (Position No. 2) was much higher 
than the rest of the room. It was also noted that the airborne concentration
under the terminal and thus the air quality under the terminal was better than 
that predicted by assuming perfect mixing.
When the jet air terminal device was tested, reasonable mixing was only 
obtained at 15 air changes per hour when smoke was released between the
terminal device and the table. When smoke was released between the table and 
the middle exhaust, there appeared to be very limited mixing for all the
ventilation rates (3, 15 and 20 AC/hr) and differential temperatures studied.
It is clear from the results (Tables 4.6 to 4.13) that when jet terminal device
was in use much lower PI was obtained under the jet (Position No. 1) than when
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any other air terminal devices were used. This much reduced PI value obtained 
under the jet (Position No 1) shows the quality of air under the jet (Position No 
1) is better than when any other air terminal devices were used. The reduction 
of average P i's  with increasing volume of jet supplied air indicates that, due to 
more throw of the supplied air and less entrainment, the quality of air only under 
the jet improves.
4.1.6 Multiple regression analysis of constant source dispersion results
A multiple regression analysis was carried out on the results obtained and 
described in the previous section (4.1.5). This analysis derives equations which 
relate a dependent variable to various independent variables. The dependent 
variable to be predicted in these equations was the performance index at the three 
different sampling positions, i.e.
(1) Directly below the central air terminal device (Position No. 1)
(2) Middle of the room on top of the working table (Position No. 2)
(3) Near the middle exhaust (Position No. 3)
The independent variables or predicators studied were:
(i) Ventilation rate into the room
(ii) Type of air terminal device (jet or multislot)
(iii) Smoke dispersion point (Rp, or R p 2)
(iv) Temperature difference between supply and room air
The type of equation obtained from the analysis was in the form:
PI = C o n s t a n t  + k 1(AC/hr)  + k 2(AT) + k 3 Type o f  d e v i c e  
J e t  -  0 
M u l t i s l o t  = 1
+ k 4 R e l e a s e  p o i n t  
Rpi= 0 > Rp 2 = 1
where the value of the ventilation rate and tem perature difference is that 
established during the experiment and the type of device and release point either 0 
or 1, as shown in the equation.
Table 4.14 gives the values of the various coefficients (constant and k 1 to k 4) 
derived from each analysis of the data. Only regression coefficients which are
121
statistically significant are included in the equations. The level of significance as 
percentage probability is given in Table 4.14. Normally the coefficient was
regarded as significant if the probability was less than 5%. However, it is possible 
that at probability levels between 5%  and 10% the variables were statistically 
significant. These were therefore included in the equations but, when that 
occurred, their probability level was shown in brackets in the equation.
The final forms of the equations can be used to predict P i’s for different
conditions. By inputting the ventilation rate, temperature difference, type of
device (0 for a jet and 1 for a multislot) and release point ( 0 for R p 1 and 1
for R p 2) into the relevant equation, the PI can be calculated. The equation also
enables the numerical importance of the independent variables to be calculated.
The results were analyzed in four groups. These groups were:
A. all results
B. results when smoke was released at R p 1
C. results when smoke was released at R p 2
D. results separated into those obtained from either multislot or jet
A. The first set of data tested included all the test results. The regression
equations predicting the performance indicies for each sampling point are as 
follows:
( P I ) ,  = 0 .7 3 6  -  0 .032N + 0.370At
( P I ) 2 = 0 .6 9 3  + 0.016N + 0 . 050AT + 0 .720At + 0 .9 53R p
( P I ) 3 -  0 .8 9 7  + 0 . 531Rp 
where N = v e n t i l a t i o n  r a t e  (AC/hr)
AT = d i f f e r e n t i a l  t e m p e r a t u r e  (K)
At = a i r  t e r m i n a l  d e v i c e  
Rp = r e l e a s e  p o s i t i o n  o f  smoke 
It can be seen that the most significant factors which influenced the mixing 
of the supplied air with the room air under the air supply terminal (Position 
No. 1) were the air change rates and the type of air terminal device, while
the temperature differential and the location of smoke released had no
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statistically significant effect. It should be noted that an increase in 
ventilation rate decreased the amount of mixing. All factors had a significant 
effect on mixing in the centre of the room (Position No. 2). For all the
cases except one (Rp = 0 and At = 0), the effect of decreasing the
ventilation rate improved the mixing. Near the middle exhaust (Position No. 
3) it was only where the smoke was released had any significant effect.
W hen smoke dispersion point was at R p , ,  the smoke mixed better, relatively, 
than when released at R p2-
B. When the data was analysed from the results obtained when smoke was
released only between the middle air terminal device and the working table 
(release position Rp , ) ,  the two regression equations for each sampling position 
yielded the following:
( P I ) 2 = 0 .5 5 6  (P<10%) + 0.055N + 1 .1 2 l A t 
( P I ) 3 = 0 .8 1 9  + 0 . 600At 
These equations reflect the fact that the mixing process in the centre of the
room (Position No. 2) and near the middle exhaust (Position No. 3) are
mainly affected by the type of air terminal device. Higher ventilation rates 
influence the mixing in the centre of the room (Position No. 2) but not near 
the middle exhaust (Position No. 3). The effect of increasing the ventilation 
rate reduced the amount of mixing by multislot diffusers, although in the case 
of jet device, the mixing reduces after the ventilation rate has reached 8 air 
changes per hour.
C. W hen only the data which was derived from the tests where the smoke was
released between the middle exhaust and the working table (Rp 2) was
analysed the following regression equations were obtained:
( P I ) ,  = 0 .7 3 8  -  0 .034N + 0 .352At
( P I ) 2 = 0 .721  -  0 .020N + 0 . 438At
The results show that both the jet air terminal device and an increase in the 
air change rates both decrease the amount of air mixing. However the
mixing in the centre of the room by multislot diffusers only reduced when the
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ventilation rate increases from 8 air changes per hour. Temperature 
difference had no effect.
D. When the data was divided and analyzed according to the type of air terminal
devices (multislot and jet) the following regression equations for the three
positions were obtained:
Jet
( P I ) 1 -  0 .7 1 4  -  0.032N + 0.038AT (P<8.5%)
( P I ) 2 = 1.221  + 0 . 151At (P<8%) -  0 . 873Rp
( P I ) 3 = 0 .9 8 8  + 0.195AT
Multislot 
( P I ) ,  -  1 .110  -  0 .036N
( P I ) 2 = 2 . 0 1 0 -  1 .422Rp
( P I ) 3 -  1 .654
The above regression models suggest that the principal factors contributing to 
air mixing under the terminal (Position No. 1) for both air terminal devices 
(multislot and jet) was the air change rates^ although the temperature
difference may have had some effect on the air issuing from the jet device.
Again the results show that increasing the ventilation rate reduces the amount 
of mixing. Significant factors which influence the mixing in the centre of the 
room could be demonstrated in the case of the je t device where the release 
position and possibly the temperature difference were significant and in the 
case of the multislot terminal device where only the release position was 
significant. Near the middle exhaust (Position No. 3) the air mixed by the 
multislot diffuser was not affected by any variable and in the case of the jet 
device, only the temperature difference.
4.2 Dispersal of Airborne Particles and Bacteria by People
Data on the dispersal of airborne contaminants by male and female volunteers 
was gathered for utilization in the airborne contaminant concentration model.
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Tables 4.15 to 4.18 show the amount of airborne contaminant dispersed from 
personnel who worked at Organon Laboratories and the Mechanical Engineering 
Research Annexe. Tables 4.15 and 4.16 show the mean steady-state dispersion 
rate measured from 30 female and 25 male volunteers. A comparison of male 
and female dispersion rates is shown in Tables 4.17 and 4.18. The number
dispersed by individuals appeared to be log-normally distributed as shown in 
frequency distribution diagrams (Figures 4.14 to 4.19). These results show great
variability in dispersal from different subjects, expecially so in the case of male 
subjects. Furthermore, the results show that males disperse more contamination 
than females. This is particularly in the case of bacterial dispersion where males 
dispersed about 5 times more bacteria than females when wearing indoor clothes. 
However it is interesting to note that when cleanroom clothing was worn this 
difference in bacterial dispersion between males and females was reduced to about
1.5 times.
4.3 Particle Emissions from Machines in Cleanrooms
To gather realistic data for utilization in the airborne contaminant 
concentration model, experiments were carried out to measure the particle emission 
from two vial-filling machines.
4.3.1 Baush & Stroebel vial-filling machine
Tables 4.19 and 4.20 show the change in the particle concentration of
airborne particles greater and equal to five different particle diameters (0.3/xm,
0.5/im, ljim , 2jim and 5/im) with respect to time when sampling 1 f t 3/min of air. 
Table 4.19 corresponds to the results when the operator and the machine were 
working and Table 4.20 corresponds to the operator working and the machine off. 
From both tables (4.19 and 4.20) it is clear that due to a high initial burst of
particles dispersed into the room, the airborne particulate concentration increased
and reached a peak, after which time the concentration gradually decreased. It 
was also evident from the experimental data obtained for both tests (Tables 4.19 
and 4.20) that the results did not have sufficient time to drop to a plateau but
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were a percentage of the average steady-state concentrations. The average 
steady-state particles generated in both tests was therefore obtained by using the 
decay equation (Eq. 2.3). The results from both tests were then subtracted to 
give the particles generating from the machine (Table 4.21). The results show 
that the vial-filling machine generated about 2 x 106 particles/min of particles ^ 
0.5/im.
4.3.2 Bosch-Strunck vial-filling machine
Table 4.22 shows the average steady-state particles generated from the 
Bosch-Strunck vial-filling machine. The results show that the particles generated 
from the machine (2.7 x 104 ^ 0.5/*m) are about 100 times less than the Baush 
& Stroebel vial-filling machine.
4.4 Outdoor Airborne Particulate and Bacterial Concentration
Table 4.23 shows the mean airborne contamination present in the outdoor air 
at different locations (urban and rural) and climatic conditions (wind, sun and 
rain). It would appear from the results (Table 4.23) that the weather and location 
influenced the airborne contaminant concentration. The mean airborne bacteria 
concentrations for rural and urban locations were averaged for the three climatic 
conditions and found to be 0 .53/ft3 (18.7/m 3) and 0 .64/ft3 (22.6/m 3) respectively. 
Furthermore, as expected, it can be seen that the airborne particle concentration is 
more in urban locations than the rural locations. Minimum airborne bacterial 
concentration (0.45/ft3 or 16/m 3) and minimum particulate concentrations (1.6 x 
105/f t3 or 5.8 x 106/ m 3 for particles ^ 0.5jwn and 600/ft3 or 2.1 x 1 0 4/ m 3 for 
particles ^ 5^m) were obtained on a windy day and on a rainy day respectively.
4.5 Surface-Deposition of Airborne Particles in a Chamber
To gain an understanding of various surface deposition mechanisms and to 
estimate their significance, the surface deposition of airborne particles in the 
previously described chamber (section 2.5) was investigated theoretically and 
experimentally. The ultimate objective was to exclude mechanisms of negligible
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significance from inclusion in the airborne contaminant concentration model 
described (Chapter 3) although the results also gave an insight into the theoretical 
and actual deposition rates of the various mechanisms of particle deposition.
To calculate the variation of surface-deposition with equivalent ventilation 
rate, the average turbulent energy dissipation rate into the air by the stirrer was 
required. This was related to the power put into the air by the stirrer. Given in 
Figure 4.20 is the graph of motor shaft power against angular speed for various 
operating air pressures. The fan power was calculated as the difference between 
torque power of the shaft with blades, less the torque power of the shaft only. 
From this the relationship between fan power and air pressure for the two stirrers 
was established (Figure 4.21).
To predict the deposition flux, the airborne particulate concentration had to 
be evaluated. Samples of air were taken, the volume of sample being determined 
by a Rotameter flowmeter. The Rotameter was calibrated by drawing air through 
the filter by the vacuum pump and determining its scale reading at different 
suction pressures (Figure 4.22).
Shown in Figure 4.23 is the size calibration of the wet airborne droplets
projected from the rim of the air-driven spinning-top atomizer used to produce
droplets during the experiments. Figure 4.23 shows the calibration curve of the 
true wet drop size between 25 /on and 150 /mi generated by the atomizer running
at pressures between 4 and 72 cm Hg when spraying solution of 80% v/v aqueous
ethanol. This calibration curve was used to estimate the dry particle size and also 
to compare it with the dry size observed when using the microscope.
Table 4.24 shows the theoretical deposition velocities calculated for various 
aerodynamic particle diameters (0.8/tm, 6 .3 /mi and 11.2/on) and equivalent 
ventilation rates in the chamber (0 AC/hr, 20 AC/hr and 200 AC/hr). These 
deposition velocities have been computed from the deposition model taking into 
account the surface loss rate due to gravitational sedimentation, Brownian 
(molecular) diffusion and turbulent (eddy) diffusion for uncharged particles. These 
theoretical results (Table 4.24) suggested that there would be no difference between
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deposition under both still and stirred air for aerodynamic particle diameters of 
6.3/an and 11.2/un. Furthermore they suggest that practically all particles of these 
sizes (6.3/an and 11.2/an) would deposit on the floor of the chamber. Figure
4.24 shows the graph of theoretical deposition velocity against particle diameter for 
various equivalent ventilation rates (0 AC/hr, 20 AC/hr and 200 AC/hr). One
feature of these theoretical deposition curves (Figure 4.24) was that all the three 
curves (OAC/hr , 20 AC/hr and 200 AC/hr) gave a size of particle with a
minimum deposition, deposition increasing below and above this size. The values 
of particle size which gave minimum deposition is shown (Figure 4.24) to vary 
between 0 .3 /mi and 0.8/mi, depending on the stirrer speed. Furthermore the 
deposition curves (Figure 4.24) clearly show that there is likely to be no difference 
in deposition under both still air and stirred air conditions for particles greater 
than about 1.5/tm. However, deposition is likely to increase for particles below 
0.5/an as the equivalent ventilation rate is increased. The deposition values (Table 
4.24) show that at any fixed flow condition (still or stirred) gravitational
sedimentation is the predominant loss mechanism.
Table 4.25 shows the deposition velocities calculated from the number of 
bacterial-carrying particles found to deposit in the chamber. This was for various 
aerodynamic particle diameters (0.8/un, 6.3/un and 11.2/un) and equivalent
ventilation rates (OAC/hr, 20 AC/hr and 200 AC/hr). It is clear from these results 
that particles of aerodynamic diameters 6.3/im and 11.2/un all deposit on the floor
of the chamber, under both still and stirred air conditions and are therefore in
good agreement with theory. However, the theoretical results obtained (Table
4.24 and Figure 4.24) appear to underestimate the experimental results for particles 
of aerodynamic diameter of 0.8/im. The probable reason for this was that 
particles were formed by spraying solutions and used within a short time; they 
would therefore carry a very high charge which enhanced surface deposition. In 
the hope of minimizing the electrostatic effects of the particles and establishing
whether electrostatic effect was the likely reason an air ioniser was used to 
saturate the air with ions. The results obtained (Table 4.25) when the air ioniser
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was used compared to that when no air ioniser was used (Table 4.26) show there 
was about a 50% reduction in surface deposition. This deposition rate is still 3 
times greater than that predicted.
4.6 Verification of Airborne Concentration Model by Monitoring of Airborne
Particles and Bacteria in Industrial Cleanrooms
Table 4.27 shows the conditions of the cleanrooms used to assess the validity 
of the airborne contaminant concentration model derived in Chapter 3. The 
results are from conventionally-ventilated cleanrooms at Optical Coating Ltd. 
(OCLI) in Fife and at Organon Ltd, a pharmaceutical manufacturing laboratory at 
Newhouse near Glasgow. Tables 4.28 and 4.29 show the contaminant
concentration in the air of cleanrooms. The method used in determining particle 
concentration was that described in Federal Standard 209D (1988). Both
cleanrooms conformed to Class 10,000 of Federal Standard 209D. Airborne 
bacterial sampling was additionally carried out at Organon Pharmaceutical 
Laboratory, as shown in Table 4.29. Validation of the model was accomplished 
(Table 4.30) by running the computer program developed on the IBM PC with 
the input of experimental data as shown in Table 4.27. O n the basis of inputing 
mean airborne contaminant dispersal obtained from people, the predicted airborne 
contaminant concentration was between the lower 95% confidence limit and the 
mean of the averages measured in the rooms.
Inputing arbitrary variables with deviance of ±50% in the computer model 
allowed the determination of the significant impact that each variable has on the 
overall result. This sensitivity analysis of the airborne contaminant concentration 
model to input variables is summarized in Table 4.31. The effect of changing all 
the input variables on the airborne contaminant concentration indicated that the 
airborne contaminant concentration is strongly influenced by the contaminant 
dispersion rate and the volumetric flow rate of supplied air into the room. 
Furthermore, it demonstrates that little is to be gained by the use of highly 
efficient final filters as opposed to filters 50% less efficient.
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TABLE 4 . 1 5  STEADY-STATE CONTAMINANT DISPERSION RATES BY FEMALES
Code
L e t t e r
B a c t e r i a l  
C o un t/ra in
A verage  P a r t i c u l a t e  C o un t/m in
In d o o r
C lo th in g
C lean
Room
C lo th in g
In d o o r C lo th in g C leanroom  C lo th in g
> 0 .5  fim > 5 :0  fim > 0 .5  fim ^ 5 .0  fim
NB 2548 83 6586889 2108058 802103 23352
BB 242 37 362977 39344 365515 20306
MC 38 55 161182 3808 1102891 95440
*CB 349 25 383283 60919 94932 5077
MC 165 12 162451 10153 101532 10153
KC 256 41 859215 44420 252561 5077
CD 62 109 399782 8884 923434 47720
*AM 282 28 1311032 380745 339117 42136
IG 372 150 308404 45689 182250 23352
AG 127 198 356631 167528 832055 113716
KH 118 99 977246 178950 367038 42643
EH 96 23 145952 22845 127677 7615
EK 310 70 823678 131992 952370 57873
AM 173 65 1176502 149760 336325 35029
CM 194 230 728492 87571 539643 25383
GM 61 24 783066 196718 205095 13199
CM 141 93 1656241 224640 158136 139098
JM 209 43 425165 21576 135038 13707
*MG 343 13 142145 8884 546750 8630
KR 340 8 1704468 217025 97471 5077
ET 38 3 261445 6980 79703 0
MT 1185 81 11794210 703109 503599 60919
MC 208 32 5072793 347747 1641011 26652
* s k i r t  on ( o th e r  s u b je c t s  had t r o u s e r s  on)
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TABLE 4 .1 5  CONTINUED
STEADY-STATE CONTAMINANT DISPERSION RATES BY FEMALES
Code
L e t t e r
B a c t e r i a l  
C o u n t/m in
A verage P a r t i c u l a t e  C o u n t/m in
In d o o r
C lo th in g
C le a n
Room
C lo th in g
In d o o r C lo th in g C leanroom  C lo th in g
> 0 .5  fim ^ 5 .0  fim ^ 0 .5  fim > 5 .0  fim
KQ 1076 48 501314 101532 250023t 12692
GM 36 28 270329 0 313480 20306
EM 466 26 8997004 1088931 415647 44420
*JC 924 54 812256 289366 195449 27921
*MW 402 18 526063 567310 506391 47593
SG 81 5 3667844 461971 489892 15230
AB 42 4 151029 30460 97471 1015
* s k i r t  on ( o th e r  s u b je c t s  had  t r o u s e r s  on)
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TABLE 4 .1 6  STEADY-STATE CONTAMINANT DISPERSION RATES BY MALES
Code
L e t t e r
B a c t e r i a l  
C o u n t/m in
A verage P a r t i c u l a t e  C o u n t/m in
In d o o r
C lo th in g
C le a n
Room
C lo th in g
In d o o r C lo th in g C leanroom  C lo th in g
^ 0 .5  fim ^ 5 .0  fim ^ 0 .5  fim ^  5 .0  fim
DA 429 60 2146133 195449 272613 14722
JR 551 132 187834 6346 227812 15230
WA 53 16 385187 17134 296093 5775
IM 1624 35 6376210 427704 1163811 11422
RC 1690 15 948055 196718 369957 5711
RM 216 9 625691 67265 282386 6980
CS 678 34 3108148 91379 222101 5077
JM 1624 50 3302328 756413 784335 46324
RJ 782 19 2002718 313480 968362 20941
FS 5320 83 7718970 904904 4973989 97217
NG 91 7 519082 103722 489892 6980
TV 3858 39 1420179 243677 130469 3046
WH 3912 329 1103923 431131 7483327 262686
JD 1080 112 1677033 205300 2167281 61343
PM 716 44 500389 143463 333428 23746
AB 2232 98 799683 180566 2011450 64806
RG 3904 105 14486547 1680249 2765868 57880
TS 2416 59 364347 150884 393781 67774
BH 574 188 3912335 415548 365089 84099
BM 42 38 325760 14841 1005725 42544
MH 694 125 873146 133569 2050037 71732
AA 2880 59 4830746 1375266 773711 71732
RY 2240 204 3701593 1334453 461060 47491
RK 420 65 249824 42050 1340142 16078
AK 1980 192 4224738 1111838 11669973 71237
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TABLE 4 .1 7  DISPERSAL OF AIRBORNE CONTAMINANTS BY PEOPLE 
(A verage Count p e r  m in u te )
NATURE 
OF CONTAMINATION
MALE FEMALE
In d o o r
C lo th in g
C lean
Room
C lo th in g
In d o o r
C lo th in g
C le a n
Room
C lo th in g
B a c te r i a
Max i mum 5320 329 2548 230
Minimum 42 7 36 3
Mean 1600 85 363 57
M edian 1080 59 209 39
S ta n d a rd  
D ev ia t io n 1446 77 505 56
S ta n d a rd
E r ro r 289 15 92 10
P a r t  i c l e  
^0 . 5jim
Max i mum 14486547 11669973 11794210 1641011
Minimum 187834 130469 142145 79703
Mean 2631624 1716108 1716970 431820
M edian 1420179 773711 627278 337721
S ta n d a rd  
D ev ia t io n 3202101 2673265 2808471 364942
S ta n d a rd
E r ro r 640420 96588 512754 78013
P a r t  i c l e  
^5 . Ofim
Max i mum 1680249 262686 2108058 139098
Minimum 6346 3046 0 0
Mean 422814 47303 256897 33044
M edian 196718 42544 116762 23352
S ta n d a rd  
D ev ia t io n 482939 53662 427292 33294
S ta n d a rd
E r ro r 534653 10732 66629 6079
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TABLE 4 . 1 8  COMPARISON OF MALE AND FEMALE AIRBORNE DISPERSON RATES
N a tu re
o f
C o n tam in a t io n
R a t io  o f  m a le /fe m a le  m ed ian  d i s p e r s io n  r a t e
In d o o r C lo th in g C leanroom  C lo th in g
B a c t e r i a 5 .2 1 .5
P a r t i c l e s  ^0.5^m 2 .3 2 .3
P a r t i c l e s  ^5fim 1 .7 1 .8
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FK5.4 .1 4 .COMPARISON OF BACTERIAL 
DISPERSION RATES FOR INDOOR CLOTHING 
PERCENTAGE OF OCCURANCE
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FIG. 4 . 1 5 .  COMPARISON OF BACTERIAL 
DISPERSION RATES FOR CLEAN ROOM CLOTHING 
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FIG. 4 . 1 6  . COMPARISON OF PARTICULATE 
DISPERSION RATES FOR INDOOR CLOTHING 
PERCENTAGE OF OCCURANCE 
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RG. 4 . 17.COMPARISON OF PARTICULATE 
DISPERSION RATES FOR CLEANROOM CLOTHING 
PERCENTAGE OF OCCURANCE 
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FIG. 4 .1 8'. COMPARISON OF PARTICULATE 
DISPERSION RATES FOR INDOOR CLOTHING
- PERCENTAGE OF OCCURANCE 
100 -----------------------------
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FIG, 4.1 9 .COMPARISON OF PARTICULATE 
DISPERSION RATES FOR CLEAN ROOM CLGTHNG
PERCENTAGE OF OCCURANCE 
100 -----------------------------
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80
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TABLE 4 .1 9  PARTICLE CONCENTRATION WHEN OPERATOR 
AND BAUSH & STROEBEL MACHINE WORKING 
-  c o u n ts  ta k e n  a t  m in u te  i n t e r v a l s
P a r t i c l e  S iz e (/im)
^ 0 . 3 > 0 . 5 >1 >2 >5
3 6 0 4 7 0 0 1 0 9 41 21
1 2 8 2 2 1 7 1 4 1 7 6 4 7 16
4 2 9 4 6 4 8 7 7 4 4 2 1 2 2 2 6
<n4-><+- 5 7 8 3 8 7 6 3 0 8 7 8 1 8 0 31
mJU
o
5 9 6 7 2 8 1 6 8 9 0 1 2 1 5 23
V.cd 4 6 4 3 2 6 8 5 6 1 0 0 0 2 0 2 2 3
w
G
3 4 6 1 6 5 3 2 2 9 1 8 1 8 4 2 4
.2
cd
2 7 2 9 2 4 5 5 9 9 1 4 2 1 2 4 2
-*->
GU
2 1 6 2 5 3 8 8 0 7 9 3 1 8 9 2 2
o
GO 1 8 0 5 5 3 2 5 6 6 7 0 1 3 4 21
U
jy 1 5 6 2 5 2 9 0 0 6 7 0 1 4 2 2 9
73
%-» 1 5 0 6 4 2 7 7 7 6 7 3 1 6 4 33
cd
eu 1 5 8 4 1 2 9 3 8 6 9 8 1 7 2 3 9
1 5 5 7 9 3 1 1 3 6 4 5 131 16
1 4 2 7 6 2 8 9 1 6 3 9 1 2 0 16
1 4 1 6 2 2 8 7 2 6 4 2 1 3 4 2 2
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TABLE 4 .2 0  PARTICLE CONCENTRATION WHEN 
OPERATOR WORKING IN THE ROOM 
-  c o u n ts  ta k e n  a t  m in u te  i n t e r v a l s
P a r t i c l e  S iz e (/im )
^ 0 .3 ^ 0 .5 >1 >2 ^5
58088 2817 4 3 0 95 16
<r> 62384 2822 587 192 52
«+* 49228 2045 443 123 32
ju
."5+->
37704 1569 329 86 12
uC3CL 26179 1067 222 50 6
C 18449 882 140 27 5o
"■*->
cfl
i* 14386 780 208 71 19
C
0)(J 10364 589 124 33 6
co
U 7885 615 201 72 25
jU 6511 517 139 40 8
[a
♦->Vn 5747 483 125 39 13
a.
5529 650 166 50 13
411 512 109 26 9
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TABLE 4 .2 1  AVERAGE STEADY-STATE PARTICLES GENERATED 
FROM BAUSH & STROEBEL MACHINE
P a r t i c l e  S iz e  
(fim) > 0.3 >0.5 >1 >2 >5
D is p e r s io n  R a te  
( P a r t  i c l e s /m in ) 9308385 2061310 464788 41515 5415
TABLE 4 .2 2  AVERAGE STEADY-STATE PARTICLES GENERATED 
FROM BOSCH-STRUNK MACHINE
P a r t i c l e  S iz e  
(fim) > 0.5 >5
D is p e r s io n  R ate  
( P a r t  i c l e s /m in ) 26460 2940
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TABLE 4 .2 3  MEAN OUTDOOR AIRBORNE CONTAMINANT CONCENTRATION 
(Numbers p e r  f t 3)
NATURE OF 
CONTAMINATION
CLIMATIC
CONDITIONS
LOCATION
U rban R u ra l
B a c te r ia
Wind 0 .6 0 .4 5
Sun 0 .7 3 0 .6 5
R a in 0 .6 0 .4 9
P a r t  i c l e  
^ 0 .5/*m
Wind 273100 254000
Sun 313000 292000
R a in 224321 163120
P a r t  i c l e  
^ 5/im
Wind 1830 1510
Sun 1020 830
R a in 841 600
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Fig.  4.24 Theoret ical  depos i t i on  v e lo c i t y  vs p a r t i c l e  diameter
200 AC /  h r
20 AC /  h r
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TABLE 4 .2 6  EXPERIMENTAL DEPOSITION VELOCITIES (CM/SEC) 
FOR AERODYNAMIC PARTICLE DIAMETER OF 0 .8^m  AND 
VARIOUS EQUIVALENT VENTILATION RATES. POLARITY AIR 
IONISER NOT IN USE
A ir  Change R a te  
(A C /hr)
Top S id e B ase
0
0 .001
0 .0 0 2
0
0 .0 0 5
0 .0 0 7
0 .0 0 1
0 .0 1 1
0 .0 1 3
0 .0 8 0
A verage 0 .0 0 1 0 .0 0 4 0 .0 3 5
20
0 .0 0 3
0 .0 0 6
0 .0 0 5
0 .0 1 7
0 .0 0 6
0 .0 1 0
0 .0 1 7
0 .0 2 0
0 .0 2 5
A verage 0 .0 0 5 0 .0 1 1 0 .0 2 1
200
0 .0 0 4
0 .0 0 2
0 .0 0 1
0 .0 0 9
0 .0 1 1
0 .0 0 6
0 .0 2 4
0 .0 2 3
0 .0 1 8
Ave ra g e 0 .0 0 2 0 .0 0 9 0 .0 2 2
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TABLE 4 .2 7 CLEANROOM CONDITIONS DURING ENVIRONMENTAL 
CLEANLINESS TESTS
VARIABLES OCLI ORGANON
Room
D im ension
F lo o r
A rea
(m2)
4 8 .3 2 113 .9 0
He i g h t 
(m) 3 .0 0 2 .7 3
Volume o f  S u p p lie d  
A ir  in to  th e  Room 
(m3/ s )
1 .0 0 2 .8 9
Volume o f  A ir  from  
U n id i r e c t io n a l  Flow 
C a b in e t (m3/ s )
2 .8 7 2 .9 4
% R e c i r c u la te d  A ir 88 85
Number o f  Fem ales 3 5
Number o f  M ales 2 2
Type o f  c lean ro o m  
c 1o t h i ng
whi t e
l a b o r a to r y
c o a ts
C eram ic 
T e r ry le n e  
c o v e r a l 1
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TABLE 4 .2 8  VERIFICATION AND CLASSIFICATION OF OCLI CLEANROOM
L o ca t io n
P a r t i c l e  C ounts ^ 0 .5  /im ( p a r t i c l e s / f t 3) A verage 
C oun ts  
( P a r t  i c l e s  
/ f t 3)
1 2 3 4
A 1780 2290 1620 1260 1738
B 4230 2410 870 1080 2148
C 6700 3920 5270 3000 4723
D 2370 2010 2030 1780 2048
Mean o f  a v e ra g e s  o f  th e  p a r t i c l e s  > 0 .5 /an  = 2664 p a r t i c l e s / f t 3 
S ta n d a rd  d e v ia t io n  o f  th e  a v e ra g e s  = 1384
S ta n d a rd  e r r o r  o f  mean o f  th e  a v e ra g e s  = 692
U pper 95% c o n f id e n c e  l im i t  = 4325 p a r t i c l e s / f t 3 
Lower 95% c o n f id e n c e  l im i t  = 1003 p a r t i c l e s / f t 3
A irb o rn e  P a r t i c u l a t e  c l e a n l i n e s s  C la s s  = 10 ,0 0 0  o f  F ed . S td . 209D
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TABLE 4 . 2 9  VERIFICATION AND CLASSIFICATION OF ORGANON CLEANROOM
L ocat io n
P a r t i c l e  C ounts ^0.5/un 
( p a r t  i c l e s / f t  3)
A verage 
P a r t  i c l e  
C o u n t s / f t  3
B a c te r i a l  
Count s
/m 3
1 2 3 4
A 880 880 1080 730 893 3 .5 7
B 1920 1230 1320 1270 1435 2 .7 1
C 790 720 560 820 723 3 .8 6
A verage b a c t e r i a  c o n c e n t r a t io n  = 3 . 3 8  b a c t e r i a / m 3
Mean o f  a v e ra g e s  o f  th e  p a r t i c l e s  ^0 .5 /an  = 1017 p a r t i c l e s / f t 3
S ta n d a rd  d e v ia t i o n  o f  a v e ra g e s  = 3 7 2  -----
S ta n d a rd  e r r o r  o f  mean o f  th e  a v e ra g e s  = 215 
U pper 95% c o n f id e n c e  l im i t  = 1641 p a r t i c l e s / f t 3 
Lower 95°/o c o n f id e n c e  l im i t  = 394 p a r t i c l e s / f t 3
A irb o rn e  p a r t i c u l a t e  c l e a n l i n e s s  c l a s s  = 1 0 ,0 0 0  o f  F ed . S td . 209D
TABLE 4 .3 0  MODEL OUTPUT FOR CLEANROOMS
C leanroom
C um ulative  a i r b o r n e  c o n ta m in a n t c o n c e n t r a t io n
P a r t i c l e s  ^ 0 .5 /a n /f t  3 B a c te r ia /m 3
OCLI 1620 NA
O rganon 678 1 .1
NA = NOT A p p l ic a b le
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iTABLE 4 .3 1  SENSITIVITY ANALYSIS OF THE AIRBORNE CONTAMINANT
CONCENTRATION MODEL TO INPUT PARAMETERS (4 p e o p le  c o n s id e re d )
V a r ia b le s
!
± 50% 
V a r ia b le  
Change
C u m u la tiv e  A irb o rn e  
C on tam inan t C oncent r a to n
% Change i n 
C o n tam in an t C o n c e n tra t io n
B a c te r ia /m 3 P a r t  i c l e s  
^ 0 .5  jim/m 3
B a c t e r i a P a r t  i c l e s  
^ 0 .5  /im
B a c t e r i a l 300 4 .2 7 +50
D is p e rs o n 200 2 .8 5 NA 0 NA
R ate 100 1 .4 2 -50
(b a c t /m in )
P a r t  i c l e 3 .3  x 106 40891 +50
D is p e r s io n 2 .2  x 106 NA 27260 NA 0
R ate 1 .1  x 106 13630 -50
(p /m in )
T o ta l 6 1 .9 7 17550 -31 -36
‘ V o l. o f 4 2 .8 5 27260 0 0
j S u p p lie d 2 5 .2 2 54179 +83 +99
J. A ir  (m3/ s e c )
!
------------ —  -...— --------- -------  -------- ------------------------ -------------------------
105 2 .7 2 27174 - 4 .6 - 0 .3 2
A rea  (m2) 70 2 .8 5 27260 0 0
35 3 .0 2 27351 +6 + 0 .33
6 2 .8 5 27260 0 0
H e ig h t (m) 4 2 .8 5 27260 0 0
2 2 .8 5 27260 0 0
0.000141 2 .8 5 27260 0 0Fi I t e r 0 .000094 2 .8 5 27260 0 0P e n e t r a t  io n 0 .000047 2 .8 5 27260 0 0
0.21611 2 .8 5 27260 0 0P r e - f i l t e r 0 .14407 2 .8 5 27260 0 0P e n e t r a t i o n 0 .07204 2 .8 5 27260 0 0
% 90 2 .8 5 27260 0 0
R e c i r c u la t e d 60 2 .8 5 27260 0 0
A ir 30 2 .8 5 27260 0 0
B a c t e r i a 3 3 .9 2 .8 5 0
O utdoor 2 2 .6 2 .8 5 NA 0 NA
C o n c e n tr ' n 11 .3 2 .8 5 0
( b a c t /m 3)
P a r t  i c l e 1 . 5  x 1 0 11 27260 0
O utdoor 1 .0  x 1 0 11 NA 27260 NA 0
C oncent r 1n 0 .5  x 1011 27260 0
(p /m 3)
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5. DISCUSSIO N A N D  CONCLUSION
Development of a mathematical model to predict the airborne contaminant 
concentration within conventionally-ventilated cleanrooms was the prime objective 
of this investigation. This model required data on the dispersal of airborne 
contaminants by male and female volunteers, process equipment as well as the 
outdoor airborne contaminant concentration. The assumption of complete air 
mixing was used in the derivation of this model but that assumption required
evaluation and thus a substantial part of the research program was devoted to that 
problem. The airborne contaminant concentration may be reduced by deposition 
of the airborne particles. Thus all possible surface deposition mechanisms were 
studied and the model developed which was verified experimentally. The
important deposition mechanisms were then included in the airborne contaminant 
concentration model. Finally, the validity of the airborne contaminant
concentration model was examined by comparing the predicted contaminant 
concentration with that found in real situations in industrial cleanrooms.
The complete study is discussed under five headings. These are as follows:
1. Cleanroom air distribution performance
2. Contaminant dispersion by people and process machines
3. Outdoor airborne contamination
4. Surface deposition
5. Airborne contaminant concentration
5.1 Cleanroom Air Distribution Performance
To investigate the validity of the perfect-mixing assumption used in the 
mathematical models derived in Chapter Three as well as to gain an insight into 
the air movement in conventionally-ventilated cleanrooms, experiments described in 
Chapter Two (section 2.1) were conducted at Organon Pharmaceutical
Manufacturing Laboratory Ltd.
The ventilation effectiveness of various ventilation schemes, as assessed by
their ability to dilute and remove airborne contamination, was investigated in terms
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of the following:
1. Contaminant penetration into the air supply
2. Air movement within the room
3. Contaminant decay rates
4. Lateral air distribution
5. Constant contaminant dispersion
The research was extended to include the effects of the following factors in 
the above study:
(i) Type of air terminal devices
(ii) Effective ventilation rates
(iii) Location of contaminant source
(iv) Differential temperature between the supplied air and the room air
The combined study of all the above provided an understanding of air 
movement in conventionally-ventilated cleanrooms and the mixing of clean supplied 
air with contaminated room air.
5.1.1 Contaminant penetration into the air supply
Tests were carried out to investigate the amount of air entrained from the 
room into the clean zone of the supplied air. This was done by releasing smoke 
around the outside of the dump and jet air terminal devices and measuring the 
airborne concentration of smoke particles that penetrated into the clean zone. It 
should be noted that the dump air terminal device was not a diffuser but the 
original device fitted in the room which discharged air from the HEPA filter in a 
generally downward direction into the room (Figure 2.3). The jet air terminal 
device was the same as the dump device but had a frame built round the HEPA 
filter to minimize the air entrainment into the air supply (Figure 2.3).
Comparison of the results between the dump and jet air terminal devices 
show significant differences (Figures 4.1 to 4.5). The jet effectively established a 
localized piston-type downward-displacement air supply. However, without the 
frames (dump) the adjacent room air was drawn up immediately towards the 
negative pressure area underneath the perim eter of the filter (Figure 2.3). The
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ineffectiveness of the dump air terminal device in preventing air entraining from 
the surrounding room air into the clean supplied air is clear from the Isopleth 
diagrams (Figures 4.1 and 4.2). The smoke particles were kept out very 
effectively under the jet air terminal device (Figures 4.3, 4.4 and 4.5).
The results of tests on the dump air terminal device show that due to the 
penetration of room air into the supplied air, the outer boundary of the supplied 
air began to spread as soon as it was discharged into the room. The entrainment 
started with the edge of the supplied air and found its way through the clean zone 
providing rapid mixing of the uncontaminated clean supplied air with the 
contaminated room air. It was also observed with the dump terminal that the 
supplied air velocity decayed faster than when the je t terminal device was used. 
This is presumably caused by the surrounding room air being entrained into the 
supplied air causing frictional forces and hence a momentum transfer between the 
supplied air and the surrounding room air. Thus the dump terminal provided very 
high induction which resulted in a short throw, rapid velocity and temperature 
decay.
In the case of jet air terminal device there was less spread and hence more 
throw of the clean supplied air than the dump terminal. Thus, due to less 
entrainment, contamination under the jet was effectively reduced. For a given lair 
change rate the volume of the uncontaminated air under the jet terminal was 
much more than when a dump terminal was used.
Lastly it can be said that the unsymmetrical isopleth patterns obtained for all 
the tests was due to the non-uniformity of the air velocity leaving the filter.
5.1.2 Air movement
Visualisation of air movement patterns (Figures 4.6 to 4.13), along with the 
detailed measurements of air speeds and tem perature differentials, was carried out 
to establish the air movement patterns produced by the multislot, adjustable vane, 
dump and jet terminal devices.
All the air terminal devices were tested. With the exception of the jet, it 
was found that, for a given air change rate and a tem perature differential, the
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patterns of air movement were similar. It is clear from the results that, except 
for the jet device, the air terminal devices produced good mixing of 
uncontaminated supplied air with room air as well as good mixing of air within 
the room. This was not planned in the case of the dump terminal and highlights 
the difficulties that can be experienced if a good design of je t air terminal device 
is not installed. Good mixing throughout the room was induced by three air 
terminal devices (multislot, adjustable vane and dump) due to the rapid spread of 
the supplied air into the room and this was enhanced by entrainm ent.
For these three air terminal devices the ability of the supplied air to dilute 
the contamination generated in the room appeared to generally increase from 5 to 
15 air changes per hour but as the ventilation rate was increased from 15 to 20 
air changes per hour it decreased. This was thought to be a consequence of the 
increased throw of the supplied air.
It was also observed with these three air terminal devices (multislot, adjustable 
vane and dump), that a small portion of the supplied air, with a much lower 
velocity than the discharge velocity, tended to move rapidly below and along the 
ceiling surface (Figures 4.6, 4.8 and 4.10). However, this did not result in poor 
air distribution within the room since that supplied air, on reaching the walls, was 
deflected downwards and then circulated through the main body of the room 
causing efficient mixing.
Inspection of the results (Figures 4.6 to 4.11) showed that no significant 
differences could be detected between the multislot, adjustable vane and dump air 
terminal devices although the multislot diffusers produced the best air mixing. In 
this case it was found that room air was drawn upwards into the centre core 
immediately beneath the diffuser. The air discharged from the multislot diffusers 
in thin multilayer streams in four directions, swirling motions being imparted to the 
flow and thus the room air beneath the diffuser was entrained very fast into the 
supplied air, resulting in very good mixing.
The type of air movement pattern discussed above for the three types of air 
terminal device (multislot, adjustable vane and dump) was not observed with the
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je t air terminal device. The jet terminal device discharged air vertically downward 
to the floor before circulating through the room (Figures 4.12 and 4.13). The 
degree of entrainment, and hence spread and mixing, was limited as the jet 
effectively established a localized piston-type air supply. This entrainm ent was 
limited with air changes of between 3 and 15 but further reduced by increasing 
the ventilation rate from 15 to 20 air changes per hour.
5.1.3 Contaminant decay rates
The effectiveness of ventilation in diluting and removing contamination in the 
cleanroom was obtained by measurement of the decay rates. The decay rate of 
airborne contaminant concentration at different points in the room was used to 
determine the performance index. Inspection of the performance indicies at 
various sampling positions for diverse test conditions gave an insight into the 
nature of air mixing.
In interpreting the performance indicies given in Table 4.1 it should be 
remembered that a value of unity corresponds to complete air mixing. The lower 
the value is from 1 the more effective the ventilation system. The higher the 
value from 1 the less effective the ventilation system.
From the 21 cases studied, the minimum performance index obtained was 
0.56. This was from a jet air terminal device at Position No. 1 (directly below 
the air terminal device) with a mean effective ventilation rate of 16.37 air changes 
per hour. The degree of entrainment and mixing under the jet term inal (Position 
No. 1) was generally found to be less than the other sampling points (Position No. 
2 and 3) and hence there was more clean air in that position; this was also 
reflected in the air movement patterns discussed previously.
The maximum performance index of 1.52 was also obtained by the jet air 
terminal device, although this was near the middle exhaust (Position No. 3). This 
is caused by the enhanced ventilation under the terminal ensuring that there is less 
clean air available to dilute the contamination elsewhere in the room, i.e near the 
middle exhaust.
The performance indicies found for all the other air term inal devices
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(multislot, adjustable vane and dump) at various sampling positions (No. 1, 2, 3) 
were close to unity (Table 4.1), indicating good mixing of the clean supplied air 
with the contaminated room air. For all air change rates, differential temperatures 
and sampling positions considered, maximum deviations in performance indicies 
from unity was small being from -27%  to +25%. The maximum deviation in 
each performance indicies (not averaged) between these three air terminal devices 
for all the air change rates and differential temperatures studied were 37% (under 
the terminal) and 36% (middle of the room).
The information discussed previously show that all the three air terminal 
devices (multislot, adjustable vane and dump) discharge a supply air that rapidly 
entrains room air and provides a very good air distribution pattern, and hence 
good mixing, in the room. There would therefore appear to be no evidence to 
suggest that any one of these three air terminal devices is significantly better than 
the others in diluting and removing contamination within the room and all 
effectively mix the room air.
Similar conclusions were drawn by Lidwell et al (1960) with turbulent 
ventilation systems in operating theatres. They obtained adequate mixing at all 
different heights of contaminant release and supply air volumes, except when 
contamination was released at a low level (3 ft or 0.91 m) and the air velocity 
over the operating table was very small (below 25 ft/min or 0.13 m/s).
The effect of supplying air hotter than the room air on the performance 
index can be seen with two types of air terminal devices (multislot and dump). 
With a multislot air terminal device the performance index increased for all the 
sampling positions as the supplied air tem perature increased, whereas for the dump 
air terminal device the performance index increased at some positions and 
decreased at others. The higher and lower than ideal performance index, obtained 
at different locations for this strategy, shows that less mixing is accomplished by 
increasing the temperature of the supplied air, presumably because the supplied air 
is less dense, rises and does not mix quickly with the room air.
The effect of supplying the room with colder air than the room air brought
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the performance index closer to 1 and thus the clean supplied air appeared to
efficiently mix with the contaminated room air. This appeared to be caused by 
the supplied air spreading rapidly into the room due to increased density of
supplied air.
These findings are in good agreement with the results of the work carried out 
by Sandberg (1981). He showed that by increasing the supplied air temperature 
relative to the mean room air temperature, an increase in the heavy layering
effect of the tracer gas he used could be observed. It appears that as the
supplied air tem perature in creases with respect to the room air, the supplied 
air tends to rise until it attaches itself close to the ceiling. Thus the buoyancy
forces lim its the supplied air mixing with the room air and hence the efficiency 
of mixing reduces.
5.1.4 Lateral air distribution
To add to the information obtained previously, further experiments were
carried out to study the effectiveness of mixing of various ventilation schemes.
This study was concerned with how rapidly smoke particles diffused and mixed
throughout the room when released at one end of the room.
The results (Tables 4.11 to 4.14) show that out of the four air terminal 
devices tested the m u ltis lo t d i f fu s e r  produced the best air mixing under all test 
conditions (i.e. various ventilation rates and differential temperatures). The 
multislot diffuser produced almost perfect mixing across the whole length of the 
room under all the nominal ventilation rates of 3, 15 and 20 air changes per 
hour. For all the ventilation rates and differential temperatures studied the 
maximum deviation using the multislot diffuser in performance index from unity 
was +13% to -16% . With this type of air terminal device (multislot) the smoke 
particles diffused rapidly and it was observed that it imparted a swirl action to the 
supplied air to provide rapid mixing of supplied air with the surrounding room air.
The results of tests obtained from the ad justab le  vane grilles  showed perfect 
mixing in the vicinity of the two end exhausts (E 1 and E 3) although relatively less 
mixing was obtained in the vicinity of central exhaust ( E 2). The airborne particle
191
concentration observed at the two end exhausts (E , and E 3) were higher than 
the central exhaust (E 2) (a PI of 1 from E 1 and E 3 as compared to 0.72 from 
E 2). It appears that the clean supplied air was spread more efficiently towards
central exhaust E 2 than the two end exhausts (E 1 and E 3).
The d u m p  a ir  te rm in a l device  produced good mixing of supplied air with the 
surrounding room air for ventilation rates of 3 and 15 air changes per hour. 
However, when the ventilation rate was increased to 20 air changes per hour the 
spread of the clean supplied air was stronger towards the exhaust's grilles E 1 and 
E 2 (Pi's = 0.6 and 0.63 for E 1 and 0.75 and 0.77 for E 2) than towards exhaust's 
grille E 3 (Pi's = 1.35 and 1.38). These unsymmetrical airborne particulate 
concentration contours were due to the increased throw of the supplied air which 
prevented perfect mixing. Furthermore, the increased air volume at one end of
the room provided less clean air to dilute contaminants at the other end.
The results of tests for the je t a ir  term ina l device  indicate that reasonable 
mixing was obtained at 3 air changes per hour. This is due to the fact that 
although the central terminal device was discharging a localized unidirectional jet 
the other two terminals had not been modified to jet terminals and were still 
acting as dump terminal devices and hence affecting the air movement across other 
planes. However, when the ventilation rate was increased to 15 and 20 air 
changes per hour there was more restriction of lateral air mixing. This, as 
explained before, is due to the increased throw of the supplied air coupled with 
the unidirectional air flow pattern discharged into the room. With the central air 
terminal, which was the only one modified to a jet device, the air was discharged 
vertically downward with more throw and less entrainment than the other two 
terminals. Therefore the airborne particle concentration was only effectively 
removed under the central air terminal device. The effect of increasing the 
ventilation rate form 3 to 15 then to 20 air changes per hour decreased the 
performance indicies at the vicinity of exhaust's grilles E 1 and E 2, but increased 
at the vicinity of exhaust's grilles E 3. The minimum performance indicies were 
obtained in the vicinity of central exhaust's grille E 2.
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5.1.5 Constant contaminant dispersion
To detect, describe and confirm any deviation from the theoretical phenomena 
of perfect mixing, further observations were made on the effectiveness of the 
various ventilation schemes. The performance of the different air terminal devices 
were compared by means of the performance index (PI).
Comparison of the results from each series of tests (Tables 4.6 to 4.13) 
show that complete air mixing was established with three air terminal devices 
(mulitslot, adjustable vane and dump) at 15 air changes per hour for the two 
different locations of smoke released. Smoke was released either between the 
middle air terminal device and the working table (R p ,) or between the working 
table and the middle exhaust (R p2). The maximum deviation of average PI from 
perfect mixing (PI=1) was -8%  to +17%. The maximum deviation in average PI 
between the three air terminal devices was 27%. As these deviations are small, 
there appear to be no significant differences between each of the three terminal 
devices in diluting and removing the contamination.
Good mixing was also obtained when the multislot diffuser was tested with 3 
air changes per hour, although the efficiency in mixing reduced when smoke was 
released between the central terminal and the working table (Tables 4.6 and 4.7). 
As the ventilation rate is increased to 20 air changes per hour, the effectiveness of 
the system in mixing the supplied air with the room air reduces significantly 
(Tables 4.6 and 4.7). This is shown from the very low values of performance 
indicies (0.18 to 0.33) always obtained under the terminal.
Although increasing the volume of air supply always decreased the level of
airborne concentration for any given release rate, the efficiency of the ventilation 
system in diluting the contamination improved until the ventilation rate reached 15 
air changes per hour. After this it decreased and it is likely that the supplied 
air which was discharged in thick compact jets with an increased throw into the 
room would entrain less room air and mix less readily with the room air.
In the case of jet air terminal devices, as the ventilation rate was increased
from 3 to 15 and then 20 air changes per hour the performance indicies increased
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when smoke was released at R p, and decreased when smoke was released at R p 2« 
Significant layering and restriction of mixing was obtained when smoke was 
released between the table and the middle exhaust (release position Rp 2) for all 
the ventilation rates (3, 15 and 20 AC/hr) and differential temperatures studied. 
The much reduced values of P i's obtained (Tables 4.12 and 4.13) when smoke was 
released at Rp 2 indicates that there is much less transfer of smoke particles from 
under the terminal and onto the working table. This effect was more significant 
at the high ventilation rate (20 AC/hr) due to the greater momentum and throw 
imparted by the jet terminal device.
Comparison of the results from all the air terminal devices show that the 
lowest P i's  were obtained under the jet terminal device. The much reduced value 
of PI obtained under the jet (sampling Position No. 1) when smoke was released 
at R p 2 indicate that due to the unidirectional nature of the supplied air and the 
location of smoke release being some distance away from it there is minimum 
penetration and entrainment of particles under the jet (Position No. 1). The 
reduction of average PI (0.64-*0.11->0.10) with increased ventilation rates (3-»l5-»20 
AC/hr) indicated that less entrainment and mixing is obtained as the volume of 
supplied air, and hence momentum and throw, is increased. The increase in 
momentum, along with the unidirectional m anner of the jet, reduces the ingress of 
the contaminated room air into the supply air jet. With this air terminal device, 
smoke particles liberated at any position in the room were removed very effectively 
under the jet terminal.
It is worth noting that where jet air terminal devices are installed in 
cleanrooms, the optimum working place for an operator would be under the 
terminal, with an exhaust nearby, as the clean supply air will discharge downwards 
over the person and their work process and sweep away the contamination from 
the vicinity into the exhaust.
To investigate the parameters having the greatest effect on air mixing, it was 
necessary to use a statistical technique as there was no true classical relationship 
among the variables. The statistical technique, namely multiple regression analysis,
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relies on empirical evidence to develop relationships among all the studied 
variables. The analysis was carried out to assess the significance of all the
variables measured during the tests with respect to dilution and removal of 
contamination within the room. The dependent variable was performance index
(PI) and the independent variables were as follows:
(i) Air change rates
(ii) Type of air terminal devices
(iii) Location of contaminant source
(iv) Differential temperature between the supplied air and the room air
The multiple regression analysis (Table 4.14) calculated correlation coefficients from 
which a prediction equation can be obtained for determining the P i's in terms of
the above factors. It was also possible to input the maximum values used in the
experiment into the multiple regression equations obtained (Table 4.14) to 
determine the most important variables affecting mixing at various sampling 
positions in the room.
The multiple regression analysis was first carried out for all the data obtained. 
Then the data was divided into smaller sets according to the position of smoke 
released, type of air terminal device and a combination of these two.
Overall it can be concluded that within the limits of all the variables studied,
the parameters having the greatest influence on air mixing in  the cen tre  o f  the
room  in order of significance are:
(i) location of contaminant source
(ii) type of air terminal device
(iii) air supply flow rate
Although for mixing under the a ir term ina l dev ice , the most effective variables in 
order of significance are:
(i) air supply flow rate
(ii) type of air terminal device
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5.2 Contaminant Dispersion by People and Process Machines
To compute the airborne contaminant concentration in cleanrooms, data on
the dispersal of airborne contaminants by people and process machines are 
required. As discussed in the introduction (section 1.8) no data on the average
dispersion rates from people has been published and little good data on machines. 
It was therefore necessary to carry out experiments to obtain realistic data to use
in the computer program.
The link between the airborne contaminant concentration in cleanrooms and 
contaminant (particles and bacteria-carrying particles) dispersion by people,
particularly on the basis of a male/female comparison has not been widely
investigated or analysed hitherto. To obtain realistic data 25 male and 30 female
volunteers were studied in a dispersal chamber. The observations showed a great
variability in contaminant-dispersion rates, particularly in male subjects. This 
variability is also apparent in the published literature reviewed (section 1.8.2). 
Although there is no scientific evidence to suggest any factors responsible for this 
variability, personal observation suggested that the results were affected, by some or 
all of the following factors, and as these factors increased so did the bacteria 
dispersion rate.
(i) activity levels
(ii) skin surface area (including heaviness and obesity)
(iii) lack of personal hygiene
Comparison of the results from male and female dispersion rates (Tables 4.17
and 4.18) clearly shows significant differences, particularly when indoor clothing is
worn. The statistically significant reduction in the ratio of male/female median 
bacterial dispersion rates (from 5.2 to 1.5) when cleanroom clothing was worn 
instead of indoor clothing may be explained by the ineffectiveness of the indoor 
fabrics worn by males. The relatively loosely-woven indoor fabrics worn by the 
males did very little to prevent the dispersal of contamination into the air. This 
is because the penetration of airborne particles is most directly related to pore size 
of the fabric. It is, however, possible that the nylon tights worn by women could
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have retained bacteria-carrying particles more effectively due to their high electrical 
resistance and substantial electrostatic charge.
Lidwell and Macintosh (1978) reported the results of tests which showed that when 
surface resistivities exceeded 1 0 12 fl/cm the residual charges on pieces of fabric
after contact with similar material were between 18 and 73 nC. These surface
charges are sufficient to substantially reduce contaminant dispersal into the air. 
They also stated that if skin scales are charged this would accentuate the effects of 
charges on the fabric in preventing dispersion.
May and Pomeroy (1973) and Hill et al (1974) have shown that
bacteria-carrying particles are mainly dispersed from the lower part of the body 
(below the waist). This reinforces the suggestion that the nylon tights worn by 
females may be the reason for reducing the bacteria dispersed into the air.
As discussed above when cleanroom clothing (ceramic polyester) was worn the 
ratio of male/female median bacterial dispersion rate reduced to 1.5 as compared 
to 5.2 when indoor clothing was worn. Furthermore, a substantial reduction of
18.3 fold difference in median bacterial dispersion rate by males was found 
compared to only 5.4 obtained from females wearing cleanroom clothing. These 
different reductions between male and female may be explained by the fact that 
tightly woven ceramic polyester clothing (equivalent pore size about 18/im) was not 
as effective in filtering off the particles coming from females as they had already 
been filtered by nylon tights. An additional reason for this may be that males
disperse a different bacterial size distribution to females. If the median size of 
the skin fragments dispersed from men were, on average, larger than women, the 
ceramic polyester fabric would be more effective on men than women. Although 
Mackintosh et al (1978) reported the median of the skin fragments dispersed from 
people to be about 20 /im, there is no published information regarding the 
difference for males and females.
It is interesting to note that although males disperse more inert particles than 
females, the ratio of male/female median dispersion rates remains reasonably
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constant (2.3 for particles ^ 0.5/on and 1.8 for particles ^ 5.0/im) for both types 
of fabrics (indoor and ceramic polyester). Due to the high variability apparent in 
the experimental data, the difference in the ratio of male/female bacteria and 
particulate median dispersion through ceramic polyester coverall is not statistically 
significant. Also the ratio indoor/cleanroom clothing of median particulate 
dispersion rate for both males and females remains the same (2 for particles ^ 
0.5/mi and 5 for particles ^ S.Ofrni).
The results obtained clearly show significant differences between males and 
females. These suggest that, where possible, female cleanroom operators should be
employed to reduce the level of airborne contamination within the room.
Experiments were also carried out to measure the particle emission from two 
different makes of vial-filling machines. The average steady-state particles 
generated varied from 2.6 x 104 to 2 x 1 0 6 per minute for particles ^0.5/xm.
This 100 fold difference in particle emission rate between the two vial-filling 
machines show that as the make and model of the machines make an important 
difference to airborne cleanliness in the cleanroom, information about machine
dispersion rates should be supplied by manufacturers.
5.3 O utdoor Airborne Contamination
Experiments to measure the airborne bacteria and particles present in the 
outdoor atmosphere were carried out in different climatic conditions (wind, sun and 
rain) and at different locations (urban and rural) to obtain realistic data for 
incorporation in the airborne contaminant concentration model.
Although there is insufficient data to draw a conclusion on a purely statistical 
basis, the data obtained indicate that the weather and the location may influence 
the airborne contaminant concentration.
For all the climatic conditions tested, the airborne contaminant concentration 
in the urban location was higher than the rural location. Higher bacteria 
production can be attributed to higher human densities in the urban environment 
and associated activities such as refuse production and disposal. Similarly, abiotic
198
particles may be increased in the urban environment by industrial processes, 
transportation, combustion, etc. Natural climatic dispersal (wind, rain, sunshine) of 
these higher densities may be retarded by the constrainment of building proximities 
and heights. It was observed that minimum airborne bacterial concentration
(0.45/ft3 or 16/m 3) was obtained on a windy day and minimum particulate 
concentration (163120/ft3 or 5.8 x 106/m 3 >0.5/un and 600/ft3 or 2.1 x 104/m 3 
>5jtm) was obtained on a rainy day. These findings suggest that a m ajor element 
for removing micro-organisms in outdoor air may be the wind and that rain may 
be a m ajor factor for washing and removing the particles from dusty air.
The mean airborne bacteria concentration of 0 .63 /ft3 (22.3/m 3) obtained by
Whyte (1968) is in good agreement with the results achieved herein. The results 
of airborne particle concentration obtained by Willike and Whitby (1975) for Los
Angeles (smog) and remote areas (clear) illustrate the limits likely to be found in
practice (1 x 108/ f t3 or 4 x 1 0 9/m 3 to 6 x 10 9/ f t 3 or 2 x 1 0 1 V m 3 for particles 
>0.1 fxm). Also the results obtained by Liu and Ahn (1986) for airborne particulate 
concentration (3 x 10 5/ f t3 or 1.1 x 1 0 7/m 3 for particles >0.5/un) in outdoor air is 
in good agreement with the results obtained by the author.
5.4 Surface Deposition
The surface deposition rates of airborne particles have been investigated 
theoretically and experimentally. The ultimate objective was to exclude those 
deposition mechanisms of little significance in the cumulative airborne contaminant 
concentration model. As a secondary object, theoretical models were devised 
which predicted the deposition of particles on surfaces of a room. The accuracy 
of this model was verified by experiments.
Initially, the deposition models considered gravitational sedimentation, Brownian 
(molecular) diffusion, turbulent (eddy) diffusion, inertial impaction, electrostatic and 
thermophoresis. However, due to near proximity of steam pipes, where the petri 
dishes were stored, the temperature of the agar surface was always hotter than the 
ambient tem perature inside the chamber. As airborne particles move towards
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lower temperature locations they move away from the agar surface under the 
influence of the temperature gradient. Deposition due to thermophoresis would 
therefore not occur.
As no means were available for measuring the charge carried on the particles 
formed by spraying, the deposition rate due to electrical forces could not be 
computed.
The deposition model shows that impaction of particles does not occur until 
the critical Stokes number is reached. By solving the flow field equations (Chapter 
3) it was verified that the minimum Stokes number for finite efficiency of 
impaction of airborne particles on flat plates is 1/16 and the Stokes number for 
complete impaction is 1/4. When the computation was carried out for the worst 
possible case during the experiment (i.e. max. air speed = 1 m/s, diameter of 
aerosol jet = 5 cm and density of particles = 3.13 x 1 0 3 kg /m 3) it became 
evident that the Stokes number was less than the critical Stokes number and that 
deposition due to impaction would not occur for particles having diam eter less than 
18 pm and complete impaction would not occur for particles larger than 36 pm. 
These sizes were outside the particle size range studied experimentally and in the 
practical situation in a cleanroom, particles of these sizes will not be present in 
any significant quantities. Because of these facts, the deposition model was refined 
to take into account the surface loss rate only caused by (i) gravitational 
sedimentation, (ii) Brownian (molecular) diffusion and (iii) turbulent (eddy) diffusion 
for uncharged particles.
The computation for surface deposition was carried out for three nominal 
ventilation rates (0, 20 and 200 AC/hr) and the variation of the deposition rate 
with particle size was observed. One feature of the resultant theoretical deposition 
curves (Figure 4.24) was that all the three curves (0, 20 and 200 AC/hr) gave a 
size of particle which had a minimum deposition. The values of particle size 
which gave minimum deposition were found to vary between 0.3 and 0.8 pm 
depending on the stirrer speed and hence eddy diffusion. The particle diameters 
which gave the minimum deposition became larger as the stirrer speed increased.
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The amount of surface deposition obtained indicated that at any fixed flow 
conditions (still or stir) gravitational sedimentation is the predominant loss 
mechanisms for particles larger than about 1 /tm while Brownian diffusion, turbulent 
diffusion and electrostatics are important for particles below about 0.5 /mi. In the 
intermediate size range (0.5 to 1.0 /im) gravitational sedimentation, Brownian 
diffusion and eddy diffusion were all effective. . Furthermore, the computation 
showed that there was no difference in deposition caused by the air being still or 
stirred for particles greater than about 1.5 /im whereas deposition increased for 
particles below 0.5/im as the air change rates were increased. This suggests that 
turbulent diffusion becomes effective below 0.5/un because the motion of particles 
is affected by the turbulent eddies produced by the air motion.
The above theoretical findings (Table 4.24) were verified by experiment 
(Table 4.25) where it was found that there was no marked difference between 
experiments and theoretical results under both still and stirred air for aerodynamic 
particle diameters of 6.3 /im and 11.2 /on. The test results demonstrated that the 
deposition of 0.8 /on particles increased about 3 fold as the blade was used to
agitate the air. This enhanced deposition can be accounted for by the particles in
the air stream picking up the turbulent velocity fluctuation in the main part of the 
flow and in the outer part of the turbulent boundary layer. As a result of this, 
particles will be conveyed across the mean flow direction with an eddy diffusion 
coefficient which was very much greater than molecular diffusion coefficient (except 
very near the surface).
The analysis and resultant deposition curves obtained appear to be very 
similar to the results obtained • by Liu and Ahn (1986) using a heat and mass
transfer analogy. They calculated particle deposition velocities onto 125 mm and a 
200 mm diameter silicon wafer in a vertical unidirectional flow cleanroom. They 
found that the deposition velocity decreased with increasing particle size in the 
diffusion (Brownian ) regime, reached a minimum depending on airflow velocity
and then increased with increasing particle size when sedimentation became 
important. Similarly the theoretical deposition curves obtained by Liu and Ahn
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(1986) using the heat and mass transfer approach, showed no difference whatsoever 
in particle deposition for various air flow velocities (100, 50, 25 and 12.5 ft/min 
or 0.51, 0.25, 0.13 and 0.06 m/s) in sedimentation regime whereas deposition 
increased with airflow velocity in diffusion regime.
The experimental data obtained for aerodynamic particle diameters of 6.3 /un 
and 11.2 /im showed that all the particles deposit to the bottom of the chamber, 
under both still air conditions (0 AC/hr) and stirred air conditions (20 and 200 
AC/hr) were as predicted by theory. These findings suggest that as larger particles 
(6.3 jjtm and 11.2 /mi) fall more rapidly than the small ones (0.8 /on) due to 
greater density and cross sectional area, the only significant loss mechanism is 
gravitational sedimentation.
It was found during the experiments that the computational deposition model 
developed underestimated the deposition rate for aerodynamic particle diameters of 
0.8/un. The reason for this was not immediately clear but by refining the 
experiment the reason was found to be due to the particles, which were formed 
by spraying solution and were deposited within a short time after generation, being 
likely to have carried an appreciable charge. The test results (Table 4.26) indicate 
these electrical charges dominate the removal rates for particles of 0.8 fim. As 
there was no measurement of particle charge the surface deposition due to 
electrical charge could not be predicted. However the deposition velocity obtained 
by the number of particles deposited show that the particles are very highly 
charged. Therefore droplets produced by the spinning top generator carried 
substantial electrical charge which increased particle deposition onto surfaces.
A satisfactory theory for estimating the electrical charge carried by the 
airborne particles which are formed by spraying solutions, has not been developed. 
The charging mechanisms responsible for electrification are complicated in that the 
charging is affected by subtle chemical effects. The amount of charge measured 
by Chow and Mercer (1971) was about twice that normal charge predicted by 
electrostatic theory. Similarly, Matteson (1971) reported a large discrepancy 
between the actual charge carried by the particles formed by spraying solutions and
202
the theoretical model of electrical charge. He found substantially much larger 
charge than that predicted. John and Davis (1974) have also reported substantially 
high electrical charges on latex particles. Reischl et al (1977) measured spray 
charges for various substances from a vibrating-orifice aerosol generator. They 
found electric charge of -10,000 unit charge on 3 p m  diameter dioctylphthalate 
(DOP) particles. However the vibrating-orifice aerosol generator produces particles 
much less violently than the spraying top generator. The spray charge from the 
spinning top generator studied would therefore be much greater.
A comparison of the results obtained when the polarity air ionizer was used 
show about 50% reduction in deposition (Tables 4.25 and 4.26). This was still 3 
times greater than predicted by theory. The degree of neutralization depends on 
the size of the particles, the initial charge level, the concentration of bipolar ions 
generated by the ionizer and the time available for neutralization to occur. It 
may be assumed that although the charged particles have been neutralized to some 
degree by the ionization device they have not been neutralized completely.
The comparison between the theory and experimental results was therefore 
generally good, but not perfect for 0.8 p m  particles. A more exact agreement 
between the theory and experimental results in this experimental circumstance is 
not expected, as the average aerodynamic particle diameter, effective particle 
density and shape of the particles used in the computational model were doubtful. 
Variations were also encountered in the number of bacterial colonies from agar 
plate to agar plate on the surface of the chamber from identical runs and in 
establishing still conditions where no thermal effects would cause air currents in the 
chamber to mix the air.
When the computational model was used to predict the deposition of 
aerodynamic particle diameters of 6.3 and 11.2 pin, the experimental results were 
in good agreement with theoretical predictions. These findings show that the 
deposition of particles for these sizes (6.3 pm  and 1 1 .2  p m )  is dominated only by 
gravitational sedimentation.
When dry particle sizes were examined under the microscope, the particles
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were actually smaller (by a factor of 0.83) than when estimated from the wet 
droplet diameter. This indicated that the wet particle size which was initially 
multiplied by 0.86 as suggested by May (1966) was not adequate to assess the true 
wet-drop size. Hence further inspection of the particle sizes under the microscope 
and comparison of the w et-drop sizes revealed that the wet particle size should 
have been multiplied by 0.72 to find the true drop size and correctly calculate the 
dry size.
Overall it can be concluded that, considering the difficulties encountered in 
carrying out the experiments, the agreement between experiment and prediction is 
good. Therefore, it can be concluded that gravitational sedimentation is adequate 
to explain the deposition observed in the chamber.
5.5 Airborne Contaminant Concentration
5.5.1 Theoretical Model
To predict the cumulative airborne contaminant concentration in conventionally 
ventilated cleanrooms a computer program, as described in Chapter Three, was 
developed. The computation was based on the assumption of perfect mixing of 
supplied air with the surrounding contaminated room air. It was verified that the 
assumption of perfect mixing is reasonable for all types of air terminal devices 
which entrain room air but less so for air terminal devices in which the air is 
supplied as a jet.
The input data into the computer program were as follows:
1 . Total volumetric flow rate of supplied air
2. Contaminant dispersion rate
3. Final filter penetration
4. Pre-filter penetration
5. Percentage of recirculated air
6. Dimensions of the room
7. Outdoor contaminant concentration
The output results contained (i) cumulative contaminant concentration, (ii) decay
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rates and (iii) deposition rate on surfaces or into product containers.
By including realistic distributions of all the variables formulating the model it
was possible to predict the cumulative airborne contaminant concentration. A
sensitivity analysis (Table 4.31) of the m odel-to-input parameters was carried out
to assess quantitatively the effect of varying each input variable on the airborne 
contaminant concentration. The analysis was found to be extremely sensitive to 
changes in dispersion rate and the volumetric flow rate of supplied air. It was 
found that the airborne contaminant concentration was linearly proportional to the 
dispersal rate, a 50% increase in dispersion rate being reflected in a 50% increase 
in airborne contaminant concentration. The analysis also showed that the
maximum airborne contaminant concentration corresponds to the peak in the 
contaminant source size distribution. As discussed in the literature review and
earlier in this chapter the human being is normally the most dominant factor, but 
the manufacturing process can also, in many cases, generate substantial particles.
The sensitivity analysis also indicated that 50% increase of the air-supply 
volumetric-flow rate decreases the airborne concentration by 33% (in the case of 
bacteria contamination) and 36% (in the case of particle contamination). The 
difference in airborne contaminant concentration between bacteria and particles is 
due to the difference in deposition rate and size distribution of the input data.
It was demonstrated (Table 4.31) that for a given supplied air volume and
dispersion rate, the dimensions of the room (or the volume) do not affect the 
airborne cleanliness to any appreciable degree. The very slight reduction of
contaminant concentration with 50% increase in all the dimensions of the room is 
due to gravitational deposition of airborne particles onto the floor. Therefore the 
volume of the room has not any bearing on the steady-state airborne contaminant 
concentration in the room; it is the volumetric flow rate of supplied air which 
controls and dilutes the airborne contamination within the room. Any specification 
or guidance should therefore be presented in terms of total volumetric flow rate of 
supplied air into the room rather than air change rates. This clearly demonstrates 
the inaccuracy of various standards (Guide to Good Pharmaceutical M anufacturing
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Practice, HMSO 1983 and The Rules Governing Medicinal Products in the
European Community, EEC 1989) in specifying various grades of microbially
controlled environments in terms of air change rates. However, it should be 
noted, as discussed previously, that the volume of the room can affect the rate of
build up as well as the decay rates of airborne contamination in the room.
The analysis showed a substantially higher airborne contaminant concentration 
in the size range corresponding to the filter's minimum efficiency. This occurred 
independently of the exact shape of the outdoor or indoor particle size distribution 
curve. Furthermore, it became clear that nothing is to be gained by the use of 
highly efficient filters (HEPA or ULPA) as opposed to filters 50% less efficient. 
This is not surprising, as so few particles pass through the high efficiency filters, 
that particles from supplied air are only a minor source of airborne contamination 
in the room.
The Guide to Good Pharmaceutical Manufacturing Practice (HMSO 1983) 
recommendation on the selection of final filter efficiencies (99.997%, 99.995%, 
99.95% against median diameter of about 0.65 /on) to achieve various microbial 
cleanliness levels (1/A, 1/B, 2) is therefore inappropriate. The document places 
undue emphasis upon final filter efficiency. The analysis achieved herein 
demonstrates clearly that nothing is to be gained by using more efficient filters 
(99.997%) as opposed to less efficient filters (99.995% or 99.95%). This
conclusion is not surprising as bacteria are not present in the air as unicellular 
organisms but are found attached to particles. The micro-organisms contained in 
outdoor and indoor air are mainly associated with particles larger than 1/un.
From the bacterial distributions given by Whyte (1968) the median diameter
of bacterial particles found in recirculated air is about 6.4 /im and those in 
outdoor air 16 /im. Today's technology provides final filters that are virtually 
100% efficient at 1 /im and larger and ensure that bacteria-free air is supplied
into the room. It is not the particles in the supply air that are the source of 
contamination but particles generated in the room that are the major contribution 
to the air contamination. This fact suggests a cost advantage of providing
effective cleanroom clothing to reduce airborne contamination rather than increasing 
and conditioning the supplied air.
The model developed enables one to compute the amount of air necessary for 
dilution of airborne contaminants to achieve the required airborne cleanliness in the 
room. It would thus be very useful in sizing the air distribution plant. The 
computation can be repeated with a wide range of options (e.g. number of people, 
type of clothing, process machines) to evaluate the effectiveness of different designs 
and hence find the best way of achieving the desired airborne cleanliness at the 
most economical cost.
5.5.2 Experim ental validation of the model
To evaluate the validity of the airborne contaminant concentration model, 
predicted values (Table 4.30) were compared with experimental results (Tables 4.28 
and 4.29) from two cleanrooms. The 95% confidence limits for upper and lower 
values of measured airborne contamination were calculated. When comparison was 
made on the basis of mean airborne contaminant dispersal from people, the 
computed airborne contaminant concentration was between the lower 95% 
confidence limit and mean of the averages measured. As discussed previously, the 
computational airborne contaminant concentration was strongly influenced by the 
dispersion rate values inserted in the input data file. Therefore, inaccuracy in 
estimating the contaminant dispersion rate is one of the gravest sources of error in 
comparing computational and measured airborne contaminant concentration. The 
slightly higher mean airborne concentration of particles measured during the time 
period may have corresponded to some higher than normal activity in the room 
when the measurements were taking place. Precise comparison is difficult due to 
great variability in the contaminant dispersal values obtained from different 
volunteers and thus a large difference between the maximum dispersion rate and 
the mean dispersion rate. The dispersion rate varies greatly by activity and also 
from day to day, therefore it is difficult to input the exact number of particles 
that may come from each source into the computer program.
Overall it can be concluded that despite the dynamic and large fluctuations in
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the contaminant dispersion rates, the airborne contaminant concentrations can be 
computed with a good degree of precision from existing information.
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APPENDIX a  -  Decay Rates ■
This appendix contains the results of measurements carried out to study decay 
rates. The experiments as described (section 2.1.2.3) were carried out in a 
cpnventionally-ventilated cleanroom being the diagnostic filling area at Organon 
Pharmaceutical Manufacturing Laboratory at Newhouse near Glasgow.
To study decay rates smoke was released in the room for 10 seconds and the 
decay of the smoke particles was continuously recorded at three different sampling 
points. The sampling point locations which were lm  from the floor were:
Position No. 1: Directly below the central air terminal device
Position No. 2: Middle of the room on top of the working table
Position No. 3: Middle side of the room near the middle exhaust.
The experiments were carried out for various air terminal devices (multislot, 
adjustable vane, dump and jet), ventilation rates and differential temperature. It is 
reminded that the negative differential temperature indicates supply air hotter than 
the ambient room air.
The results for each ventilation scheme are presented graphically by plotting 
the natural logarithm of the smoke concentration remaining at a given time against
the time. The effective air change rates (Neff) were estimated by fitting the best
straight line through the measured points and evaluating the decay slope. The 
rate of decay of airborne concentration at different points in the room was then
the basis for determining the performance index at the respective sampling points
for the given test condtions. Inspection of these gave an insight into the nature
of air mixing for various ventilation schemes.
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APPENDIX B -  Experimental errors
This appendix contains information on the accuracy of the instruments used (see 
Table B l) . Instruments are not guaranteed to give true values of the measurement. 
There is an uncertainty in the readings taken because of associated errors. A 
knowledge of the likely error is important so that the results obtained can be 
properly interpreted.
Manufacturers normally specify the instrument tolerance. The magnitude of the 
instrument error can be checked by calibration but it can not be fully corrected 
because there is also an error, albeit it should be small, in the calibration procedure. 
The minimum instrument error is likely to be the resolution provided by the 
instrument scale.
W hen the instrument has a range of scales then there is likely to be a different 
tolerance for each range setting and different scale graduations. In many cases the 
tolerance is expressed as percentage of full scale deflection (FSD).
Table B2 is a list of the maximum instrument tolerances recommended in 
relevant standards. The tolerances recorded in Table Bl for the instruments used are 
within these limits. The measurements made and figures derived from them , such as 
the ventilation Performance Index (PI), will therefore be within the normal tolerances 
in the industry. Any experimental errors will have no significant effect on the 
overall results and conclusions.
Ta
bl
e 
Bl 
A
cc
ur
ac
y 
of 
th
e 
in
st
ru
m
en
ts
 
us
ed
.
(N (N
W •«-!(1) 4->
CO u
m
o
*H >» >
X
00d• »"N*o
cd<u
Cd
u
s
p
g
cds
<D
o
do‘-do0)C<L>XS
P
QC/DU-(
>>o
cdu>
Pou
cd
TJ0)
.§*c5
75
o
cd«*-*dd
cd
e
o
X
0 
>1
is
1
ax+->
TJa>s
T3d
d
.2v»
cdUh
£
*cdo
Xo<u
o
Table B2 Recommended maximum instrument to lerances  
for s i t e  measurements.
Instrument
Type Applicat ion Standard
Instrument
tolerance
Hot wire 
anemometer
Room a ir  
v e lo c i t y ,
va
ISO 7726:1985
Thermal environments -  
instruments and methods 
for measuring physical 
quant i t  i e s .
±(0 .0 5 + 0 .05Va)m/s
E le c tr ic a l
thermometer
Room a ir  
temperature
ISO 7726:1985 
Thermal environments -  
instruments and methods 
for measuring physical 
quant i t  i e s .
± 0 .5 ‘C
Rotat ing 
vane 
anemometer
Supply and 
exhaust a ir  
ve lo c i  ty
ISO 5219:1984 
Air d is tr ib u t io n  and 
a ir  d if fu s io n  -  
Laboratory aerodynamic 
te s t in g  and rating o f  
a ir  terminal d ev ices .
± 2.5%
Mechanical
tachometer
Rotat ional
fan speed
BS 848:Part 1:1980 
Fans for general 
purposes. Methods o f  
t e s t in g  performance.
± 0.25%
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